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CITY OF OAK RIDGE, TENNESSEE
Invitation to Bid and Instructions to Bidders

FY2016-137 March 22, 2016

Project: Modifications & Repainting of 75,000 Gallon Steel Water Storage (Surge) Tank

Invitation

Bids will be received by the City of Oak Ridge until 10:00 a.m., local time, April 13, 2016, then publicly
opened in the Central Services Complex (see Technical Specifications — Appendix A) at 100 Woodbury
Lane, Oak Ridge, Tennessee, for furnishing all labor, materials, supplies, tools, and equipment necessary
to perform all work and services described in the Contract attached hereto, in strict accordance with the
terms and provisions of said Contract and any attachments thereto. (See attached Technical
Specifications prepared by CTl Engineers, Inc.)

All bids must be completed and submitted on the Bid Form provided. The bids shall be submitted on or
before the time set for the opening of bids. Bids received after the time so set are fate bids and will not be
considered. Late bids, unmarked envelopes, and incorrectly marked envelopes will not be opened.
Electronic bids are not accepted.

Suggested Pre-Bid Conference & Site Visit

A suggested pre-bid conference and site visit will be held on April 5, 2016, at 11:00 a.m., local time, at
New Hope Center (See Technical Specifications — Appendix A). Prospective Bidders are required to
attend in order to submit a bid. Please contact John King, PE, PCS, Senior Project Manager at CTI
Engineers, Inc., at (865) 246-2750 if directions to the pre-bid conference are needed.

Special Note for Secured Area Access: All potential bidders must submit their name as it
appears on their driver’s license and the last four digits of their social security number via email to
ehenley@oakridgetn.gov no later than 5:00 p.m. on Thursday March 31, 2016. Potential bidders
must secure a temporary badge from the U.S. Department of Energy (DOE) the morning of
Tuesday April 5, 2016 prior to the pre-bid conference. Due to the secured nature of the site,
there can be no exceptions to this requirement.

Discrepancies

Should the Bidder find any discrepancies in, or omission from, the bid documents, or should the Bidder be
in doubt as to their meaning, the Bidder shall at once notify John King, PE, PCS, Senior Project Manager
at CTl Engineers, Inc., at (865) 246-2750 or jking@ctiengr.com and obtain an interpretation or clarification
prior to submitting a bid. Any interpretation or clarification given in accordance with this provision shall be
in writing and will be distributed to all known Bidders. Only questions answered in writing will be binding.
Oral and other interpretations or clarifications will be without legal effect.

Prices

The Bidder shall submit unit bid prices as specified on Bid Form. It is agreed that this bid document in its
entirety is included in and made a part of the contract between the City and the successful Bidder.

Discrepancies between the multiplication of units of work and unit prices will be resolved in favor of the
unit prices. Discrepancies between the indicated sum of any column of figures and the correct sum
thereof will be resolved in favor of the correct sum. Discrepancies between words and figures will be
resolved in favor of the words.
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Withdrawal of Bids

Bids may be withdrawn on written or telegraphic request received from Bidders prior to the time fixed for
opening the bids. Such written request must be on company letterhead signed by a company official and
must indicate the specific bid project and bid price to be withdrawn in order to verify the identity of the
bidder.

Rejection of Bids

The City reserves the right to reject any and all bids when such rejection is in the interest of the City of
Oak Ridge; to reject the bid of a Bidder who has previously failed to perform properly or complete on time
jobs of a similar nature; to reject the bid of a Bidder who is not, in the opinion of the City, in a position to
perform the Contract, and to reject the bid of a Bidder not submitted in accordance with this Invitation to
Bid.

References
With the bid, each Bidder shall furnish at least three (3) references for whom work similar to that covered
by the specifications herein was performed, the year in which such work was performed and the manner

of its execution, and giving such other information as will tend to show the Bidder's ability to perform the
required work.

Equipment

The Bidder shall have available under Bidder's control, tools and equipment of the type, character and
amount required to complete the proposed work within the specified time. Each Bidder shall furnish a list
of the tools and equipment proposed for use on the work if requested.

Personnel

Each Bidder shall have available or shall agree to have available under Bidder's control sufficient
equipment and personnel to complete the proposed work within the specified time.

Method of Work

Upon request, each Bidder shall describe the method or methods to be used in the performance of the
required work.

Bidders Interested in More than One Bid

A party who has quoted prices to a Bidder is not thereby disqualified from quoting prices to other Bidders
or from submitting a bid directly for the work; however, more than one bid for the same work from an
individual or entity under the same or different name will not be considered.
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Bid Surety

Each bid shall be accompanied by a bid guarantee payable to the City in the amount of ten percent (10%)
of the total bid amount. The form of the bid guarantee shall be a bid bond or other suitable instrument
(i.e. cashier's check, certified check, or Letter of Credit). The bid guarantees of unsuccessful Bidders shall
be return to them by the City within fifteen (15) consecutive calendar days after execution of the Contract

Drug-Free Workplace Affidavit Form

A Drug-Free Workplace Affidavit form is included in this bid package and must be submitted with the bid.

Insurance

The successful Bidder will be required to maintain Worker's Compensation, Comprehensive General
Liability, and Comprehensive Automobile Liability and Property Damage Insurance in accordance with the
provisions of the Contract Documents. The City of Oak Ridge, Tennessee shall be named as an
additional insured.

Completion and Performance Bond, and Labor and Material Bond

The Contractor agrees to furnish a Completion and Performance Bond in the amount of one hundred
percent (100%) of the Contract price (contract price per year, not total over life of contract) with good and
sufficient surety or sureties acceptable to the City in connection with the performance of the work under
this Contract. The form and conditions of said Completion and Performance Bond shall be as prescribed
by the City.

The Contractor agrees to furnish a Labor and Material Bond in the amount of one hundred percent
(100%) of the Contract price (contract price per year, not total over life of contract) with good and
sufficient surety or sureties acceptable to the City, for the protection of persons furnishing labor and
material in connection with the performance of the work under this Contract. The form and conditions of
this bond shall be as prescribed by the City.

Award of Contract

The City will make the award as soon as practicable to the lowest responsible Bidder, price and other
factors considered, provided it is reasonable and in the best interest of the City. The City reserves the
right to award the contract to more than one bidder if in the best interest of the City. The successful
Bidder(s) shall be required to execute the Contract attached hereto.

City Officers and Employees Not To Have Financial Interest

No contract shall be made with any officer or employee of the City or any firm or corporation in which any
officer or employee of the City has financial interest.

Compliance with All Laws, Ordinances, Statutes, and Requlations

The Contractor shall comply with all federal, state, county and local laws, ordinances, statutes, and
regulations. Pursuant to City Code § 5-413, the City may not accept bids from Bidders in default of any
payment of any nature due to the City, including but not limited to taxes, licenses and fees.
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Anti-Discrimination

The selected Bidder, in performing the work or furnishing the services covered by this project, shall not
discriminate against any person because of race, creed, color, national origin, age, sex, sexual
orientation, disability, religion or other legally protected status. The City of Oak Ridge encourages the
utilization of minority and women-owned businesses in its contracting and subcontracting projects.

Tobacco Products

The selected Bidder and its employees/subcontractors shall comply with all building policies, regulations,
schedules and rules as set out and required by the City. Please note smoking (including e-cigarettes)
and the use of tobacco products (chewing) is prohibited in City facilities. For any work done at City
facilities, any smoking occurring outside of the buildings must occur at least twenty (20) feet away from
any entrance, open window or other opening into which smoke could infiltrate into the building. Spent
smoking materials are to be properly discarded and not littered on the grounds.

Background Checks

The selected Bidder shall only furnish employees who are competent and skilled for work under this
contract. If, in the opinion of the City, an employee of the selected contractor is incompetent or
disorderly, refuses to perform in accordance with the terms and conditions of the contract, threatens or
uses abusive language while on City property, or is otherwise unsatisfactory, that employee shall be
removed from all work under this contract. The selected contractor’'s employees working on this project
may be subject to police background checks at the sole discretion of the City.

NOTE: SPECIAL PROVISIONS FOR SECURED AREA

The following are special provisions for access to the City of Oak Ridge Water Treatment Plant, which is
in a secured area. This list is by no means exhaustive of all requirements and is subject to change at any
time.

A. Security Requirements: The Contractor shall conform to all applicable security requirements of
the U.S. Department of Energy while performing work and services in secured areas.

B. U.S. Citizenship Requirement: All workers on site in secured areas must be citizens of the United
States and shall provide proper, valid documentation, such as a certified birth certificate or a U.S.
issued passport, proving such citizenship to the satisfaction of the U.S. Department of Energy.

C. Temporary Work Badges: Workers on site in secured areas must be able to apply for, and shall
apply for, temporary work badges. Proper documentation such as a certified birth certificate or a
U.S. issued passport will be required with the badge application.
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Bid Submittal Instructions

Pursuant to Tennessee Code Annotated § 62-6-119, each bid must be submitted in an opaque sealed
envelope marked and addressed on the outside as follows:

From: Bidder's Name
Bidder's Address
*General Contractor's State of Tennessee License Number
*Bidder's License Date of Registration
*Bidder's License Category or Classification
*Bidder's License Expiration Date

*If bid equals or exceeds $25,000, include this information if a contractor's
license is required for this project per the State of Tennessee’s Contractors
Licensing Board. (The same information must also be provided for major
subcontractors.)

To: In Person or By Overnight Delivery Regular Mail
Attn: Lyn Majeski Attn: Lyn Majeski
Finance Department Finance Department
City of Oak Ridge City of Oak Ridge
100 Woodbury Lane P.O. Box 1
Oak Ridge, TN 37830 Oak Ridge, TN 37831-0001

If the bid is submitted by mail rather than hand-delivery, the sealed envelope containing the bid must be
enclosed in another envelope addressed as stated above. Bids submitted by mail should indicate on the
outside envelope, lower left corner, the following: “Sealed bid for FY2016-137: Modifications & Repainting
of 75,000 Gallon Steel Water Storage (Surge) Tank to be opened April 13, 2016 at 10:00 a.m. local time”
to ensure the bid is delivered to the appropriate person at the City in a timely fashion. Late bids are not
accepted and will not be opened.

FY2016-137 Bid Submittal Instructions
Page 1 of 1



FY2016-137 BID FORM

Project: Modifications & Repainting of 75,000 Gallon Steel Water Storage (Surge) Tank

In compliance with the Invitation for Bids, dated March 22, 2016, the undersigned Bidder:

* a corporation organized and existing under the laws of the State of:

* a partnership consisting of:

*an individual trading as:

(*fill in as appropriate)

of the City of in the State of agrees that if
this bid is accepted as hereinafter provided, it will furnish all labor, materials, supplies, tools, and equipment
necessary to perform all work and services described in the Invitation for Bid and Instructions to Bidders, in strict
accordance with the terms and provisions of the Contract attached thereto.

If written Notice of Award is received, the Bidder agrees to furnish to the City of Oak Ridge, within ten (10) working
days after receipt of said Notice of Award, the Completion and Performance Bond; Labor and Material Bond or other
suitable securities; and required insurance certificates naming the City of Oak Ridge as an additional insured.

Bidder acknowledges receipt the following addenda:

Bidder understands that the City reserves the right to reject any or all bids and to waive any informality in the
bidding.

Bidder agrees that this bid shall be good for a period of ninety (20) days from the date of opening.
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FY2016-137 BID FORM

(continued)

Item No.

Description

Unit

Est. # of
Units

Unit Price

Item Total

BID SCHEDULE

Modifications and Repainting 75,000-Gallon Steel Water Storage (Surge) Tank
Includes all modifications and repairs.

1

Repainting of Steel Tank Interior and Exterior
Surfaces. Total cost for furnishing all labor,
materials equipment, and services to pressure
wash, abrasive blast clean, and repaint all steel
surfaces, etc. as specified herein.

LS

Repainting of Concrete Foundation. Total cost
for furnishing all labor, materials equipment, and
services to pressure wash, clean, and repaint all
exterior concrete surfaces, including foundation
grout and sealant, etc. as specified herein.

LS

Epoxy Sealer to Fill Pits. Includes all materials,
labor, and equipment, etc., as required to repair
pits, etc., as specified herein.

LS

Modifications and Accessories. Install new
ladder including exterior cage, ladder modifications
to platform, new platform grating, step-off gates,
and new manhole. Includes all welding,
modifications, etc., for completion installation and
as specified herein.

LS

Unit Price Items, As Directed by the Engineer

Welding to Fill Pits. Includes all welding, rods,
equipment, etc., as required to repair pits, etc., as
specified herein.

IN2

200

Welding to Fill Seams. Includes all welding, rods,
equipment, etc., as required to repair deteriorated
weld seams, as specified herein.

LF

100

Total of Bid
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Total Bid Price (from previous page)

Modifications & Repainting of 75,000

Gallon Steel Water Storage (Surge) Tank $
Dollars and Cents
Bidder acknowledges receipt of the following addenda:
Addendum No. Date: Addendum No. Date:
Addendum No. Date: Addendum No. Date:
Addendum No. Date: Addendum No. Date:

Bidder attests that no officers or employees of the City of Oak Ridge are members of, or have financial interest in, the
business submitting this bid.

By: Telephone #:
Signature

Name: Fax #

Title: Email:

Business

Name: Date:

Mailing Physical

Address: Address:

Tax ID Number:

NOTE: In accordance with the Invitation to Bid, the following attachments are required: a Bid Bond in the amount
of ten percent (10%) of the total bid price and at least three (3) references.
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BID BOND
FY2016-137

KNOW ALL MEN BY THESE PRESENTS,

That we,

(hereinafter called the “Principal”), as Principal, and the , of

corporation duly organized under the laws of the State of

(hereinafter called the “Surety”), as Surety, are held and firmly bound unto the City of Oak Ridge, Tennessee,
(hereinafter called the “Obligee”), as Obligee, in the sum of ten percent (10%) of the bid price for the payment of
which sum well and truly to be made, the said Principal and the said Surety, bind ourselves, our heirs, executors,
administrators, successors and assigns, jointly and severally, firmiy by these presents.

WHEREAS, the Principal has submitted a bid for:

NOW THEREFORE, if the Obligee shall accept the bid of the Principal and the Principal shall enter into a contract
with the Obligee in accordance with the terms of such bid, and give such bond or bonds as may be specified in
the Invitation to Bid and Instructions to Bidders with good and sufficient surety for the faithful performance of such
contract, or in the event of the failure of the Principal to enter such contract and give such bond, if the Principal
shall pay to the Obligee the difference not to exceed the penalty hereof between the amount specified in said bid
and such larger amount for which the Obligee may in good faith contract with another party to perform the work
covered by said bid, then this obligation shall be null and void, otherwise to remain in full force and effect.

Signed and sealed this day of A.D. 2016.

IN THE PRESENCE OF:

(Seal)
Principal
Witness Title
(Seal)
Withess Surety
Title
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DRUG-FREE WORKPLACE AFFIDAVIT

STATE OF )
)
COUNTY OF )
The undersigned principal officer of , an employer of five (5)

or more employees, contracting with the City of Oak Ridge, Tennessee, to provide construction services, hereby
states under oath as follows:

1. That the undersigned is a principal officer of

(hereinafter referred to as the
"Company”) and is duly authorized to execute this Affidavit on behalf of the Company.

2. The Company submits this Affidavit pursuant to Tennessee Code Annotated § 50-9-113, which requires
each employer with no less than five (5) employees receiving pay who contracts with the state or any
local government to provide construction services or who is awarded a contract to provide construction
services or who provides construction services to the state or local government to submit an affidavit
stating that such employer has a drug-free workplace program that complies with Title 50, Chapter 9 of
the Tennessee Code.

3. The Company is in compliance with Tennessee Code Annotated § 50-9-113.

Further affiant saith not.

Principal Officer

State of )
)ss.
County of )
Before me personally appeared with whom | am personally

acquainted (or proved to me on the basis of satisfactory evidence) and who acknowledged that such person
executed the foregoing affidavit for the purposes therein contained.

Witness my hand and official seal this day of , 20186.

Notary Public

My Commission Expires:
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CONTRACT
FY2016-137

THIS CONTRACT entered into this day of , 2016, by and between

the CITY OF OAK RIDGE, TENNESSEE, a municipal corporation, hereinafter called the "City," and

a , hereinafter called the "Contractor."

WITNESSETH
In consideration of the mutual promises of the parties hereto, the parties do hereby agree as follows:

ARTICLE 1 - Scope of This Contract

The work to be done consists of furnishing all labor, materials, supplies, tools, equipment and other
incidentals necessary to perform all work and services required for the Modifications & Repainting of
75,000 Gallon Steel Water Storage (Surge) Tank in accordance with the attached Technical
Specifications (including but not limited to the Standard General Conditions of the Construction Contract
and Supplementary Conditions) which are incorporated herein by reference as if fully set forth verbatim.
All work performed under this Contract shall be in strict accordance with the terms and provisions of this
Contract, the Technical Specifications, and the bid of the Contractor, all attached hereto and incorporated
herein by reference.

In performance of this Contract, the Contractor binds himself to the City to comply fully with all provisions,
undertakings, and obligations hereinafter set forth.

ARTICLE 2 — Term

This Contract shall commence on the date first written above and shall terminate at the conclusion of the
correction/warranty period set forth in the Technical Specifications (see Standard General Conditions of
the Construction Contract and any applicable Supplementary Conditions ).

ARTICLE 3 — Payment

As consideration for performing all work and services set forth in this Contract, and as full consideration
thereof, the City agrees to pay the Contractor $ in accordance with the
bid sheet of the Contractor which is incorporated by reference into this Contract. See the Standard
General Conditions of the Construction Contract in the Technical Specifications for provisions on how
payments are made.

ARTICLE 4 — Indemnification by Contractor

See Section 6.20 of the Standard General Conditions of the Construction Contract in the Technical
Specifications. The terms of that section shall survive the termination or suspension of this Contract.
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ARTICLE 5 — Completion and Performance Bond and Labor and Material Bond

A

Completion and Performance Bond

Prior to commencing work under this Contract, the Contractor agrees to furnish and to maintain
during the term of this Contract a Completion and Performance Bond in the amount of one
hundred percent (100%) of the Contract price with good and sufficient surety or sureties
acceptable to the City in connection with the performance of the work under this Contract,
including any amendments or extensions hereof. The form and conditions of said Performance
Bond shall be as prescribed by the City. The bond will be required at the beginning of each
contract term and will be in an amount equal to the contract price for that year.

In lieu of a Performance Bond, the City will accept other suitable Securities agreed upon by both
parties. At all times during the term of this Contract, the Contractor shall provide the City with
evidence that the Contractor has obtained such Performance Bond or Securities. A certificate
from the surety showing that the bond premiums have been paid by the Contractor shall
accompany the bond.

Labor and Material Bond

Prior to commencing work under this Contract, the Contractor agrees to furnish and to maintain
during the term of this Contract a Labor and Material Bond in the amount of one hundred percent
(100%) of the Contract price with good and sufficient surety or sureties acceptable to the City,
conditioned that the Contractor shall promptly make payments to the persons supplying labor,
material, or supplies to the Contractor or subcontractors in the performance of the work under this
Contract and any amendment or extension thereof. The form and conditions of this bond shall be
as prescribed by the City. The bond will be required at the beginning of each contract term and
will be in an amount equal to the contract price for that year.

In lieu of a Labor and Material Bond, the City will accept other suitable Securities agreed upon by
both parties. At all times during the term of this Contract, the Contractor shall provide the City
with evidence that the Contractor has obtained such Labor and Material Bond or Securities. A
certificate from the surety showing that the bond premiums have been paid by the Contractor
shall accompany the bond.

ARTICLE 6 — Compliance with All Laws, Ordinances, Statutes, and Requlations

The Contractor shall comply with all federal, state, county and local laws, ordinances, statutes, and
regulations.

ARTICLE 7 — Insurance

See the Standard General Conditions of the Construction Contract and Supplementary Conditions in the
Technical Specifications for provisions on insurance.

The Contractor shall maintain policies providing the following insurance protection, each policy containing
a requirement that, in the event of change or cancellation, thirty (30) days' prior written notice be sent by
mail to the City. Certificates of Insurance describing the coverage shall be furnished by the Contractor
and shall contain the following express obligation:
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"This is to certify that the policies of insurance described herein have been issued to the
insured for whom this certificate is issued and are in force at this time. In the event of
cancellation or material change in a policy affecting the certificate holder, thirty (30) days’
prior written notice will be given the certificate holder."

The Contractor may purchase at its own expense such additional or other insurance protection as it may
deem necessary. Maintenance of the required minimum insurance protection does not relieve the
Contractor of responsibility for any losses not covered by the above-required policies.

Before commencement of work hereunder, the Contractor agrees to furnish to the City of Oak Ridge
(Legal Department, P.O. Box 1, Oak Ridge, Tennessee 37831-0001) a Certificate of Insurance or other
evidence satisfactory to the City to the effect that such insurance has been procured and is in force.

ARTICLE 8 — Permits and Licenses

See the Supplemental Special Conditions in the Technical Specifications for provisions on permits and
licenses.

ARTICLE 9 — Termination

See the Standard General Conditions of the Construction Contract in the Technical Specifications for
provisions on termination.

ARTICLE 10 ~ Anti-Discrimination

See the Supplementary Conditions in the Technical Specifications for provisions on anti-discrimination.

ARTICLE 11 — Independent Contractors

See the Supplementary Conditions in the Technical Specifications for provisions on independent
contractors.

ARTICLE 12 — Personnel

A The Contractor represents that it has, or will, secure at the Contractor's expense, all personnel
required to perform the work and services outlined in this Contract. Such personnel shall not be
employees of or have any contractual relationship with the City.

B. All of the services required hereunder will be performed by the Contractor or under the
Contractor's supervision, and all personnel engaged in the work shall be fully qualified and shall
be authorized or permitted under state and local laws to perform such services.

ARTICLE 13 — Governing Law

This Contract is governed by the laws of the State of Tennessee.
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IN WITNESS WHEREOF, the parties hereto have executed this Contract as of the day and year
first above written, the City of Oak Ridge, by its Mayor, by authority duly given.

APPROVED AS TO FORM AND LEGALITY: CITY OF OAK RIDGE, TENNESSEE
City Attorney Mayor

(CONTRACTOR)

Signature

(Printed or Typed Name and Title)
Attachments:  Technical Specifications
Bid Documents
Contractor’s Bid

Approved by Resolution
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LABOR AND MATERIAL BOND

FY2016-137
Know all men by these presents
That We
AS PRINCIPAL, and
AS SURETY are held firmly bound unto the
hereinafter called the Obligee, in the penal sum of
Dollars ($ )

lawful money of the United States, for payment of which sum well and truly to be made,
we bind ourselves, our heirs, personal representatives, successors and assigns, jointly and severally,
firmly by these presents.

WHEREAS: Said Principal has entered into a certain Contract with said Obligee dated
20 (hereinafter called the Contract) for the full and

complete performance of

which Contract and the specifications for said work shall be deemed a part hereof as fully as if set out
herein.

NOW, THEREFORE, the condition of this obligation is such that if said Principal and all contractors to
whom any portion of the work provided for in said Contract is sublet and all assignees of said Principal
and of such contractors shall promptly make payments to the persons supplying him, or them, with labor,
material, fuel or supplies, for or in the prosecution of the work provided for in said Contract, or in any
amendment or extension of or addition to said Contract, and for payment of reasonable attorney's fees,
incurred by the Claimant or Claimants in suits on said Bond, then the above obligation shall be void,;
otherwise to remain in full force and effect. Provided, however, that this Bond is subject to the following
conditions and limitations:

(a) Any person, firm or corporation that has furnished labor, materials, fuel or supplies for or in the
prosecution of the work provided for in said Contract shall have a direct right of action against the
Principal and Surety of this Bond which right of action shall be asserted in a proceeding, instituted
in the county in which the Principal does business. Such right of action shall be asserted in a
proceeding instituted in the name of the Claimant or Claimants for his or their use and benefit
against said Principal and Surety or either of them, (but not later than one year after the final
settlement of said Contract) in which action such claim or claims shall be adjudicated and
judgment rendered thereon.
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Labor and Material Bond
(continued)

(b) The Principal and Surety hereby designate and appoint the City Manager of the City of Oak
Ridge, Tennessee, as the agent of each of them to receive and accept service of process or other
pleading issued or filed in any proceeding instituted on this Bond and hereby consent that such
service shall be the same as personal service on the Principal and/or Surety.

(c) The Surety shall not be liable hereunder for any damages or compensation recoverable under
any worker's compensation or employers' liability statute.

(d) This bond is furnished in compliance with Tennessee Code Annotated Section 12-4-201 et seq.

In Witness whereof the parties hereto have executed this agreement on the day and date first above
written in two counterparts, each of which shall without proof or accounting for the other counterpart, be
deemed an original contract.

SIGNED, SEALED AND DELIVERED this day of , 20
Attest: By: (Seal)
Principal
Attest: By: (Seal)
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COMPLETION AND PERFORMANCE BOND
KNOW ALL MEN BY THESE PRESENTS: FY2016-137

THAT

(Name and address of legal title of Contractor)

as Principal, hereinafter called Contractor, and
SURETY, hereinafter called Surety, and held and firmly bound unto the City of Oak Ridge, as Obligee, in
the amount of Dollars ($ )

for the payment whereof Contractor and Surety bind themselves, their heirs, executors, administrators,
successors and assigns, jointly and severally, firmly by these presents.

WHEREAS, Contractor has by written agreement dated , 20
entered into a Contract with the City of Oak Ridge for

in accordance with the specifications and
approved amendments, which Contract is by reference made a part hereof, including all the obligations
thereunder, and is hereinafter referred to as the Contract.

NOW, THEREFORE, the condition of this obligation is such that, if Contractor shall promptly and faithfully
perform said Contract, including all the obligations thereunder, then this obligation shall be null and void,
otherwise it shall remain in full force and effect.

Whenever Contractor shall be, and declared by City to be, in default under the Contract or any part
thereof, the City having performed the City's obligation thereunder, the Surety may promptly remedy the
default, or shall promptly at the City's option:

) Complete the Contract in accordance with its terms and conditions; OR

2) Obtain a bid or bids for submission to the City for completing the Contract in accordance with
the terms and conditions, and upon determination by Owner and Surety of lowest responsibie
bidder, arrange for a contract between such bidder and the City and make available as work
progresses (even though there shall be a default or a succession of defaults under the
Contract or contracts of completion arranged under this paragraph) sufficient funds to pay the
cost of completion or any obligations thereunder.

Any suit under this bond must be instituted before the expiration of two years from the date on which final
payment under the Contract falls due.

SIGNED AND SEALED THIS DAY OF A.D, 20

IN THE PRESENCE OF:
By

Witness Principal (Seal)
By

Witness Surety (Seal)
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TECHNICAL SPECIFICATIONS

The Technical Specifications, as prepared by CTI Engineers, Inc., are attached and incorporated herein
into this bid package. It is a multi-page attachment.
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GENERAL CONDITIONS

ARTICLE 1 - DEFINITIONS AND TERMINOLOGY

1.01 Defined Terms

A. Wherever used in the Bidding Requirements
or Contract Documents and printed with initial capital
letters, the terms listed below will have the meanings
indicated which are applicable to both the singular and
plural thereof. In addition to terms specifically defined,
terms with initial capital letters in the Contract
Documents include references to identified articles and
paragraphs, and the titles of other documents or forms.

1. Addenda--Written or graphic instruments
issued prior to the opening of Bids which clarify, correct,
or change the Bidding Requirements or the proposed
Contract Documents.

2. Agreement--The written instrument which is
evidence of the agreement between Owner and Contractor
covering the Work.

3. Application for Payment--The form acceptable
to Engineer which is to be used by Contractor during the
course of the Work in requesting progress or final
payments and which is to be accompanied by such
supporting documentation as is required by the Contract
Documents.

4. Asbestos--Any material that contains more
than one percent asbestos and is friable or is releasing
asbestos fibers into the air above current action levels
established by the United States Occupational Safety and
Health Administration.

5. Bid--The offer or proposal of a Bidder
submitted on the prescribed form setting forth the prices
for the Work to be performed.

6. Bidder--The individual or entity who submits
a Bid directly to Owner.

7. Bidding Documents--The Bidding
Requirements and the proposed Contract Documents
(including all Addenda).

8. Bidding Requirements--The Advertisement or
Invitation to Bid, Instructions to Bidders, bid security of
acceptable form, if any, and the Bid Form with any
supplements.

9. Change Order--A document recommended by
Engineer which is signed by Contractor and Owner and
authorizes an addition, deletion, or revision in the Work
or an adjustment in the Contract Price or the Contract
Times, issued on or after the Effective Date of the
Agreement.

10. Claim--A demand or assertion by Owner or
Contractor seeking an adjustment of Contract Price or
Contract Times, or both, or other relief with respect to the
terms of the Contract. A demand for money or services by
a third party is not a Claim.

11. Contract--The entire and integrated written
agreement between the Owner and Contractor concerning
the Work. The Contract supersedes prior negotiations,
representations, or agreements, whether written or oral.

12. Contract Documents-- Those items so
designated in the Agreement. Only printed or hard copies
of the items listed in the Agreement are Contract
Documents. Approved Shop Drawings, other Contractor’s
submittals, and the reports and drawings of subsurface
and physical conditions are not Contract Documents.

13. Contract Price--The moneys payable by
Owner to Contractor for completion of the Work in
accordance with the Contract Documents as stated in the
Agreement (subject to the provisions of Paragraph 11.03
in the case of Unit Price Work).

14. Contract Times--The number of days or the
dates stated in the Agreement to: (i) achieve Milestones, if
any, (ii) achieve Substantial Completion; and (iii) com-
plete the Work so that it is ready for final payment as
evidenced by Engineer’s written recommendation of final
payment.

15. Contractor--The individual or entity with
whom Owner has entered into the Agreement.

16. Cost of the Work--See Paragraph 11.01.A for
definition.

17. Drawings--That part of the Contract
Documents prepared or approved by Engineer which
graphically shows the scope, extent, and character of the
Work to be performed by Contractor. Shop Drawings and
other Contractor submittals are not Drawings as so
defined.

18. Effective Date of the Agreement--The date
indicated in the Agreement on which it becomes effective,
but if no such date is indicated, it means the date on
which the Agreement is signed and delivered by the last
of the two parties to sign and deliver.

19. Engineer--The individual or entity named as
such in the Agreement.
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20. Field Order--A written order issued by
Engineer which requites minor changes in the Work but
which does not involve a change in the Contract Price or
the Contract Times.

21. General Requirements--Sections of Division
1 of the Specifications. The General Requirements pertain
to all sections of the Specifications.

22. Hazardous FEnvironmental Condition--The
presence at the Site of Asbestos, PCBs, Petroleum,
Hazardous Waste, or Radioactive Material in such
quantities or circumstances that may present a substantial
danger to persons or property exposed thereto in
connection with the Work.

23. Hazardous Waste--The term Hazardous
Waste shall have the meaning provided in Section 1004 of
the Solid Waste Disposal Act (42 USC Section 6903) as
amended from time to time.

24. Laws and Regulations; Laws or Regulations-
-Any and all applicable laws, rules, regulations, ordinanc-
es, codes, and orders of any and all governmental bodies,
agencies, authorities, and courts having jurisdiction.

25. Liens--Charges, security interests, or
encumbrances upon Project funds, real property, or
personal property.

26. Milestone--A principal event specified in the
Contract Documents relating to an intermediate comple-
tion date or time prior to Substantial Completion of all the
Work.

27. Notice of Award--The written notice by
Owner to the Successful Bidder stating that upon timely
compliance by the Successful Bidder with the conditions
precedent listed therein, Owner will sign and deliver the
Agreement.

28. Notice to Proceed--A written notice given by
Owner to Contractor fixing the date on which the Con-
tract Times will commence to run and on which
Contractor shall start to perform the Work under the
Contract Documents.

29. Owner--The individual or entity with whom
Contractor has entered into the Agreement and for whom
the Work is to be performed.

30. PCBs--Polychlorinated biphenyls.

31. Petroleum--Petroleum, including crude oil or
any fraction thereof which is liquid at standard conditions
of temperature and pressure (60 degrees Fahrenheit and
14.7 pounds per square inch absolute), such as oil,
petroleum, fuel oil, oil sludge, oil refuse, gasoline,
kerosene, and oil mixed with other non-Hazardous Waste
and crude oils.

32. Progress Schedule--A schedule, prepared and
maintained by Contractor, describing the sequence and
duration of the activities comprising the Contractor’s plan
to accomplish the Work within the Contract Times.

33. Project--The total construction of which the
Work to be performed under the Contract Documents may
be the whole, or a part.

34. Project Manual--The bound documentary
information prepared for bidding and constructing the
Work. A listing of the contents of the Project Manual,
which may be bound in one or more volumes, is
contained in the table(s) of contents.

35. Radioactive Material--Source, special nucle-
ar, or byproduct material as defined by the Atomic Energy
Act of 1954 (42 USC Section 2011 et seq.) as amended
from time to time.

36. Related Entity -- An officer, director, partner,
employee, agent, consultant, or subcontractor.

37. Resident Project Representative--The autho-
rized representative of Engineer who may be assigned to
the Site or any part thereof.

38. Samples--Physical examples of materials,
equipment, or workmanship that are representative of
some portion of the Work and which establish the
standards by which such portion of the Work will be
judged.

39. Schedule of Submittals--A schedule, prepared
and maintained by Contractor, of required submittals and
the time requirements to support scheduled performance
of related construction activities.

40. Schedule of Values--A schedule, prepared
and maintained by Contractor, allocating portions of the
Contract Price to various portions of the Work and used
as the basis for reviewing Contractor’s Applications for
Payment.

41. Shop Drawings--All drawings, diagrams,
illustrations, schedules, and other data or information
which are specifically prepared or assembled by or for
Contractor and submitted by Contractor to illustrate some
portion of the Work.

42. Site--Lands or areas indicated in the Contract
Documents as being furnished by Owner upon which the
Work is to be performed, including rights-of-way and
casements for access thereto, and such other lands
furnished by Owner which are designated for the use of
Contractor.

43, Specifications--That part of the Contract
Documents consisting of written requirements for
materials, equipment, systems, standards and
workmanship as applied to the Work, and certain
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administrative requirements and procedural matters
applicable thereto.
44. Subcontractor--An individual or entity

having a direct contract with Contractor or with any other
Subcontractor for the performance of a part of the Work
at the Site.

45. Substantial Completion--The time at which
the Work (or a specified part thereof) has progressed to
the point where, in the opinion of Engineer, the Work (or
a specified part thereof) is sufficiently complete, in
accordance with the Contract Documents, so that the
Work (or a specified part thereof) can be utilized for the
purposes for which it is intended. The terms “substantially
complete” and “substantially completed” as applied to all
or part of the Work refer to Substantial Completion
thereof.

46. Successful Bidder--The Bidder submitting a
responsive Bid to whom Owner makes an award.

47. Supplementary Conditions--That part of the
Contract Documents which amends or supplements these
General Conditions.

48. Supplier--A manufacturer, fabricator, suppli-
er, distributor, materialman, or vendor having a direct
contract with Contractor or with any Subcontractor to
furnish materials or equipment to be incorporated in the
Work by Contractor or any Subcontractor.

49. Underground Facilities--All underground
pipelines, conduits, ducts, cables, wires, manholes, vaults,
tanks, tunnels, or other such facilities or attachments, and
any encasements containing such facilities, including
those that convey electricity, gases, steam, liquid
petroleum products, telephone or other communications,
cable television, water, wastewater, storm water, other
liquids or chemicals, or traffic or other control systems.

50. Unit Price Work--Work to be paid for on the
basis of unit prices.

51. Work--The entire construction or the various
separately identifiable parts thereof required to be
provided under the Contract Documents. Work includes
and is the result of performing or providing all labor,
services, and documentation necessary to produce such
construction, and furnishing, installing, and incorporating
all materials and equipment into such construction, all as
required by the Contract Documents.

52. Work Change Directive--A written statement
to Contractor issued on or after the Effective Date of the
Agreement and signed by Owner and recommended by
Engineer ordering an addition, deletion, or revision in the
Work, or responding to differing or unforeseen subsurface
or physical conditions under which the Work is to be
performed or to emergencies. A Work Change Directive
will not change the Contract Price or the Contract Times

but is evidence that the parties expect that the change
ordered or documented by a Work Change Directive will
be incorporated in a subsequently issued Change Order
following negotiations by the parties as to its effect, if
any, on the Contract Price or Contract Times.

1.02 Terminology

A. The following words or terms are not defined

but, when used in the Bidding Requirements or Contract
Documents, have the following meaning.

B. Intent of Certain Terms or Adjectives

1. The Contract Documents include the terms “as
allowed,” “as approved,” “as ordered”, “as directed” or
terms of like effect or import to authorize an exercise of
professional judgment by Engineer. In addition, the
adjectives  “reasonable,”  “suitable,”  “acceptable,”
“proper,” “satisfactory,” or adjectives of like effect or
import are used to describe an action or determination of
Engineer as to the Work. It is intended that such exercise
of professional judgment, action or determination will be
solely to evaluate, in general, the Work for compliance
with the requirements of and information in the Contract
Documents and conformance with the design concept of
the completed Project as a functioning whole as shown or
indicated in the Contract Documents (unless there is a
specific statement indicating otherwise). The use of any
such term or adjective is not intended to and shall not be
effective to assign to Engineer any duty or authority to
supervise or direct the performance of the Work or any
duty or authority to undertake responsibility contrary to
the provisions of Paragraph 9.09 or any other provision of
the Contract Documents.

C. Day

1. The word “day” means a calendar day
of 24 hours measured from midnight to the next midnight.

D. Defective

1. The word “defective,” when modifying the
word “Work,” refers to Work that is unsatisfactory,
faulty, or deficient in that it:

a. does not conform to the Contract Documents,
or

b. does not meet the requirements of any
applicable inspection, reference standard, test, or
approval referred to in the Contract Documents,
or

¢. has been damaged prior to Engineer’s -
recommendation of final payment (unless
responsibility for the protection thereof has been
assumed by Owner at Substantial Completion in
accordance with Paragraph 14.04 or 14.05).
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E. Furnish, Install, Perform, Provide

1. The word “furnish,” when used in connection
with services, materials, or equipment, shall mean to
supply and deliver said services, materials, or equipment
to the Site (or some other specified location) ready for use
or installation and in usable or operable condition.

2. The word “install,” when used in connection
with services, materials, or equipment, shall mean to put
into use or place in final position said services, materials,
or equipment complete and ready for intended use.

3. The words “perform” or “provide,” when used
in connection with services, materials, or equipment, shall
mean to furnish and install said services, materials, or
equipment complete and ready for intended use.

4. When “furnish,” “install,” “perform,” or “pro-
vide” is not used in connection with services, materials, or
equipment in a context clearly requiring an obligation of
Contractor, “provide” is implied.

F. Unless stated otherwise in the Contract Docu-
ments, words or phrases which have a well-known
technical or construction industry or trade meaning are
used in the Contract Documents in accordance with such
recognized meaning.

ARTICLE 2 - PRELIMINARY MATTERS

2.01 Delivery of Bonds and Evidence of Insurance

A. When Contractor delivers the executed
counterparts of the Agreement to Owner, Contractor shall
also deliver to Owner such bonds as Contractor may be
required to furnish.

B. Evidence of Insurance: Before any Work at
the Site is started, Contractor and Owner shall each
deliver to the other, with copies to each additional insured
identified in the Supplementary Conditions, certificates of
insurance (and other evidence of insurance which either
of them or any additional insured may reasonably request)
which Contractor and Owner respectively are required to
purchase and maintain in accordance with Article 5.

2.02 Copies of Documents

A. Owner shall furnish to Contractor up to ten
printed or hard copies of the Drawings and Project
Manual. Additional copies will be furnished upon request
at the cost of reproduction.

2.03
Proceed

Commencement of Contract Times;, Notice to

A. The Contract Times will commence to run on
the thirtieth day after the Effective Date of the Agreement

or, if a Notice to Proceed is given, on the day indicated in
the Notice to Proceed. A Notice to Proceed may be given
at any time within 30 days after the Effective Date of the
Agreement. In no event will the Contract Times com-
mence to run later than the sixtieth day after the day of
Bid opening or the thirtieth day after the Effective Date of
the Agreement, whichever date is earlier.

2.04 Starting the Work

A. Contractor shall start to perform the Work on
the date when the Contract Times commence to run. No
Work shall be done at the Site prior to the date on which
the Contract Times commence to run.

2.05 Before Starting Construction

A. Preliminary Schedules: Within 10 days after
the Effective Date of the Agreement (unless otherwise
specified in the General Requirements), Contractor shall
submit to Engineer for timely review:

1. a preliminary Progress Schedule; indicating
the times (numbers of days or dates) for starting and
completing the various stages of the Work, including any
Milestones specified in the Contract Documents;

2. a preliminary Schedule of Submittals; and

3. a preliminary Schedule of Values for all of the
Work which includes quantities and prices of items which
when added together equal the Contract Price and subdi-
vides the Work into component parts in sufficient detail to
serve as the basis for progress 'payments during
performance of the Work. Such prices will include an
appropriate amount of overhead and profit applicable to
each item of Work.
2.06 Preconstruction Conference
A. Before any Work at the Site is started, a
conference attended by Owner, Contractor, Engineer, and
others as appropriate will be held to establish a working
understanding among the parties as to the Work and to
discuss the schedules referred to in Paragraph 2.05.A,
procedures for handling Shop Drawings and other
submittals, processing Applications for Payment, and
maintaining required records.
2.07  Initial Acceptance of Schedules
A. At least 10 days before submission of the first
Application for Payment a conference attended by
Contractor, Engineer, and others as appropriate will be
held to review for acceptability to Engineer as provided
below the schedules submitted in accordance with
Paragraph 2.05.A. Contractor shall have an additional 10
days to make corrections and adjustments and to complete
and resubmit the schedules. No progress payment shall be
made to Contractor until acceptable schedules are
submitted to Engineer.
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1. The Progress Schedule will be acceptable to
Engineer if it provides an orderly progression of the Work
to completion within the Contract Times. Such acceptance
will not impose on Engineer responsibility for the
Progress Schedule, for sequencing, scheduling, or
progress of the Work nor interfere with or relieve
Contractor from Contractor’s full responsibility therefor.

2. Contractor’s Schedule of Submittals will be
acceptable to Engineer if it provides a workable
arrangement for reviewing and processing the required
submittals.

3. Contractor’s Schedule of Values will be
acceptable to Engineer as to form and substance if it
provides a reasonable allocation of the Contract Price to
component parts of the Work.

ARTICLE 3 - CONTRACT DOCUMENTS:
AMENDING, REUSE

INTENT,

3.01 Intent
A. The Contract Documents are complementary;
what is required by one is as binding as if required by all.

B. It is the intent of the Contract Documents to
describe a functionally complete Project (or part thereof)
to be constructed in accordance with the Contract Docu-
ments. Any labor, documentation, services, materials, or
equipment that may reasonably be inferred from the
Contract Documents or from prevailing custom or trade
usage as being required to produce the intended result will
be provided whether or not specifically called for at no
additional cost to Owner.

C. Clarifications and interpretations of the
Contract Documents shall be issued by Engineer as
provided in Article 9.

3.02 Reference Standards

A. Standards, Specifications, Codes, Laws, and
Regulations

1. Reference to standards, specifications,
manuals, or codes of any technical society, organization,
or association, or to Laws or Regulations, whether such
reference be specific or by implication, shall mean the
standard, specification, manual, code, or Laws or Regula-
tions in effect at the time of opening of Bids (or on the
Effective Date of the Agreement if there were no Bids),
except as may be otherwise specifically stated in the
Contract Documents.

2. No provision of any such standard,
specification, manual or code, or any instruction of a
Supplier shall be effective to change the duties or

responsibilities of Owner, Contractor, or Engineer, or any
of their subcontractors, consultants, agents, or employees
from those set forth in the Contract Documents. No such
provision or instruction shall be effective to assign to
Owner, or Engineer, or any of, their Related Entities, any
duty or authority to supervise or direct the performance of
the Work or any duty or authority to undertake respon-
sibility inconsistent with the provisions of the Contract
Documents.

3.03 Reporting and Resolving Discrepancies

A. Reporting Discrepancies

1. Contractor’s Review of Contract Documents
Before Starting Work: Before undertaking each part of the
Work, Contractor shall carefully study and compare the
Contract Documents and check and verify pertinent
figures therein and all applicable field measurements.
Contractor shall promptly report in writing to Engineer
any conflict, error, ambiguity, or discrepancy which
Contractor may discover and shall obtain a written
interpretation or clarification from Engineer before
proceeding with any Work affected thereby.

2. Contractor's Review of Contract Documents
During Performance of Work: If, during the performance
of the Work, Contractor discovers any conflict, error,
ambiguity, or discrepancy within the Contract Documents
or between the Contract Documents and any provision of
any Law or Regulation applicable to the performance of
the Work or of any standard, specification, manual or
code, or of any instruction of any Supplier, Contractor
shall promptly report it to Engineer in writing. Contractor
shall not proceed with the Work affected thereby (except
in an emergency as required by Paragraph 6.16.A) until
an amendment or supplement to the Contract Documents
has been issued by one of the methods indicated in
Paragraph 3.04.

3. Contractor shall not be liable to Owner or
Engineer for failure to report any conflict, error, ambigu-
ity, or discrepancy in the Contract Documents unless
Contractor knew or reasonably should have known
thereof.

B. Resolving Discrepancies

1. Except as may be otherwise specifically stated
in the Contract Documents, the provisions of the Contract
Documents shall take precedence in resolving any
conflict, error, ambiguity, or discrepancy between the
provisions of the Contract Documents and:

a. the provisions of any standard, specification,
manual, code, or instruction (whether or not
specifically incorporated by reference in the
Contract Documents); or

b. the provisions of any Laws or Regulations
applicable to the performance of the Work

EJCDC C-700 Standard General Conditions of the Construction Contract.
Copyright © 2002 National Society of Professional Engineers for EJCDC. All rights reserved.

00700 - 10




(unless such an interpretation of the provisions
of the Contract Documents would result in viola-
tion of such Law or Regulation).
3.04 Amending Contract
Documents

and  Supplementing

A. The Contract Documents may be amended to
provide for additions, deletions, and revisions in the Work
or to modify the terms and conditions thereof by either a
Change Order or a Work Change Directive.

B. The requirements of the Contract Documents
may be supplemented, and minor variations and
deviations in the Work may be authorized, by one or more
of the following ways:

1. A Field Order;

2. Engineer’s approval of a Shop Drawing or

Sample; (Subject to the provisions of Paragraph
6.17.D.3); or

3. Engineer’s written interpretation or
clarification.
3.05 Reuse of Documents

A. Contractor and any Subcontractor or Supplier
or other individual or entity performing or furnishing all
of the Work under a direct or indirect contract with
Contractor, shall not:

1. have or acquire any title to or ownership

rights in any of the Drawings, Specifications, or
other documents (or copies of any thereof) prepared by or
bearing the seal of Engineer or Engineer’s consultants,
including electronic media editions; or

2. reuse any of such Drawings, Specifications,

other documents, or copies thereof on extensions
of the Project or any other project without written consent
of Owner and Engineer and specific written verification
or adaption by Engineer.

B. The prohibition of this Paragraph 3.05 will
survive final payment, or termination of the Contract.
Nothing herein shall preclude Contractor from retaining
copies of the Contract Documents for record purposes.
3.06 Electronic Data
A. Copies of data furnished by Owner or
Engineer to Contractor or Contractor to Owner or
Engineer that may be relied upon are limited to the
printed copies (also known as hard copies). Files in
electronic media format of text, data, graphics, or other
types are furnished only for the convenience of the
receiving party. Any conclusion or information obtained
or derived from such electronic files will be at the user’s

sole risk. If there is a discrepancy between the electronic
files and the hard copies, the hard copies govern.

B. Because data stored in electronic media
format can deteriorate or be modified inadvertently or
otherwise without authorization of the data’s creator, the
party receiving electronic files agrees that it will perform
acceptance tests or procedures within 60 days, after which
the receiving party shall be deemed to have accepted the
data thus transferred. Any errors detected within the 60-

day acceptance period will be corrected by the
transferring party..

C. When transferring documents in electronic
media format, the transferring party makes no

representations as to long term compatibility, usability, or
readability of documents resulting from the use of
software application packages, operating systems, or
computer hardware differing from those used by the
data’s creator.

ARTICLE 4 AVAILABILITY OF LANDS;
SUBSURFACE AND PHYSICAL CONDITIONS;
HAZARDOUS ENVIRONMENTAL CONDITIONS;
REFERENCE POINTS

4.01 Availability of Lands

A. Owner shall furnish the Site. Owner shall
notify Contractor of any encumbrances or restrictions not
of general application but specifically related to use of the
Site with which Contractor must comply in performing
the Work. Owner will obtain in a timely manner and pay
for easements for permanent structures or permanent
changes in existing facilities. If Contractor and Owner are
unable to agree on entitlement to or on the amount or
extent, if any, of any adjustment in the Contract Price or
Contract Times, or both, as a result of any delay in
Owner’s furnishing the Site or a part thereof, Contractor
may make a Claim therefor as provided in Paragraph
10.05.

B. Upon reasonable written request, Owner shall
furnish Contractor with a current statement of record legal
title and legal description of the lands upon which the
Work is to be performed and Owner’s interest therein as
necessary for giving notice of or filing a mechanic's or
construction lien against such lands in accordance with
applicable Laws and Regulations.

C. Contractor shall provide for all additional
lands and access thercto that may be required for
temporary construction facilities or storage of materials
and equipment.
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4.02 Subsurface and Physical Conditions
A. Reports and Drawings: The Supplementary
Conditions identify:

1. those reports of explorations and tests of
subsurface conditions at or contiguous to the Site that
Engineer has used in preparing the Contract Documents;
and

2. those drawings of physical conditions in or
relating to existing surface or subsurface structures at or
contiguous to the Site (except Underground Facilities)
that Engineer has used in preparing the Contract
Documents.

B. Limited Reliance by Contracior on Technical
Data Authorized: Contractor may rely upon the general
accuracy of the “technical data” contained in such reports
and drawings, but such reports and drawings are not
Contract Documents. Such “technical data” is identified
in the Supplementary Conditions. Except for such reliance
on such “technical data,” Contractor may not rely upon or
make any claim against Owner or Engineer, or any of
their Related Entities with respect to:

1. the completeness of such reports and drawings
for Contractor’s purposes, including, but not limited to,
any aspects of the means, methods, techniques,
sequences, and procedures of construction to be employed
by Contractor, and safety precautions and programs
incident thereto; or

2. other data, interpretations, opinions, and
information contained in such reports or shown or
indicated in such drawings; or

3. any Contractor interpretation of or conclusion
drawn from any "technical data" or any such other data,
interpretations, opinions, or information.

4.03 Differing Subsurface or Physical Conditions
A. Notice: If Contractor believes that any subsur-

face or physical condition at or contiguous to the Site that
is uncovered or revealed either:

1. is of such a nature as to establish that any
“technical data” on which Contractor is entitled to rely as
provided in Paragraph 4.02 is materially inaccurate; or

2. is of such a nature as to require a change in the
Contract Documents; or

3. differs materially from that shown or indicated
in the Contract Documents; or

4. is of an unusual nature, and differs materially
from conditions ordinarily encountered and generally
recognized as inherent in work of the character provided
for in the Contract Documents;

then Contractor shall, promptly after becoming aware
thereof and before further disturbing the subsurface or
physical conditions or performing any Work in connec-
tion therewith (except in an emergency as required by
Paragraph 6.16.A), notify Owner and Engineer in writing
about such condition. Contractor shall not further disturb
such condition or petform any Work in connection
therewith (except as aforesaid) until receipt of written
order to do so.

B. Engineer's Review: After receipt of written
notice as required by Paragraph 4.03.A, Engineer will
promptly review the pertinent condition, determine the
necessity of Owner's obtaining additional exploration or
tests with respect thereto, and advise Owner in writing
(with a copy to Contractor) of Engineer’s findings and
conclusions.

C. Possible Price and Times Adjustments

1. The Contract Price or the Contract Times, or
both, will be equitably adjusted to the extent that the
existence of such differing subsurface or physical
condition causes an increase or decrease in Contractor’s
cost of, or time required for, performance of the Work;
subject, however, to the following:

a. such condition must meet any one or more of
the categories described in Paragraph 4.03.A;
and

b. with respect to Work that is paid for on a Unit
Price Basis, any adjustment in Contract Price
will be subject to the provisions of Paragraphs
9.07 and 11.03.

2. Contractor shall not be entitled to any
adjustment in the Contract Price or Contract Times if:

a. Contractor knew of the existence of such
conditions at the time Contractor made a final
commitment to Owner with respect to Contract
Price and Contract Times by the submission of a
Bid or becoming bound under a negotiated
contract; or

b. the existence of such condition could
reasonably have been discovered or revealed as a
result of any examination, investigation, explo-
ration, test, or study of the Site and contiguous
areas required by the Bidding Requirements or
Contract Documents to be conducted by or for
Contractor prior to Contractor's making such
final commitment; or
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c. Contractor failed to give the written notice as
required by Paragraph 4.03.A.

3. If Owner and Contractor are unable to agree
on entitlement to or on the amount or extent, if any, of
any adjustment in the Contract Price or Contract Times,
or both, a Claim may be made therefor as provided in
Paragraph 10.05. However, Owner and Engineer, and any
of their Related Entities shall not be liable to Contractor
for any claims, costs, losses, or damages (including but
not limited to all fees and charges of engineers, architects,
attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) sustained by
Contractor on or in connection with any other project or
anticipated project.

4.04 Underground Facilities

A. Shown or Indicated: The information and data
shown or indicated in the Contract Documents with
respect to existing Underground Facilities at or
contiguous to the Site is based on information and data
furnished to Owner or Engineer by the owners of such
Underground Facilities, including Owner, or by others.
Unless it is otherwise expressly provided in the Sup-
plementary Conditions:

1. Owner and Engineer shall not be responsible
for the accuracy or completeness of any such information
or data; and

2. the cost of all of the following will be
included in the Contract Price, and Contractor shall have
full responsibility for:

a. reviewing and checking all such information
and data,

b. locating all Underground Facilities shown or
indicated in the Contract Documents,

¢. coordination of the Work with the owners of
such Underground Facilities, including Owner,
during construction, and

d. the safety and protection of all such Under-
ground Facilities and repairing any damage
thereto resulting from the Work.

B. Not Shown or Indicated

1. If an Underground Facility is uncovered or
revealed at or contiguous to the Site which was not shown
or indicated, or not shown or indicated with reasonable
accuracy in the Contract Documents, Contractor shall,
promptly after becoming aware thereof and before further
disturbing conditions affected thereby or performing any
Work in connection therewith (except in an emergency as
required by Paragraph 6.16.A), identify the owner of such
Underground Facility and give written notice to that
owner and to Owner and Engineer. Engineer will

promptly review the Underground Facility and determine
the extent, if any, to which a change is required in the
Contract Documents to reflect and document the
consequences of the existence or location of the Under-
ground Facility. During such time, Contractor shall be
responsible for the safety and protection of such
Underground Facility.

2. If Engineer concludes that a change in the
Contract Documents is required, a Work Change
Directive or a Change Order will be issued to reflect and
document such consequences. An equitable adjustment
shall be made in the Contract Price or Contract Times, or
both, to the extent that they are attributable to the
existence or location of any Underground Facility that
was not shown or indicated or not shown or indicated
with reasonable accuracy in the Contract Documents and
that Contractor did not know of and could not reasonably
have been expected to be aware of or to have anticipated.
If Owner and Contractor are unable to agree on
entitlement to or on the amount or extent, if any, of any
such adjustment in Contract Price or Contract Times,
Owner or Contractor may make a Claim therefor as
provided in Paragraph 10.05.

4.05 Reference Points

A. Owner shall provide engineering surveys to
establish reference points for construction which in
Engineer’s judgment are necessary to enable Contractor
to proceed with the Work. Contractor shall be responsible
for laying out the Work, shall protect and preserve the
established reference points and property monuments, and
shall make no changes or relocations without the prior
written approval of Owner, Contractor shall report to
Engincer whenever any reference point or property
monument is lost or destroyed or requires relocation
because of necessary changes in grades or locations, and
shall be responsible for the accurate replacement or
relocation of such reference points or property
monuments by professionally qualified personnel.

4.06 Hazardous Environmental Condition at Site

A. Reports and Drawings: Reference is made to
the Supplementary Conditions for the identification of
those reports and drawings relating to a Hazardous
Environmental Condition identified at the Site, if any, that
have been utilized by the Engineer in the preparation of
the Contract Documents.

B. Limited Reliance by Contractor on Technical
Data Authorized: Contractor may rely upon the general
accuracy of the “technical data” contained in such reports
and drawings, but such reports and drawings are not
Contract Documents. Such “technical data” is identified
in the Supplementary Conditions. Except for such reliance
on such “technical data,” Contractor may not rely upon or
make any claim against Owner or Engineer, or any of
their Related Entities with respect to:
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1. the completeness of such reports and drawings
for Contractor’s purposes, including, but not limited to,
any aspects of the means, methods, techniques, sequences
and procedures of construction to be employed by
Contractor and safety precautions and programs incident
thereto; or

2. other data, interpretations, opinions and
information contained in such reports or shown or
indicated in such drawings; or

3. any Contractor interpretation of or conclusion
drawn from any “technical data” or any such other data,
interpretations, opinions or information.

C. Contractor shall not be responsible for any
Hazardous Environmental Condition uncovered or re-
vealed at the Site which was not shown or indicated in
Drawings or Specifications or identified in the Contract
Documents to be within the scope of the Work.
Contractor shall be responsible for a Hazardous
Environmental Condition created with any materials
brought to the Site by Contractor, Subcontractors,
Suppliers, or anyone else for whom Contractor is
responsible.

D. If Contractor encounters a Hazardous
Environmental Condition or if Contractor or anyone for
whom Contractor is responsible creates a Hazardous
Environmental Condition, Contractor shall immediately:
(i) secure or otherwise isolate such condition; (ii) stop all
Work in connection with such condition and in any area
affected thereby (except in an emergency as required by
Paragraph 6.16.A); and (iii) notify Owner and Engineer
(and promptly thereafter confirm such notice in writing).
Owner shall promptly consult with Engineer concerning
the necessity for Owner to retain a qualified expert to
evaluate such condition or take corrective action, if any.

E. Contractor shall not be required to resume
Work in connection with such condition or in any affected
area until after Owner has obtained any required permits
related thereto and delivered to Contractor written notice:
(i) specifying that such condition and any affected area is
or has been rendered safe for the resumption of Work; or
(ii) specifying any special conditions under which such
Wotk may be resumed safely. If Owner and Contractor
cannot agree as to entitlement to or on the amount or
extent, if any, of any adjustment in Contract Price or
Contract Times, ot both, as a result of such Work stop-
page or such special conditions under which Work is
agreed to be resumed by Contractor, either party may
make a Claim therefor as provided in Paragraph 10.05.

F. If after receipt of such written notice
Contractor does not agree to resume such Work based on
a reasonable belief it is unsafe, or does not agree to
resume such Work under such special conditions, then
Owner may order the portion of the Work that is in the
area affected by such condition to be deleted from the
Work. If Owner and Contractor cannot agree as to

entitlement to or on the amount or extent, if any, of an
adjustment in Contract Price or Contract Times as a result
of deleting such portion of the Work, then either party
may make a Claim therefor as provided in Paragraph
10.05. Owner may have such deleted portion of the Work
performed by Owner’s own forces or othets in accordance
with Article 7.

G. To the fullest extent permitted by Laws and
Regulations, Owner shall indemnify and hold harmless
Contractor, Subcontractors, and Engineer, and the
officers, directors, partners, employees, agents,
consultants, and subcontractors of each and any of them
from and against all claims, costs, losses, and damages
(including but not limited to all fees and charges of
engineers, architects, attorneys, and other professionals
and all court or arbitration or other dispute resolution
costs) arising out of or relating to a Hazardous
Environmental Condition, provided that such Hazardous
Environmental Condition: (i) was not shown or indicated
in the Drawings or Specifications or identified in the
Contract Documents to be included within the scope of
the Work, and (ii) was not created by Contractor or by
anyone for whom Contractor is responsible. Nothing in
this Paragraph 4.06. G shall obligate Owner to indemnify
any individual or entity from and against the conse-
quences of that individual’s or entity’s own negligence.

H. To the fullest extent permitted by Laws and
Regulations, Contractor shall indemnify and hold
harmless Owner and Engineer, and the officers, directors,
partners, employees, agents, consultants, and
subcontractors of each and any of them from and against
all claims, costs, losses, and damages (including but not
limited to all fees and charges of engineers, architects,
attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) arising out of
or relating to a Hazardous Environmental Condition
created by Contractor or by anyone for whom Contractor
is responsible. Nothing in this Paragraph 4.06.H shall
obligate Contractor to indemnify any individual or entity
from and against the consequences of that individual’s or
entity’s own negligence.

I. The provisions of Paragraphs 4.02, 4.03, and

404 do not apply to a Hazardous Environmental
Condition uncovered or revealed at the Site.

ARTICLE 5 - BONDS AND INSURANCE

5.01 Performance, Payment, and Other Bonds

A. Contractor shall furnish performance and
payment bonds, each in an amount at least equal to the
Contract Price as security for the faithful performance and
payment of all of Contractor’s obligations under the
Contract Documents. These bonds shall remain in effect
until one year after the date when final payment becomes
due or until completion of the correction period specified
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in Paragraph 13.07, whichever is later, except as provided
otherwise by Laws or Regulations or by the Contract
Documents, Contractor shall also furnish such other
bonds as are required by the Contract Documents.

B. All bonds shall be in the form prescribed by
the Contract Documents except as provided otherwise by
Laws or Regulations, and shall be executed by such
sureties as are named in the current list of “Companies
Holding Certificates of Authority as Acceptable Sureties
on Federal Bonds and as Acceptable Reinsuring Compa-
nies” as published in Circular 570 (amended) by the
Financial Management Service, Surety Bond Branch, U.S.
Department of the Treasury. All bonds signed by an agent
must be accompanied by a certified copy of the agent’s
authority to act.

C. If the surety on any bond furnished by
Contractor is declared bankrupt or becomes insolvent ot
its right to do business is terminated in any state where
any part of the Project is located or it ceases to meet the
requirements of Paragraph 5.01.B, Contractor shall
promptly notify Owner and Engineer and shall, within 20
days after the event giving rise to such notification,
provide another bond and surety, both of which shall
comply with the requirements of Paragraphs 5.01.B and
5.02.
5.02 Licensed Sureties and Insurers
A. All bonds and insurance required by the
Contract Documents to be purchased and maintained by
Owner or Contractor shall be obtained from surety or
insurance companies that are duly licensed or authorized
in the jurisdiction in which the Project is located to issue
bonds or insurance policies for the limits and coverages
so required. Such surety and insurance companies shall
also meet such additional requirements and qualifications
as may be provided in the Supplementary Conditions.

5.03 Certificates of Insurance

A. Contractor shall deliver to Owner, with copies
to each additional insured identified in the Supplementary
Conditions, certificates of insurance (and other evidence
of insurance requested by Owner or any other additional
insured) which Contractor is required to purchase and
maintain.

B. Owner shall deliver to Contractor, with copies
to each additional insured identified in the Supplementary
Conditions, certificates of insurance (and other evidence
of insurance requested by Contractor or any other
additional insured) which Owner is required to purchase
and maintain.

5.04 Contractor's Liability Insurance

A. Contractor shall purchase and maintain such
liability and other insurance as is appropriate for the
Work being performed and as will provide protection

from claims set forth below which may arise out of or
result from Contractor’s performance of the Work and
Contractor’s other obligations under the Contract
Documents, whether it is to be performed by Contractor,
any Subcontractor or Supplier, or by anyone directly or
indirectly employed by any of them to perform any of the
Work, or by anyone for whose acts any of them may be
liable:

1. claims under workers’ compensation,
disability benefits, and other similar employee benefit
acts;

2. claims for damages because of bodily injury,
occupational sickness or disease, or death of Contractor’s
employees;

3. claims for damages because of bodily injury,
sickness or disease, or death of any person other than
Contractor’s employees;

4. claims for damages insured by reasonably
available personal injury liability coverage which are sus-
tained:

a. by any person as a result of an offense directly
or indirectly related to the employment of such
person by Contractor, or

b. by any other person for any other reason;

5. claims for damages, other than to the Work
itself, because of injury to or destruction of tangible
property wherever located, including loss of use resulting
therefrom; and

6. claims for damages because of bodily injury or
death of any person or property damage arising out of the
ownership, maintenance or use of any motor vehicle.

B. The policies of insurance required by this
Paragraph 5.04 shall:

1. with respect to insurance required by
Paragraphs 5.04.A.3 through 5.04.A.6 inclusive, include
as additional insured (subject to any customary exclusion
regarding professional liability) Owner and Engineer, and
any other individuals or entities identified in the Supple-
mentary Conditions, all of whom shall be listed as addi-
tional insureds, and include coverage for the respective
officers, directors, partners, employees, agents,
consultants and subcontractors of each and any of all such
additional insureds, and the insurance afforded to these
additional insureds shall provide primary coverage for all
claims covered thereby;

2. include at least the specific coverages and be
written for not less than the limits of liability provided in
the Supplementary Conditions or required by Laws or
Regulations, whichever is greater;

EJCDC C-700 Standard General Conditions of the Construction Contract,
Copyright © 2002 National Society of Professional Engineers for EJCDC. All rights reserved.

00700 - 15




3. include completed operations insurance;

4. include contractual liability insurance
covering Contractor’s indemnity obligations under
Paragraphs 6.11 and 6.20;

5. contain a provision or endorsement that the
coverage afforded will not be canceled, materially
changed or renewal refused until at least 30 days prior
written notice has been given to Owner and Contractor
and to each other additional insured identified in the
Supplementary Conditions to whom a certificate of
insurance has been issued (and the certificates of
insurance furnished by the Contractor pursuant to
Paragraph 5.03 will so provide);

6. remain in effect at least until final payment
and at all times thereafter when Contractor may be
correcting, removing, or replacing defective Work in
accordance with Paragraph 13.07; and

7. with respect to completed operations insur-
ance, and any insurance coverage written on a claims-
made basis, remain in effect for at least two years after
final payment.

a. Contractor shall furnish Owner and each other
additional insured identified in the Supple-
mentary Conditions, to whom a certificate of
insurance has been issued, evidence satisfactory
to Owner and any such additional insured of
continuation of such insurance at final payment
and one year thereafter.

5.05 Owner's Liability Insurance

A. In addition to the insurance required to be
provided by Contractor under Paragraph 5.04, Owner, at
Owner’s option, may purchase and maintain at Owner’s
expense Owner’s own liability insurance as will protect
Owner against claims which may arise from operations
under the Contract Documents.

5.06 Property Insurance

A. Unless otherwise provided in the Supple-
mentary Conditions, Owner shall purchase and maintain
property insurance upon the Work at the Site in the
amount of the full replacement cost thereof (subject to
such deductible amounts as may be provided in the
Supplementary Conditions or required by Laws and
Regulations). This insurance shall:

1. include the interests of Owner, Contractor,
Subcontractors, and Engineer, and any other individuals
or entities identified in the Supplementary Conditions,
and the officers, directors, partners, employees, agents,
consultants and subcontractors of each and any of them,
each of whom is deemed to have an insurable interest and
shall be listed as an insured or additional insured,;

2. be written on a Builder’s Risk “all-risk” or
open peril or special causes of loss policy form that shall
at least include insurance for physical loss or damage to
the Work, temporary buildings, false work, and materials
and equipment in transit, and shall insure against at least
the following perils or causes of loss: fire, lightning,
extended coverage, theft, vandalism and malicious
mischief, earthquake, collapse, debris removal,
demolition occasioned by enforcement of Laws and
Regulations, water damage, (other than caused by flood)
and such other perils or causes of loss as may be specifi-
cally required by the Supplementary Conditions;

3. include expenses incurred in the repair or
replacement of any insured property (including but not
limited to fees and charges of engineers and architects);

4. cover materials and equipment stored at the
Site or at another location that was agreed to in writing by
Owner priot to being incorporated in the Work, provided
that such materials and equipment have been included in
an Application for Payment recommended by Engineer;

5. allow for partial utilization of the Work by
Owner;

6. include testing and startup; and

7. be maintained in effect until final payment is
made unless otherwise agreed to in writing by Owner,
Contractor, and Engineer with 30 days written notice to
each other additional insured to whom a certificate of
insurance has been issued.

B. Owner shall purchase and maintain such
boiler and machinery insurance or additional property
insurance as may be required by the Supplementary
Conditions or Laws and Regulations which will include
the interests of Owner, Contractor, Subcontractors, and
Engineer, and any other individuals or entities identified
in the Supplementary Conditions, and the officers,
directors, partners, employees, agents, consultants and
subcontractors of each and any of them, each of whom is
deemed to have an insurable interest and shall be listed as
an insured or additional insured.

C. All the policies of insurance (and the certifi-
cates or other evidence thereof) required to be purchased
and maintained in accordance with Paragraph 5.06 will
contain a provision or endorsement that the coverage
afforded will not be canceled or materially changed or
renewal refused until at least 30 days prior written notice
has been given to Owner and Contractor and to each other
additional insured to whom a certificate of insurance has
been issued and will contain waiver provisions in accor-
dance with Paragraph 5.07.

D. Owner shall not be responsible for purchasing
and maintaining any property insurance specified in this
Paragraph 5.06 to protect the interests of Contractor,
Subcontractors, ot others in the Work to the extent of any
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deductible amounts that are identified in the Supple-
mentary Conditions. The risk of loss within such
identified deductible amount will be borne by Contractor,
Subcontractors, or others suffering any such loss, and if
any of them wishes property insurance coverage within
the limits of such amounts, each may purchase and
maintain it at the purchaser’s own expense.

E. If Contractor requests in writing that other
special insurance be included in the property insurance
policies provided under Paragraph 5.06, Owner shall, if
possible, include such insurance, and the cost thereof will
be charged to Contractor by appropriate Change Order.
Prior to commencement of the Work at the Site, Owner
shall in writing advise Contractor whether or not such
other insurance has been procured by Owner.

5.07 Waiver of Rights

A. Owner and Contractor intend that all policies
purchased in accordance with Paragraph 5.06 will protect
Owner, Contractor, Subcontractors, and Engineer, and all
other individuals or entities identified in the Supple-
mentary Conditions to be listed as insureds or additional
insureds (and the officers, directors, partners, employees,
agents, consultants and subcontractors of each and any of
them) in such policies and will provide primary coverage
for all losses and damages caused by the perils or causes
of loss covered thereby. All such policies shall contain
provisions to the effect that in the event of payment of
any loss or damage the insurers will have no rights of
recovery against any of the insureds or additional insureds
thereunder. Owner and Contractor waive all rights against
each other and their respective officers, directors,
partners, employees, agents,  consultants and
subcontractors of each and any of them for all losses and
damages caused by, arising out of or resulting from any of
the perils or causes of loss covered by such policies and
any other property insurance applicable to the Work; and,
in addition, waive all such rights against Subcontractors,
and Engineer, and all other individuals or entities
identified in the Supplementary Conditions to be listed as
insured or additional insured (and the officers, directors,
partners, employees,  agents,  consultants  and
subcontractors of each and any of them) under such
policies for losses and damages so caused. None of the
above waivers shall extend to the rights that any party
making such waiver may have to the proceeds of
insurance held by Owner as trustee or otherwise payable
under any policy so issued.

B. Owner waives all rights against Contractor,
Subcontractors, and Engineer, and the officers, directors,
partners,  employees,  agents,  consultants  and
subcontractors of each and any of them for:

1. loss due to business interruption, loss of use,
or other consequential loss extending beyond direct
physical loss or damage to Owner’s property or the Work
caused by, arising out of, or resulting from fire or other
perils whether or not insured by Owner; and

2. loss or damage to the completed Project or
part thereof caused by, arising out of, or resulting from
fire or other insured peril or cause of loss covered by any
property insurance maintained on the completed Project
or part thereof by Owner during partial utilization
pursuant to Paragraph 14.05, after Substantial Completion
pursuant to Paragraph 14.04, or after final payment
pursuant to Paragraph 14.07.

C. Any insurance policy maintained by Owner
covering any loss, damage or consequential loss referred
to in Paragraph 5.07.B shall contain provisions to the
effect that in the event of payment of any such loss,
damage, or consequential loss, the insurers will have no
rights of recovery against Contractor, Subcontractors, or
Engineer, and the officers, directors, partners, employees,
agents, consultants and subcontractors of each and any of
them.
5.08 Receipt and Application of Insurance Proceeds
A. Any insured loss under the policies of
insurance required by Paragraph 5.06 will be adjusted
with Owner and made payable to Owner as fiduciary for
the insureds, as their interests may appear, subject to the
requirements of any applicable mortgage clause and of
Paragraph 5.08.B. Owner shall deposit in a separate
account any money so received and shall distribute it in
accordance with such agreement as the parties in interest
may reach. If no other special agreement is reached, the
damaged Work shall be repaired or replaced, the moneys
so received applied on account thereof, and the Work and
the cost thereof covered by an appropriate Change Order .

B. Owner as fiduciary shall have power to adjust
and settle any loss with the insurers unless one of the
parties in interest shall object in writing within 15 days
after the occurrence of loss to Owner’s exercise of this
power. If such objection be made, Owner as fiduciary
shall make settlement with the insurers in accordance with
such agreement as the parties in interest may reach. If no
such agreement among the parties in interest is reached,
Owner as fiduciary shall adjust and settle the loss with the
insurers and, if required in writing by any party in
interest, Owner as fiduciary shall give bond for the proper
performance of such duties.

5.09
Replace

Acceptance of Bonds and Insurance; Option to

A. If either Owner or Contractor has any
objection to the coverage afforded by or other provisions
of the bonds or insurance required to be purchased and
maintained by the other party in accordance with Article 5
on the basis of non-conformance with the Contract
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Documents, the objecting party shall so notify the other
party in writing within 10 days after receipt of the
certificates (or other evidence requested) required by
Paragraph 2.01.B. Owner and Contractor shall each
provide to the other such additional information in respect
of insurance provided as the other may reasonably
request. If either party does not purchase or maintain all
of the bonds and insurance required of such party by the
Contract Documents, such party shall notify the other
party in writing of such failure to purchase prior to the
start of the Work, or of such failure to maintain prior to
any change in the required coverage. Without prejudice to
any other right or remedy, the other party may elect to
obtain equivalent bonds or insurance to protect such other
party's interests at the expense of the party who was
required to provide such coverage, and a Change Order
shall be issued to adjust the Contract Price accordingly.

5.10 Partial Utilization, Acknowledgment of Property
Insurer

A. If Owner finds it necessary to occupy or use a
portion or portions of the Work prior to Substantial
Completion of all the Work as provided in Paragraph
14.05, no such use or occupancy shall commence before
the insurers providing the property insurance pursuant to
Paragraph 5.06 have acknowledged notice thereof and in
writing effected any changes in coverage necessitated
thereby. The insurers providing the property insurance
shall consent by endorsement on the policy or policies,
but the property insurance shall not be canceled or
permitted to lapse on account of any such partial use or
occupancy.

ARTICLE 6 - CONTRACTOR’S RESPONSIBILITIES

6.01 Supervision and Superintendence

A. Contractor shall supervise, inspect, and direct
the Work competently and efficiently, devoting such
attention thereto and applying such skills and expertise as
may be necessary to perform the Work in accordance with
the Contract Documents. Contractor shall be solely
responsible for the means, methods, techniques,
sequences, and procedures of construction. Contractor
shall not be responsible for the negligence of Owner or
Engineer in the design or specification of a specific
means, method, technique, sequence, or procedure of
construction which is shown or indicated in and expressly
required by the Contract Documents.

B. At all times during the progress of the Work,
Contractor shall assign a competent resident superin-
tendent who shall not be replaced without written notice
to Owner and Engineer except under extraordinary
circumstances. The superintendent will be Contractor’s
representative at the Site and shall have authority to act on
behalf of Contractor. All communications given to or

received from the superintendent shall be binding on
Contractor.

6.02 Labor; Working Hours

A. Contractor shall provide competent, suitably
qualified personnel to survey and lay out the Work and
perform construction as required by the Contract Docu-
ments. Contractor shall at all times maintain good disci-
pline and order at the Site.

B. Except as otherwise required for the safety or
protection of persons or the Work or property at the Site
or adjacent thereto, and except as otherwise stated in the
Contract Documents, all Work at the Site shall be
performed during regular working hours. Contractor will
not permit the performance of Work on a Saturday,
Sunday, or any legal holiday without Owner’s written
consent (which will not be unreasonably withheld) given
after prior written notice to Engineer.

6.03 Services, Materials, and Equipment

A. Unless otherwise specified in the Contract
Documents, Contractor shall provide and assume full
responsibility for all services, materials, equipment, labor,
transportation, construction equipment and machinery,
tools, appliances, fuel, power, light, heat, telephone,
water, sanitary facilities, temporary facilities, and all other
facilities and incidentals necessary for the performance,
testing, start-up, and completion of the Work.

B. All materials and equipment incorporated into
the Work shall be as specified or, if not specified, shall be
of good quality and new, except as otherwise provided in
the Contract Documents. All special warranties and
guarantees required by the Specifications shall expressly
run to the benefit of Owner. If required by Engineer,
Contractor shall furnish satisfactory evidence (including
reports of required tests) as to the source, kind, and
quality of materials and equipment.

C. All materials and equipment shall be stored,
applied, installed, connected, erected, protected, used,
cleaned, and conditioned in accordance with instructions
of the applicable Supplier, except as otherwise may be
provided in the Contract Documents.

6.04 Progress Schedule

A. Contractor shall adhere to the Progress
Schedule established in accordance with Paragraph 2.07
as it may be adjusted from time to time as provided
below.
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1. Contractor shall submit to Engineer for
acceptance (to the extent indicated in Paragraph 2.07)
proposed adjustments in the Progress Schedule that will
not result in changing the Contract Times. Such adjust-
ments will comply with any provisions of the General Re-
quirements applicable thereto.

2. Proposed adjustments in the Progress
Schedule that will change the Contract Times shall be
submitted in accordance with the requirements of Article
12. Adjustments in Contract Times may only be made by
a Change Order.

6.05 Substitutes and “Or-Equals”

A. Whenever an item of material or equipment is
specified or described in the Contract Documents by
using the name of a proprietary item or the name of a
particular Supplier, the specification or description is
intended to establish the type, function, appearance, and
quality required. Unless the specification or description
contains or is followed by words reading that no like,
equivalent, or “or-equal” item or no substitution is
permitted, other items of material or equipment or
material or equipment of other Suppliers may be
submitted to Engineer for review under the circumstances
described below.

1. “Or-Equal” Items: If in Engineer’s sole
discretion an item of material or equipment proposed by
Contractor is functionally equal to that named and
sufficiently similar so that no change in related Work will
be required, it may be considered by Engineer as an
“or-equal” item, in which case review and approval of the
proposed item may, in Engineer’s sole discretion, be
accomplished without compliance with some or all of the
requirements for approval of proposed substitute items.
For the purposes of this Paragraph 6.05.A.1, a proposed
item of material or equipment will be considered
functionally equal to an item so named if:

a. in the exercise of reasonable judgment
Engineer determines that:

1) it is at least equal in materials of
construction, quality, durability, appearance,
strength, and design characteristics;

2) it will reliably perform at least
equally well the function and achieve the results
imposed by the design concept of the completed
Project as a functioning whole,

3) it has a proven record of performance
and availability of responsive service; and

b. Contractor certifies that, if approved and
incorporated into the Work:

1) there will be no increase in cost to
the Owner or increase in Contract Times, and

2) it will conform substantially to the
detailed requirements of the item named in the
Contract Documents.

2. Substitute Items

a. If in Engineer’s sole discretion an item of
material or equipment proposed by Contractor
does not qualify as an “or-equal” item under
Paragraph 6.05.A.1, it will be considered a
proposed substitute item.

b. Contractor shall submit sufficient information
as provided below to allow Engineer to
determine that the item of material or equipment
proposed is essentially equivalent to that named
and an acceptable substitute therefor. Requests
for review of proposed substitute items of
material or equipment will not be accepted by
Engineer from anyone other than Contractor.

c. The requirements for review by Engineer will
be as set forth in Paragraph 6.05.A.2.d, as
supplemented in the General Requirements and
as Engineer may decide is appropriate under the
circumstances.

d. Contractor shall make written application to
Engineer for review of a proposed substitute item
of material or equipment that Contractor seeks to
furnish or use. The application:

1) shall certify that the proposed substi-
tute item will:

a) perform adequately the functions and
achieve the results called for by the
general design,

b) be similar in substance to that
specified, and

¢) be suited to the same use as that
specified;

2) will state:

a) the extent, if any, to which the use of
the proposed substitute item will preju-
dice Contractor’s achievement of
Substantial Completion on time;

b) whether or not use of the proposed
substitute item in the Work will require
a change in any of the Contract Docu-
ments (ot in the provisions of any other
direct contract with Owner for other
work on the Project) to adapt the design
to the proposed substitute item; and
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c¢) whether or not incorporation or use
of the proposed substitute item in con-
nection with the Work is subject to
payment of any license fee or royalty;

3) will identify:

a) all variations of the proposed
substitute item from that specified , and

b) available engineering, sales,
maintenance, repair, and replacement
services;

4) and shall contain an itemized esti-
mate of all costs or credits that will result
directly or indirectly from use of such substitute
item, including costs of redesign and claims of
other contractors affected by any resulting
change,

B. Substitute Construction Methods or Proce-
dures: If a specific means, method, technique, sequence,
or procedure of construction is expressly required by the
Contract Documents, Contractor may furnish or utilize a
substitute means, method, technique, sequence, or
procedure of construction approved by Engineer.
Contractor shall submit sufficient information to allow
Engineer, in Engineer’s sole discretion, to determine that
the substitute proposed is equivalent to that expressly
called for by the Contract Documents. The requirements
for review by Engineer will be similar to those provided
in Paragraph 6.05.A.2.

C. Engineer’s Evaluation: Engineer will be
allowed a reasonable time within which to evaluate each
proposal or submittal made pursuant to Paragraphs 6.05.A
and 6.05.B. Engineer may require Contractor to furnish
additional data about the proposed substitute item.
Engineer will be the sole judge of acceptability. No “or
equal” or substitute will be ordered, installed or utilized
until Engineer’s review is complete, which will be
evidenced by either a Change Order for a substitute or an
approved Shop Drawing for an “or equal.” Engineer will
advise Contractor in writing of any negative
determination.

D. Special Guarantee: Owner may require
Contractor to furnish at Contractor’s expense a special
performance guarantee or other surety with respect to any
substitute.

E. Engineer’s Cost Reimbursement. Engineer
will record Engineer’s costs in evaluating a substitute
proposed or submitted by Contractor pursuant to
Paragraphs 6.05.A.2 and 6.05.B Whether or not Engineer
approves a substitute item so proposed or submitted by
Contractor, Contractor shall reimburse Owner for the
charges of Engineer for evaluating each such proposed
substitute. Contractor shall also reimburse Owner for the
charges of Engineer for making changes in the Contract

Documents (or in the provisions of any other direct
contract with Owner) resulting from the acceptance of
each proposed substitute.

F. Contractor’s Expense: Contractor shall
provide all data in support of any proposed substitute or
“or-equal” at Contractor’s expense.

6.06
Others

Concerning  Subcontractors, Suppliers, and

A. Contractor shall not employ any Subcon-
tractor, Supplier, or other individual or entity (including
those acceptable to Owner as indicated in Paragraph
6.06.B), whether initially or as a replacement, against
whom Owner may have reasonable objection. Contractor
shall not be required to employ any Subcontractor,
Supplier, or other individual or entity to furnish or
perform any of the Work against whom Contractor has
reasonable objection.

B. If the Supplementary Conditions require the
identity of certain Subcontractors, Suppliers, or other
individuals or entities to be submitted to Owner in
advance for acceptance by Owner by a specified date
prior to the Effective Date of the Agreement, and if
Contractor has submitted a list thereof in accordance with
the Supplementary Conditions, Owner’s acceptance
(either in writing or by failing to make written objection
thereto by the date indicated for acceptance or objection
in the Bidding Documents or the Contract Documents) of
any such Subcontractor, Supplier, or other individual or
entity so identified may be revoked on the basis of reason-
able objection after due investigation. Contractor shall
submit an acceptable replacement for the rejected
Subcontractor, Supplier, or other individual or entity, and
the Contract Price will be adjusted by the difference in the
cost occasioned by such replacement, and an appropriate
Change Order will be issued . No acceptance by Owner of
any such Subcontractor, Supplier, or other individual or
entity, whether initially or as a replacement, shall consti-
tute a waiver of any right of Owner or Engineer to reject
defective Work.

C. Contractor shall be fully responsible to Owner
and Engineer for all acts and omissions of the
Subcontractors, Suppliers, and other individuals or
entities performing or furnishing any of the Work just as
Contractor is responsible for Contractor’s own acts and
omissions. Nothing in the Contract Documents:

1. shall create for the benefit of any such
Subcontractor, Supplier, or other individual or entity any
contractual relationship between Owner or Engineer and
any such Subcontractor, Supplier or other individual or
entity, nor

2. shall anything in the Contract Documents
create any obligation on the part of Owner or
Engineer to pay or to see to the payment of any moneys
due any such Subcontractor, Supplier, or other individual
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or entity except as may otherwise be required by Laws
and Regulations.

D. Contractor shall be solely responsible for
scheduling and coordinating the Work of Subcontractors,
Suppliers, and other individuals or entities performing or
furnishing any of the Work under a direct or indirect
contract with Contractor.

E. Contractor shall require all Subcontractors,
Suppliers, and such other individuals or entities per-
forming or furnishing any of the Work to communicate
with Engineer through Contractor.

F. The divisions and sections of the Specifica-
tions and the identifications of any Drawings shall not
control Contractor in dividing the Work among Subcon-
tractors or Suppliers or delineating the Work to be
performed by any specific trade.

G. All Work performed for Contractor by a
Subcontractor or Supplier will be pursuant to an appro-
priate  agreement between Contractor and the
Subcontractor or Supplier which specifically binds the
Subcontractor or Supplier to the applicable terms and
conditions of the Contract Documents for the benefit of
Owner and Engineer. Whenever any such agreement is
with a Subcontractor or Supplier who is listed as an
additional insured on the property insurance provided in
Paragraph 5.06, the agreement between the Contractor
and the Subcontractor or Supplier will contain provisions
whereby the Subcontractor or Supplier waives all rights
against Owner, Contractor, and Engineer,, and all other
individuals or entities identified in the Supplementary
Conditions to be listed as insureds or additional insureds
(and the officers, directors, partners, employees, agents,
consultants and subcontractors of each and any of them)
for all losses and damages caused by, arising out of]
relating to, or resulting from any of the perils or causes of
loss covered by such policies and any other property
insurance applicable to the Work. If the insurers on any
such policies require separate waiver forms to be signed
by any Subcontractor or Supplier, Contractor will obtain
the same.

6.07 Patent Fees and Royalties

A. Contractor shall pay all license fees and
royalties and assume all costs incident to the use in the
performance of the Work or the incorporation in the Work
of any invention, design, process, product, or device
which is the subject of patent rights or copyrights held by
others. If a particular invention, design, process, product,
or device is specified in the Contract Documents for use
in the performance of the Work and if to the actual
knowledge of Owner or Engineer its use is subject to
patent rights or copyrights calling for the payment of any
license fee or royalty to others, the existence of such
rights shall be disclosed by Owner in the Contract
Documents.

B. To the fullest extent permitted by Laws and
Regulations, Contractor shall indemnify and hold
harmless Owner and Engineer, and the officers, directors,
partners, employees, agents, consultants and
subcontractors of each and any of them from and against
all claims, costs, losses, and damages (including but not
limited to all fees and charges of engineers, architects,
attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) arising out of
or relating to any infringement of patent rights or
copyrights incident to the use in the performance of the
Work or resulting from the incorporation in the Work of
any invention, design, process, product, or device not
specified in the Contract Documents.

6.08 Permits

A. Unless otherwise provided in the Supple-
mentary Conditions, Contractor shall obtain and pay for
all construction permits and licenses. Owner shall assist
Contractor, when necessary, in obtaining such permits
and licenses. Contractor shall pay all governmental
charges and inspection fees necessary for the prosecution
of the Work which are applicable at the time of opening
of Bids, or, if there are no Bids, on the Effective Date of
the Agreement. Owner shall pay all charges of utility
owners for connections for providing permanent service
to the Work.

6.09  Laws and Regulations

A. Contractor shall give all notices required by
and shall comply with all Laws and Regulations applica-
ble to the performance of the Work. Except where
otherwise expressly required by applicable Laws and
Regulations, neither Owner nor Engineer shall be
responsible for monitoring Contractor’s compliance with
any Laws or Regulations.

B. If Contractor performs any Work knowing or
having reason to know that it is contrary to Laws or
Regulations, Contractor shall bear all claims, costs,
losses, and damages (including but not limited to all fees
and charges of engineers, architects, attorneys, and other
professionals and all court or arbitration or other dispute
resolution costs) arising out of or relating to such Work.
However, it shall not be Contractor’s primary
responsibility to make certain that the Specifications and
Drawings are in accordance with Laws and Regulations,
but this shall not relieve Contractor of Contractor’s
obligations under Paragraph 3.03.

C. Changes in Laws or Regulations not known at
the time of opening of Bids (or, on the Effective Date of
the Agreement if there were no Bids) having an effect on
the cost or time of performance of the Work shall be the
subject of an adjustment in Contract Price or Contract
Times. If Owner and Contractor are unable to agree on
entitlement to or on the amount or extent, if any, of any
such adjustment, a Claim may be made therefor as
provided in Paragraph 10.05.
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6.10 Taxes

A. Contractor shall pay all sales, consumer, use,
and other similar taxes required to be paid by Contractor
in accordance with the Laws and Regulations of the place
of the Project which are applicable during the
performance of the Work.

6.11 Use of Site and Other Areas

A. Limitation on Use of Site and Other Areas

1. Contractor shall confine construction equip-
ment, the storage of materials and equipment, and the
operations of workers to the Site and other areas
permitted by Laws and Regulations, and shall not
unreasonably encumber the Site and other areas with
construction equipment or other materials or equipment.
Contractor shall assume full responsibility for any
damage to any such land or area, or to the owner or
occupant thereof, or of any adjacent land or areas
resulting from the performance of the Work.

2. Should any claim be made by any such owner
or occupant because of the performance of the Work,
Contractor shall promptly settle with such other party by
negotiation or otherwise resolve the claim by arbitration
or other dispute resolution proceeding or at law.

3. To the fullest extent permitted by Laws and
Regulations, Contractor shall indemnify and hold
harmless Owner and Engineer, and the officers, directors,
partners, employees, agents, consultants  and
subcontractors of each and any of them from and against
all claims, costs, losses, and damages (including but not
limited to all fees and charges of engineers, architects,
attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) arising out of
or relating to any claim or action, legal or equitable,
brought by any such owner or occupant against Owner,
Engineer, or any other party indemnified hereunder to the
extent caused by or based upon Contractor's performance
of the Work.

B. Removal of Debris During Performance of the
Work: During the progress of the Work Contractor shall
keep the Site and other areas free from accumulations of
waste materials, rubbish, and other debris. Removal and
disposal of such waste materials, rubbish, and other debris
shall conform to applicable Laws and Regulations.

C. Cleaning: Prior to Substantial Completion of
the Work Contractor shall clean the Site and the Work
and make it ready for utilization by Owner. At the com-
pletion of the Work Contractor shall remove from the Site
all tools, appliances, construction equipment and
machinery, and surplus materials and shall restore to
original condition all property not designated for
alteration by the Contract Documents.

D. Loading Structures: Contractor shall not load
nor permit any part of any structure to be loaded in any
manner that will endanger the structure, nor shall
Contractor subject any part of the Work or adjacent
property to stresses or pressures that will endanger it.

6.12 Record Documents

A. Contractor shall maintain in a safe place at the
Site one record copy of all Drawings, Specifications,
Addenda, Change Orders, Work Change Directives, Field
Orders, and written interpretations and clarifications in
good order and annotated to show changes made during
construction. These record documents together with all
approved Samples and a counterpart of all approved Shop
Drawings will be available to Engineer for reference.
Upon completion of the Work, these record documents,
Samples, and Shop Drawings will be delivered to Engi-
neer for Owner.

6.13 Safety and Protection

A. Contractor shall be solely responsible for
initiating, maintaining and supervising all safety precau-
tions and programs in connection with the Work.
Contractor shall take all necessary precautions for the
safety of, and shall provide the necessary protection to
prevent damage, injury or loss to:

1. all persons on the Site or who may be affected
by the Work;

2. all the Work and materials and equipment to
be incorporated therein, whether in storage on or off the
Site; and

3. other property at the Site or adjacent thereto,
including trees, shrubs, lawns, walks, pavements,
roadways, structures, utilities, and Underground Facilities
not designated for removal, relocation, or replacement in
the course of construction.

B. Contractor shall comply with all applicable
Laws and Regulations relating to the safety of persons or
property, or to the protection of persons or property from
damage, injury, or loss; and shall erect and maintain all
necessary safeguards for such safety and protection.
Contractor shall notify owners of adjacent property and of
Underground Facilities and other utility owners when
prosecution of the Work may affect them, and shall
cooperate with them in the protection, removal,
relocation, and replacement of their property.

C. All damage, injury, or loss to any property
referred to in Paragraph 6.13.A.2 or 6.13.A.3 caused,
directly or indirectly, in whole or in part, by Contractor,
any Subcontractor, Supplier, or any other individual or
entity directly or indirectly employed by any of them to
perform any of the Work, or anyone for whose acts any of
them may be liable, shall be remedied by Contractor
(except damage or loss attributable to the fault of Draw-
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ings or Specifications or to the acts or omissions of
Owner or Engineer or , or anyone employed by any of
them, or anyone for whose acts any of them may be
liable, and not attributable, directly or indirectly, in whole
ot in part, to the fault or negligence of Contractor or any
Subcontractor, Supplier, or other individual or entity
directly or indirectly employed by any of them).

D. Contractor’s duties and responsibilities for
safety and for protection of the Work shall continue until
such time as all the Work is completed and Engineer has
issued a notice to Owner and Contractor in accordance
with Paragraph 14.07.B that the Work is acceptable
(except as otherwise expressly provided in connection
with Substantial Completion).

6.14 Safety Representative

A. Contractor shall designate a qualified and
experienced safety representative at the Site whose duties
and responsibilities shall be the prevention of accidents
and the maintaining and supervising of safety precautions
and programs.

6.15 Hazard Communication Programs

A. Contractor shall be responsible for coordi-
nating any exchange of material safety data sheets or
other hazard communication information required to be
made available to or exchanged between or among
employers at the Site in accordance with Laws or
Regulations.

6.16 Emergencies

A. In emergencies affecting the safety or protec-
tion of persons or the Work or property at the Site or
adjacent thereto, Contractor is obligated to act to prevent
threatened damage, injury, or loss. Contractor shall give
Engineer prompt written notice if Contractor believes that
any significant changes in the Work or variations from the
Contract Documents have been caused thereby or are
required as a result thereof. If Engineer determines that a
change in the Contract Documents is required because of
the action taken by Contractor in response to such an
emergency, a Work Change Directive or Change Order
will be issued.

6.17 Shop Drawings and Samples

A. Contractor shall submit Shop Drawings and
Samples to Engineer for review and approval in accor-
dance with the acceptable Schedule of Submittals (as
required by Paragraph 2.07). Each submittal will be
identified as Engineer may require.

1. Shop Drawings

a. Submit number of copies specified in the
General Requirements.

b. Data shown on the Shop Drawings will be
complete with respect to quantities, dimensions,
specified performance and design criteria,
materials, and similar data to show Engineer the
services, materials, and equipment Contractor
proposes to provide and to enable Engineer to
review the information for the limited purposes
required by Paragraph 6.17.D.

2. Samples: Contractor shall also submit
Samples to Engineer for review and approval in accor-
dance with the acceptable schedule of Shop Drawings and
Sample submittals.

a. Submit number of Samples specified in the
Specifications.

b. Clearly identify each Sample as to material,
Supplier, pertinent data such as catalog numbers,
the use for which intended and other data as
Engineer may require to enable Engineer to
review the submittal for the limited purposes
required by Paragraph 6.17.D.

B. Where a Shop Drawing or Sample is required
by the Contract Documents or the Schedule of Submittals
, any related Work performed prior to Engineer’s review
and approval of the pertinent submittal will be at the sole
expense and responsibility of Contractor.

C. Submittal Procedures

1. Before submitting each Shop Drawing or
Sample, Contractor shall have determined and verified:

a. all field measurements, quantities, dimensions,
specified performance and design criteria,
installation requirements, materials, catalog
numbers, and similar information with respect
thereto;

b. the suitability of all materials with respect to
intended use, fabrication, shipping, handling,
storage, assembly, and installation pertaining to
the performance of the Work;

c. all information relative to Contractor’s
responsibilities for means, methods, techniques,
sequences, and procedures of construction, and
safety precautions and programs incident thereto;
and

d. shall also have reviewed and coordinated each
Shop Drawing or Sample with other Shop
Drawings and Samples and with the
requirements of the Work and the Contract
Documents.

2. Each submittal shall bear a stamp or specific
written certification that Contractor has satisfied
Contractor’s obligations under the Contract Documents
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with respect to Contractor’s review and approval of that
submittal.

3. With each submittal, Contractor shall give
Engineer specific written notice of any variations, that the
Shop Drawing or Sample may have from the requirements
of the Contract Documents. This notice shall be both a
written communication separate from the Shop Drawing’s
or Sample Submittal, and, in addition, by a specific
notation made on each Shop Drawing or Sample submit-
ted to Engineer for review and approval of each such
variation.

D. Engineer’s Review

1. Engineer will provide timely review of Shop
Drawings and Samples in accordance with the Schedule
of Submittals acceptable to Engineer. Engineer’s review
and approval will be only to determine if the items
covered by the submittals will, after installation or
incorporation in the Work, conform to the information
given in the Contract Documents and be compatible with
the design concept of the completed Project as a
functioning whole as indicated by the Contract Docu-
ments.

2. Engineer’s review and approval will not
extend to means, methods, techniques, sequences, or
procedures of construction (except where a particular
means, method, technique, sequence, or procedure of con-
struction is specifically and expressly called for by the
Contract Documents) or to safety precautions or programs
incident thereto. The review and approval of a separate
item as such will not indicate approval of the assembly in
which the item functions.

3. Engineer’s review and approval shall not
relieve Contractor from responsibility for any variation
from the requirements of the Contract Documents unless
Contractor has complied with the requirements of
Paragraph 6.17.C.3 and Engineer has given written
approval of each such variation by specific written
notation thereof incorporated in or accompanying the
Shop Drawing or Sample. Engineer’s review and approval
shall not relieve Contractor from responsibility for
complying with the requirements of Paragraph 6.17.C.1.

E. Resubmitial Procedures

1. Contractor shall make corrections required by
Engineer and shall return the required number of cor-
rected copies of Shop Drawings and submit, as required,
new Samples for review and approval. Contractor shall
direct specific attention in writing to revisions other than
the corrections called for by Engineer on previous
submittals.

6.18 Continuing the Work
A. Contractor shall carry on the Work and adhere
to the Progress Schedule during all disputes or

disagreements with Owner. No Work shall be delayed or
postponed pending resolution of any disputes or
disagreements, except as permitted by Paragraph 15.04 or
as Owner and Contractor may otherwise agree in writing.
6.19 Contractor’s General Warranty and Guarantee
A. Contractor warrants and guarantees to Owner
that all Work will be in accordance with the Contract
Documents and will not be defective. Engineer and its
Related Entities shall be entitled to rely on representation
of Contractor’s warranty and guarantee.

B. Contractor’s warranty and guarantee
hereunder excludes defects or damage caused by:

1. abuse, modification, or improper maintenance
or operation by persons other than Contractor, Sub-
contractors, Suppliers, or any other individual or entity for
whom Contractor is responsible; or

2. normal wear and tear under normal usage.

C. Contractor’s obligation to perform and
complete the Work in accordance with the Contract
Documents shall be absolute. None of the following will
constitute an acceptance of Work that is not in accordance
with the Contract Documents or a release of Contractor’s
obligation to perform the Work in accordance with the
Contract Documents:

1. observations by Engineer;

2. recommendation by Engineer or payment by
Owner of any progress or final payment;

3. the issuance of a certificate of Substantial
Completion by Engineer or any payment related thereto
by Owner;

4. use or occupancy of the Work or any part
thercof by Owner;

5. any review and approval of a Shop Drawing or
Sample submittal or the issuance of a notice of acceptabil-
ity by Engineer;

6. any inspection, test, or approval by others; or

7. any correction of defective Work by Owner.

6.20 Indemnification
A. To the fullest extent permitted by Laws and
Regulations, Contractor shall indemnify and hold

harmless Owner and Engineer, and the officers, directors,
partners,  employees,  agents, consultants  and
subcontractors of each and any of them from and against
all claims, costs, losses, and damages (including but not
limited to all fees and charges of engineers, architects,
attorneys, and other professionals and all court or
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arbitration or other dispute resolution costs) arising out of
or relating to the performance of the Work, provided that
any such claim, cost, loss, or damage is attributable to
bodily injury, sickness, disease, or death, or to injury to or
destruction of tangible property (other than the Work
itself), including the loss of use resulting therefrom but
only to the extent caused by any negligent act or omission
of Contractor, any Subcontractor, any Supplier, or any
individual or entity directly or indirectly employed by any
of them to perform any of the Work or anyone for whose
acts any of them may be liable .

B. In any and all claims against Owner or
Engineer or any of their respective consultants, agents,
officers, directors, partners, or employees by any employ-
ee (or the survivor or personal representative of such
employee) of Contractor, any Subcontractor, any
Supplier, or any individual or entity directly or indirectly
employed by any of them to perform any of the Work, or
anyone for whose acts any of them may be liable, the
indemnification obligation under Paragraph 6.20.A shall
not be limited in any way by any limitation on the amount
or type of damages, compensation, or benefits payable by
or for Contractor or any such Subcontractor, Supplier, or
other individual or entity under workers’ compensation
acts, disability benefit acts, or other employee benefit
acts.

C. The indemnification obligations of Contractor
under Paragraph 6.20.A shall not extend to the liability of
Engineer and Engineer’s officers, directors, partners,
employees, agents, consultants and subcontractors arising
out of:

1. the preparation or approval of, or the failure to
prepare or approve, maps, Drawings, opinions, reports,
surveys, Change Orders, designs, or Specifications; or

2. giving directions or instructions, or failing to
give them, if that is the primary cause of the injury or
damage.

6.21 Delegation of Professional Design Services

A. Contractor will not be required to provide
professional design services unless such services are
specifically required by the Contract Documents for a
portion of the Work or unless such services are required
to carry out Contractot’s responsibilities for construction
means, methods, techniques, sequences and procedures.
Contractor shall not be required to provide professional
services in violation of applicable law.

B. If professional design services or
certifications by a design professional related to systems,
materials or equipment are specifically required of
Contractor by the Contract Documents, Owner and
Engineer will specify all performance and design criteria
that such services must satisfy. Contractor shall cause
such services or cettifications to be provided by a
properly licensed professional, whose signature and seal

shall appear on all drawings, calculations, specifications,
certifications, Shop Drawings and other submittals
prepared by such professional. Shop Drawings and other
submittals related to the Work designed or certified by
such professional, if prepared by others, shall bear such
professional’s written approval when submitted to
Engineer.

C. Owner and Engineer shall be entitled to rely
upon the adequacy, accuracy and completeness of the
services, certifications or approvals performed by such
design professionals, provided Owner and Engineer have
specified to Contractor all performance and design criteria
that such services must satisfy.

D. Pursuant to this Paragraph 6.21, Engineer’s
review and approval of design calculations and design
drawings will be only for the limited purpose of checking
for conformance with performance and design criteria
given and the design concept expressed in the Contract
Documents. Engineer’s review and approval of Shop
Drawings and other submittals (except design calculations
and design drawings) will be only for the purpose stated
in Paragraph 6.17.D.1.

E. Contractor shall not be responsible for the

adequacy of the performance or design criteria required
by the Contract Documents.

ARTICLE 7 - OTHER WORK AT THE SITE

7.01 Related Work at Site

A. Owner may perform other work related to the
Project at the Site with Owner’s employees, or via other
direct contracts therefor, or have other work performed by
utility owners. If such other work is not noted in the Con-
tract Documents, then:

1. written notice thereof will be given to
Contractor prior to starting any such other work; and

2. if Owner and Contractor are unable to agree
on entitlement to or on the amount or extent, if any, of
any adjustment in the Contract Price or Contract Times
that should be allowed as a result of such other work, a
Claim may be made therefor as provided in Paragraph
10.05.

B. Contractor shall afford each other contractor
who is a party to such a direct contract, each utility owner
and Owner, if Owner is performing other work with
Owner’s employees, proper and safe access to the Site, a
reasonable opportunity for thé introduction and storage of
materials and equipment and the execution of such other
work, and shall properly coordinate the Work with theirs.
Contractor shall do all cutting, fitting, and patching of the
Work that may be required to properly connect or
otherwise make its several parts come together and
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properly integrate with such other work. Contractor shall
not endanger any work of others by cutting, excavating,
or otherwise altering their work and will only cut or alter
their work with the written consent of Engineer and the
others whose work will be affected. The duties and
responsibilities of Contractor under this Paragraph are for
the benefit of such utility owners and other contractors to
the extent that there are comparable provisions for the
benefit of Contractor in said direct contracts between
Owner and such utility owners and other contractors.

C. If the proper execution or results of any part
of Contractor’s Work depends upon work performed by
others under this Article 7, Contractor shall inspect such
other work and promptly report to Engineer in writing any
delays, defects, or deficiencies in such other work that
render it unavailable or unsuitable for the proper
execution and results of Contractor’s Work. Contractor’s
failure to so report will constitute an acceptance of such
other work as fit and proper for integration with
Contractor’s Work except for latent defects and
deficiencies in such other work.

7.02 Coordination

A. If Owner intends to contract with others for
the performance of other work on the Project at the Site,
the following will be set forth in Supplementary Condi-
tions:

1. the individual or entity who will have
authority and responsibility for coordination of the
activities among the various contractors will be identified;

2. the specific matters to be covered by such
authority and responsibility will be itemized; and

3. the extent of such authority and responsibili-
ties will be provided.

B. Unless otherwise provided in the
Supplementary Conditions, Owner shall have sole
authority and responsibility for such coordination.

7.03 Legal Relationships

A. Paragraphs 7.01.A and 7.02 are not applicable
for utilities not under the control of Owner.

B. Each other direct contract of Owner under
Paragraph 7.01.A shall provide that the other contractor is
liable to Owner and Contractor for the reasonable direct
delay and disruption costs incurred by Contractor as a
result of the other contractor’s actions or inactions.

C. Contractor shall be liable to Owner and any
other contractor for the reasonable direct delay and
disruption costs incurred by such other contractor as a
result of Contractor’s action or inactions.

ARTICLE 8 - OWNER’S RESPONSIBILITIES

8.01 Communications to Contractor

A. Except as otherwise provided in these General
Conditions, Owner shall issue all communications to
Contractor through Engineer.

8.02 Replacement of Engineer

A. In case of termination of the employment of
Engineer, Owner shall appoint an engineer to whom
Contractor makes no reasonable objection, whose status
under the Contract Documents shall be that of the former
Engineer.

8.03 Furnish Data

A. Owner shall promptly furnish the data
required of Owner under the Contract Documents.

8.04 Pay When Due

A. Owner shall make payments to Contractor
when they are due as provided in Paragraphs 14.02.C and
14.07.C.
8.05 Lands and Easements, Reports and Tests

A. Owner’s duties in respect of providing lands
and easements and providing engineering surveys to
establish reference points are set forth in Paragraphs 4.01
and 4.05. Paragraph 4.02 refers to Owner’s identifying
and making available to Contractor copies of reports of
explorations and tests of subsurface conditions and
drawings of physical conditions in or relating to existing
surface or subsurface structures at or contiguous to the
Site that have been utilized by Engineer in preparing the
Contract Documents.

8.06 Insurance

A. Owner’s responsibilities, if any, in respect to
purchasing and maintaining liability and property insur-
ance are set forth in Article 5.

8.07 Change Orders

A. Owner is obligated to execute Change Orders
as indicated in Paragraph 10.03.

8.08 Inspections, Tests, and Approvals

A. Owner’s responsibility in respect to certain

inspections, tests, and approvals is set forth in Paragraph
13.03.B.
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8.09 Limitations on Owner's Responsibilities

A. The Owner shall not supervise, direct, or have
control or authority over, nor be responsible for,
Contractor’s means, methods, techniques, sequences, or
procedures of construction, or the safety precautions and
programs incident thereto, or for any failure of Contractor
to comply with Laws and Regulations applicable to the
performance of the Work. Owner will not be responsible
for Contractor’s failure to perform the Work in
accordance with the Contract Documents.

Environmental

8.10 Undisclosed Hazardous

Condition

A. Owner’s responsibility in respect to an undis-
closed Hazardous Environmental Condition is set forth in
Paragraph 4.06.

8.11 Evidence of Financial Arrangements

A. If and to the extent Owner has agreed to
furnish Contractor reasonable evidence that financial
arrangements have been made to satisfy Owner’s
obligations under the Contract Documents, Owner’s
responsibility in respect thereof will be as set forth in the
Supplementary Conditions.

ARTICLE 9
CONSTRUCTION

ENGINEER’S STATUS DURING

9.01 Owner’s Representative

A. Engineer will be Owner’s representative
during the construction period. The duties and responsi-
bilities and the limitations of authority of Engineer as
Owner’s representative during construction are set forth
in the Contract Documents and will not be changed
without written consent of Owner and Engineer.

9.02 Visits to Site

A. Engineer will make visits to the Site at inter-
vals appropriate to the various stages of construction as
Engineer deems necessary in order to observe as an
experienced and qualified design professional the
progress that has been made and the quality of the various
aspects of Contractor’s executed Work. Based on
information obtained during such visits and observations,
Engineer, for the benefit of Owner, will determine, in
general, if the Work is proceeding in accordance with the
Contract Documents. Engineer will not be required to
make exhaustive or continuous inspections on the Site to
check the quality or quantity of the Work. Engineer’s
efforts will be directed toward providing for Owner a
greater degree of confidence that the completed Work will
conform generally to the Contract Documents. On the
basis of such visits and observations, Engineer will keep

Owner informed of the progress of the Work and will
endeavor to guard Owner against defective Work.

B. Engineer’s visits and observations are subject
to all the limitations on Engineer’s authority and
responsibility set forth in Paragraph 9.09. Particularly, but
without limitation, during or as a result of Engineer's
visits or observations of Contractor's Work Engineer will
not supervise, direct, control, or have authority over or be
responsible for Contractor’s means, methods, techniques,
sequences, or procedures of construction, or the safety
precautions and programs incident thereto, or for any
failure of Contractor to comply with Laws and
Regulations applicable to the performance of the Work.
9.03 Project Representative
A. If Owner and Engineer agree, Engineer will
furnish a Resident Project Representative to assist
Engineer in providing more extensive observation of the
Work. The authority and responsibilities of any such
Resident Project Representative and assistants will be as
provided in the Supplementary Conditions, and
limitations on the responsibilities thereof will be as
provided in Paragraph 9.09. If Owner designates another
representative or agent to represent Owner at the Site who
is not Engineer’s consultant, agent or employee, the
responsibilities and authority and limitations thereon of
such other individual or entity will be as provided in the
Supplementary Conditions.

9.04  Authorized Variations in Work

A. Engineer may authorize minor variations in
the Work from the requirements of the Contract
Documents which do not involve an adjustment in the
Contract Price or the Contract Times and are compatible
with the design concept of the completed Project as a
functioning whole as indicated by the Contract Docu-
ments. These may be accomplished by a Field Order and
will be binding on Owner and also on Contractor, who
shall perform the Work involved promptly. If Owner or
Contractor believes that a Field Order justifies an
adjustment in the Contract Price or Contract Times, or
both, and the parties are unable to agree on entitlement to
or on the amount or extent, if any, of any such adjustment
, a Claim may be made therefor as provided in Paragraph
10.05.
9.05 Rejecting Defective Work

A. Engineer will have authority to reject Work
which Engineer believes to be defective, or that Engineer
believes will not produce a completed Project that
conforms to the Contract Documents or that will prejudice
the integrity of the design concept of the completed
Project as a functioning whole as indicated by the
Contract Documents. Engineer will also have authority to
require special inspection or testing of the Work as
provided in Paragraph 13.04, whether or not the Work is
fabricated, installed, or completed.
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9.06 Shop Drawings, Change Orders and Payments
A. In connection with Engineer’s authority, and
limitations thereof, as to Shop Drawings and Samples, see
Paragraph 6.17.

B. In connection with Engineer’s authority, and
limitations thereof, as to design calculations and design
drawings submitted in response to a delegation of
professional design services, if any, see Paragraph 6.21.

C. In connection with Engineer’s authority as to
Change Orders, see Articles 10, 11, and 12.

D. In connection with Engineer’s authority as to
Applications for Payment, see Article 14.
9.07 Determinations for Unit Price Work
A. Engineer will determine the actual quantities
and classifications of Unit Price Work performed by
Contractor. Engineer will review with Contractor the
Engineer’s preliminary determinations on such matters
before rendering a written decision thereon (by
recommendation of an Application for Payment or
otherwise). Engineer’s written decision thereon will be
final and binding (except as modified by Engineer to
reflect changed factual conditions or more accurate data)
upon Owner and Contractor, subject to the provisions of
Paragraph 10.05.

9.08 Decisions on  Requirements
Documents and Acceptability of Work

of Contract

A. Engineer will be the initial interpreter of the
requirements of the Contract Documents and judge of the
acceptability of the Work thereunder. All matters in
question and other matters between Owner and Contractor
arising prior to the date final payment is due relating to
the acceptability of the Work, and the interpretation of the
requirements of the Contract Documents pertaining to the
performance of the Work, will be referred initially to
Engineer in writing within 30 days of the event giving rise
to the question

B. Engineer will, with reasonable promptness,
render a written decision on the issue referred. If Owner
or Contractor believe that any such decision entitles them
to an adjustment in the Contract Price or Contract Times
or both, a Claim may be made under Paragraph 10.05.
The date of Engineer’s decision shall be the date of the
event giving rise to the issues referenced for the purposes
of Paragraph 10.05.B.

C. Engineer’s written decision on the issue
referred will be final and binding on Owner and
Contractor, subject to the provisions of Paragraph 10.05.

D. When functioning as interpreter and judge
under this Paragraph 9.08, Engineer will not show

partiality to Owner or Contractor and will not be liable in
connection with any interpretation or decision rendered in
good faith in such capacity.

9.09 Limitations
Responsibilities

on Engineer’s Authority and

A. Neither Engineer’s authority or responsibility
under this Article 9 or under any other provision of the
Contract Documents nor any decision made by Engineer
in good faith either to exercise or not exercise such
authority or responsibility or the undertaking, exercise, or
performance of any authority or responsibility by
Engineer shall create, impose, or give rise to any duty in
contract, tort, or otherwise owed by Engineer to
Contractor, any Subcontractor, any Supplier, any other
individual or entity, or to any surety for or employee or
agent of any of them.

B. Engineer will not supervise, direct, control, or
have authority over or be responsible for Contractor’s
means, methods, techniques, sequences, or procedures of
construction, or the safety precautions and programs
incident thereto, or for any failure of Contractor to
comply with Laws and Regulations applicable to the
performance of the Work. Engineer will not be respon-
sible for Contractor’s failure to perform the Work in
accordance with the Contract Documents.

C. Engineer will not be responsible for the acts
or omissions of Contractor or of any Subcontractor, any
Supplier, or of any other individual or entity performing
any of the Work.

D. Engineer’s review of the final Application for
Payment and accompanying documentation and all
maintenance and operating instructions, schedules,
guarantees, bonds, certificates of inspection, tests and
approvals, and other documentation required to be
delivered by Paragraph 14.07.A will only be to determine
generally that their content complies with the require-
ments of, and in the case of certificates of inspections,
tests, and approvals that the results certified indicate
compliance with the Contract Documents.

E. The limitations upon authority and responsi-
bility set forth in this Paragraph 9.09 shall also apply to,
the Resident Project Representative, if any, and assistants,
if any.

ARTICLE 10 - CHANGES IN THE WORK; CLAIMS

10.01  Authorized Changes in the Work

A. Without invalidating the Contract and without
notice to any surety, Owner may, at any time or from time
to time, order additions, deletions, or revisions in the
Work by a Change Order, or a Work Change Directive.
Upon receipt of any such document, Contractor shall
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promptly proceed with the Work involved which will be
performed under the applicable conditions of the Contract
Documents (except as otherwise specifically provided).

B. If Owner and Contractor are unable to agree
on entitlement to, or on the amount or extent, if any, of an
adjustment in the Contract Price or Contract Times, or
both, that should be allowed as a result of a Work Change
Directive, a Claim may be made therefor as provided in
Paragraph 10.05.

10.02  Unauthorized Changes in the Work

A.Contractor shall not be entitled to an increase
in the Contract Price or an extension of the Contract
Times with respect to any work performed that is not
required by the Contract Documents as amended,
modified, or supplemented as provided in Paragraph 3.04,
except in the case of an emergency as provided in
Paragraph 6.16 or in the case of uncovering Work as
provided in Paragraph 13.04.B.

10.03  Execution of Change Orders

A. Owner and Contractor shall execute appropri-
ate Change Orders recommended by Engineer covering:

1. changes in the Work which are: (i) ordered by
Owner pursuant to Paragraph 10.01.A, (ii) required
because of acceptance of defective Work under Paragraph
13.08.A or Owner’s cotrection of defective Work under
Paragraph 13.09, or (iii) agreed to by the parties;

2. changes in the Contract Price or Contract
Times which are agreed to by the parties, including any
undisputed sum or amount of time for Work actually
performed in accordance with a Work Change Directive;
and

3. changes in the Contract Price or Contract
Times which embody the substance of any written
decision rendered by Engineer pursuant to Paragraph
10.05; provided that, in lieu of executing any such
Change Order, an appeal may be taken from any such
decision in accordance with the provisions of the Contract
Documents and applicable Laws and Regulations, but
during any such appeal, Contractor shall carry on the
Work and adhere to the Progress Schedule as provided in
Paragraph 6.18.A.

10.04  Notification fo Surety

A. If notice of any change affecting the general
scope of the Work or the provisions of the Contract
Documents (including, but not limited to, Contract Price
or Contract Times) is required by the provisions of any
bond to be given to a surety, the giving of any such notice
will be Contractor’s responsibility. The amount of each
applicable bond will be adjusted to reflect the effect of
any such change.

10.05 Claims

A. Engineer’s Decision Required: All Claims,
except those waived pursuant to Paragraph 14.09, shall be
referred to the Engineer for decision. A decision by
Engineer shall be required as a condition precedent to any
exercise by Owner or Contractor of any rights or remedies
either may otherwise have under the Contract Documents
or by Laws and Regulations in respect of such Claims.

B. Notice: Written notice stating the general
nature of each Claim, shall be delivered by the claimant to
Engineer and the other party to the Contract promptly (but
in no event later than 30 days) after the start of the event
giving rise thereto. The responsibility to substantiate a
Claim shall rest with the party making the Claim. Notice
of the amount or extent of the Claim, with supporting data
shall be delivered to the Engineer and the other party to
the Contract within 60 days after the start of such event
(unless Engineer allows additional time for claimant to
submit additional or more accurate data in support of such
Claim). A Claim for an adjustment in Contract Price shall
be prepared in accordance with the provisions of
Paragraph 12.01.B. A Claim for an adjustment in Contract
Time shall be prepared in accordance with the provisions
of Paragraph 12.02.B. Each Claim shall be accompanied
by claimant's written statement that the adjustment
claimed is the entire adjustment to which the claimant
believes it is entitled as a result of said event. The
opposing party shall submit any response to Engineer and
the claimant within 30 days after receipt of the claimant’s
last submittal (unless Engineer allows additional time).

C. Engineer’s Action: Engineer will review each
Claim and, within 30 days after receipt of the last
submittal of the claimant or the last submittal of the
opposing party, if any, take one of the following actions
in writing:

1. deny the Claim in whole or in part,
2. approve the Claim, or

3. notify the parties that the Engineer is unable to
resolve the Claim if, in the Engineer’s sole discretion, it
would be inappropriate for the Engineer to do so. For
purposes of further resolution of the Claim, such notice
shall be deemed a denial.

D. In the event that Engineer does not take action
on a Claim within said 30 days, the Claim shall be
deemed denied.

E. Engineer’s written action under Paragraph
10.05.C or denial pursuant to Paragraphs 10.05.C.3 or
10.05.D will be final and binding upon Owner and
Contractor, unless Owner or Contractor invoke the
dispute resolution procedure set forth in Article 16 within
30 days of such action or denial.

EJCDC C-700 Standard General Conditions of the Construction Contract.
Copyright © 2002 National Society of Professional Engineers for EJCDC. All rights reserved.

00700 - 29




F. No Claim for an adjustment in Contract Price
or Contract Times will be valid if not submitted in
accordance with this Paragraph 10.05.

ARTICLE 11 COST OF
ALLOWANCES; UNIT PRICE WORK

THE WORK;

11.01  Cost of the Work

A. Costs Included: The term Cost of the Work
means the sum of all costs, except those excluded in
Paragraph 11.01.B, necessarily incurred and paid by
Contractor in the proper performance of the Work. When
the value of any Work covered by a Change Order or
when a Claim for an adjustment in Contract Price is
determined on the basis of Cost of the Work, the costs to
be reimbursed to Contractor will be only those additional
or incremental costs required because of the change in the
Work or because of the event giving rise to the Claim.
Except as otherwise may be agreed to in writing by
Owner, such costs shall be in amounts no higher than
those prevailing in the locality of the Project, shall include
only the following items, and shall not include any of the
costs itemized in Paragraph 11.01.B.

1. Payroll costs for employees in the direct
employ of Contractor in the performance of the Work
under schedules of job classifications agreed upon by
Owner and Contractor. Such employees shall include,
without limitation, superintendents, foremen, and other
personnel employed full time at the Site. Payroll costs for
employees not employed full time on the Work shall be
apportioned on the basis of their time spent on the Work.
Payroll costs shall include, but not be limited to, salaries
and wages plus the cost of fringe benefits, which shall
include social security contributions, unemployment,
excise, and payroll taxes, workers’ compensation, health
and retirement benefits, bonuses, sick leave, vacation and
holiday pay applicable thereto. The expenses of
performing Work outside of regular working hours, on
Saturday, Sunday, or legal holidays, shall be included in
the above to the extent authorized by Owner.

2. Cost of all materials and equipment furnished
and incorporated in the Work, including costs of
transportation and storage thereof, and Suppliers’ field
services required in connection therewith. All cash
discounts shall accrue to Contractor unless Owner
deposits funds with Contractor with which to make pay-
ments, in which case the cash discounts shall accrue to
Owner. All trade discounts, rebates and refunds and
returns from sale of surplus materials and equipment shall
accrue to Owner, and Contractor shall make provisions so
that they may be obtained.

3. Payments made by Contractor to
Subcontractors for Work performed by Subcontractors. If
required by Owner, Contractor shall obtain competitive
bids from subcontractors acceptable to Owner and

Contractor and shall deliver such bids to Owner, who will
then determine, with the advice of Engineer, which bids,
if any, will be acceptable. If any subcontract provides that
the Subcontractor is to be paid on the basis of Cost of the
Work plus a fee, the Subcontractor’s Cost of the Work
and fee shall be determined in the same manner as
Contractor’s Cost of the Work and fee as provided in this
Paragraph 11.01.

4. Costs of special consultants (including but not
limited to Engineers, architects, testing laboratories,
surveyors, attorneys, and accountants) employed for
services specifically related to the Work.

5. Supplemental costs including the following:

a. The proportion of necessary transportation,
travel, and subsistence expenses of Contractor’s
employees incurred in discharge of duties
connected with the Work.

b. Cost, including transportation and mainte-
nance, of all materials, supplies, equipment,
machinery, appliances, office, and temporary
facilities at the Site, and hand tools not owned by
the workers, which are consumed in the perfor-
mance of the Work, and cost, less market value,
of such items used but not consumed which
remain the property of Contractor.

c. Rentals of all construction equipment and
machinery, and the parts thereof whether rented
from Contractor or others in accordance with
rental agreements approved by Owner with the
advice of Engineer, and the costs of
transportation, loading, unloading, assembly,
dismantling, and removal thereof. All such costs
shall be in accordance with the terms of said
rental agreements. The rental of any such equip-
ment, machinery, or parts shall cease when the
use thereof is no longer necessary for the Work.

d. Sales, consumer, use, and other similar taxes
related to the Work, and for which Contractor is
liable, imposed by Laws and Regulations.

e. Deposits lost for causes other than negligence
of Contractor, any Subcontractor, or anyone
directly or indirectly employed by any of them or
for whose acts any of them may be liable, and
royalty payments and fees for permits and
licenses.

f Losses and damages (and related expenses)
caused by damage to the Work, not compensated
by insurance or otherwise, sustained by
Contractor in connection with the performance
of the Work (except losses and damages within
the deductible amounts of property insurance
established in accordance with Paragraph
5.06.D), provided such losses and damages have
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resulted from causes other than the negligence of
Contractor, any Subcontractor, or anyone
directly or indirectly employed by any of them or
for whose acts any of them may be liable. Such
losses shall include settlements made with the
written consent and approval of Owner. No such
losses, damages, and expenses shall be included
in the Cost of the Work for the purpose of
determining Contractor’s fee.

g. The cost of utilities, fuel, and sanitary
facilities at the Site.

h. Minor expenses such as telegrams, long
distance telephone calls, telephone service at the
Site, expresses, and similar petty cash items in
connection with the Work.

i. The costs of premiums for all bonds and
insurance Contractor is required by the Contract
Documents to purchase and maintain.

B. Costs Excluded: The term Cost of the Work
shall not include any of the following items:

1. Payroll costs and other compensation of
Contractor’s  officers, executives, principals (of
partnerships and sole proprietorships), general managers,
safety managers, engineers, architects, estimators, attor-
neys, auditors, accountants, purchasing and contracting
agents, expediters, timekeepers, clerks, and other
personnel employed by Contractor, whether at the Site or
in Contractor’s principal or branch office for general
administration of the Work and not specifically included
in the agreed upon schedule of job classifications referred
to in Paragraph 11.01.A.1 or specifically covered by
Paragraph 11.01.A.4, all of which are to be considered
administrative costs covered by the Contractor’s fee.

2. Expenses of Contractor’s principal and branch
offices other than Contractor’s office at the Site.

3. Any part of Contractor’s capital expenses,
including interest on Contractor’s capital employed for
the Work and charges against Contractor for delinquent
payments.

4. Costs due to the negligence of Contractor, any
Subcontractor, or anyone directly or indirectly employed
by any of them or for whose acts any of them may be
liable, including but not limited to, the correction of
defective Work, disposal of materials or equipment
wrongly supplied, and making good any damage to

property.

5. Other overhead or general expense costs of
any kind and the costs of any item not specifically and
expressly included in Paragraphs 11.01.A and 11.01.B.

C. Contractor’s Fee: When all the Work is
performed on the basis of cost-plus, Contractor’s fee shall

be determined as set forth in the Agreement. When the
value of any Work covered by a Change Order or when a
Claim for an adjustment in Contract Price is determined
on the basis of Cost of the Work, Contractor’s fee shall be
determined as set forth in Paragraph 12.01.C.

D. Documentation: Whenever the Cost of the
Work for any purpose is to be determined pursuant to
Paragraphs 11.01.A and 11.01.B, Contractor will establish
and maintain records thereof in accordance with generally
accepted accounting practices and submit in a form
acceptable to Engineer an itemized cost breakdown
together with supporting data.

11.02  Allowances

A. It is understood that Contractor has included
in the Contract Price all allowances so named in the
Contract Documents and shall cause the Work so covered
to be performed for such sums and by such persons or
entitics as may be acceptable to Owner and Engineer.

B. Cash Allowances
1. Contractor agrees that:

a. the cash allowances include the cost to
Contractor (less any applicable trade discounts)
of materials and equipment required by the
allowances to be delivered at the Site, and all
applicable taxes; and

b. Contractor’s costs for unloading and handling
on the Site, labor, installation , overhead, profit,
and other expenses contemplated for the cash
allowances have been included in the Contract
Price and not in the allowances, and no demand
for additional payment on account of any of the
foregoing will be valid.

C. Contingency Allowance

1. Contractor agrees that a contingency
allowance, if any, is for the sole use of Owner to cover
unanticipated costs.

D. Prior to final payment, an appropriate Change
Order will be issued as recommended by Engineer to
reflect actual amounts due Contractor on account of Work
covered by allowances, and the Contract Price shall be
correspondingly adjusted.

11.03  Unit Price Work

A. Where the Contract Documents provide that
ali or part of the Work is to be Unit Price Work, initially
the Contract Price will be deemed to include for all Unit
Price Work an amount equal to the sum of the unit price
for each separately identified item of Unit Price Work
times the estimated quantity of each item as indicated in
the Agreement.
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B. The estimated quantities of items of Unit
Price Work are not guaranteed and are solely for the
purpose of comparison of Bids and determining an initial
Contract Price. Determinations of the actual quantities
and classifications of Unit Price Work performed by
Contractor will be made by Engineer subject to the
provisions of Paragraph 9.07.

C. Each unit price will be deemed to include an
amount considered by Contractor to be adequate to cover
Contractor’s overhead and profit for each separately
identified item.

D. Owner or Contractor may make a Claim for
an adjustment in the Contract Price in accordance with
Paragraph 10.05 if:

1. the quantity of any item of Unit Price Work
performed by Contractor differs materially and signifi-
cantly from the estimated quantity of such item indicated
in the Agreement; and

2. there is no corresponding adjustment with
respect any other item of Work; and

3. Contractor believes that Contractor is entitled
to an increase in Contract Price as a result of having
incurred additional expense or Owner believes that Owner
is entitled to a decrease in Contract Price and the parties
are unable to agree as to the amount of any such increase
or decrease.

ARTICLE 12 - CHANGE OF CONTRACT PRICE;
CHANGE OF CONTRACT TIMES

12.01  Change of Contract Price

A. The Contract Price may only be changed by a
Change Order. Any Claim for an adjustment in the
Contract Price shall be based on written notice submitted
by the party making the Claim to the Engineer and the
other party to the Contract in accordance with the
provisions of Paragraph 10.05.

B. The value of any Work covered by a Change
Order or of any Claim for an adjustment in the Contract
Price will be determined as follows:

1. where the Work involved is covered by unit
prices contained in the Contract Documents, by applica-
tion of such unit prices to the quantities of the items
involved (subject to the provisions of Paragraph 11.03);
or

2. where the Work involved is not covered by
unit prices contained in the Contract Documents, by a
mutually agreed lump sum (which may include an

allowance for overhcad and profit not necessarily in
accordance with Paragraph 12.01.C.2); or

3. where the Work involved is not covered by
unit prices contained in the Contract Documents and
agreement to a lump sum is not reached under Paragraph
12.01.B.2, on the basis of the Cost of the Work
(determined as provided in Paragraph 11.01) plus a
Contractor’s fee for overhead and profit (determined as
provided in Paragraph 12.01.C).

C. Contractor’s Fee: The Contractor’s fee for
overhead and profit shall be determined as follows:

1. a mutually acceptable fixed fee; or

2. if a fixed fee is not agreed upon, then a fee
based on the following percentages of the various portions
of the Cost of the Work:

a. for costs incurred under Paragraphs 11.01.A.1
and 11.01.A.2, the Contractor’s fee shall be 15
percent;

b. for costs incurred under Paragraph 11.01.A.3,
the Contractor’s fee shall be five percent;

c. where one or more tiers of subcontracts are on
the basis of Cost of the Work plus a fee and no
fixed fee is agreed upon, the intent of Paragraph
12.01.C.2.a is that the Subcontractor who
actually performs the Work, at whatever tier, will
be paid a fee of 15 percent of the costs incurred
by such Subcontractor under Paragraphs
11.01.A.1 and 11.01.A.2 and that any higher tier
Subcontractor and Contractor will each be paid a
fee of five percent of the amount paid to the next
lower tier Subcontractor;

d. no fee shall be payable on the basis of costs
itemized under Paragraphs 11.01.A.4, 11.01.A.5,
and 11.01.B;

e. the amount of credit to be allowed by
Contractor to Owner for any change which
results in a net decrease in cost will be the
amount of the actual net decrease in cost plus a
deduction in Contractor’s fee by an amount equal
to five percent of such net decrease; and

f. when both additions and credits are involved
in any one change, the adjustment in
Contractor’s fee shall be computed on the basis
of the net change in accordance with Paragraphs
12.01.C.2.a through 12.01.C.2.e, inclusive.

12.02  Change of Contract Times
A. The Contract Times may only be changed by

a Change Order. Any Claim for an adjustment in the
Contract Times shall be based on written notice submitted
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by the party making the Claim to the Engineer and the
other party to the Contract in accordance with the
provisions of Paragraph 10.05.

B. Any adjustment of the Contract Times
covered by a Change Order or any Claim for an
adjustment in the Contract Times will be determined in
accordance with the provisions of this Article 12.

12.03  Delays

A. Where Contractor is prevented from
completing any part of the Work within the Contract
Times due to delay beyond the control of Contractor, the
Contract Times will be extended in an amount equal to
the time lost due to such delay if a Claim is made therefor
as provided in Paragraph 12.02.A. Delays beyond the
control of Contractor shall include, but not be limited to,
acts or neglect by Owner, acts or neglect of utility owners
or other contractors performing other work as contemplat-
ed by Article 7, fires, floods, epidemics, abnormal
weather conditions, or acts of God.

B. If Owner, Engineer, or other contractors or
utility owners performing other work for Owner as
contemplated by Article 7, or anyone for whom Owner is
responsible, delays, disrupts, or interferes with the
performance or progress of the Work, then Contractor
shall be entitled to an equitable adjustment in the Contract
Price or the Contract Times , or both. Contractor’s
entitlement to an adjustment of the Contract Times is
conditioned on such adjustment being essential to
Contractor’s ability to complete the Work within the
Contract Times.

C If Contractor is delayed in the performance or
progress of the Work by fire, flood, epidemic, abnormal
weather conditions, acts of God, acts or failures to act of
utility owners not under the control of Owner, or other
causes not the fault of and beyond control of Owner and
Contractor, then Contractor shall be entitled to an
equitable adjustment in Contract Times, if such
adjustment is essential to Contractor’s ability to complete
the Work within the Contract Times. Such an adjustment
shall be Contractor’s sole and exclusive remedy for the
delays described in this Paragraph 12.03.C.

D. Owner, Engineer and the Related Entities of
each of them shall not be liable to Contractor for any
claims, costs, losses, or damages (including but not
limited to all fees and charges of Engineers, architects,
attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) sustained by
Contractor on or in connection with any other project or
anticipated project.

E. Contractor shall not be entitled to an
adjustment in Contract Price or Contract Times for delays
within the control of Contractor. Delays attributable to
and within the control of a Subcontractor or Supplier shall
be deemed to be delays within the control of Contractor.

ARTICLE 13 - TESTS AND INSPECTIONS;
CORRECTION, REMOVAL OR ACCEPTANCE OF
DEFECTIVE WORK

13.01  Notice of Defects

A. Prompt notice of all defective Work of which
Owner or Engineer has actual knowledge will be given to
Contractor. All defective Work may be rejected,
corrected, or accepted as provided in this Article 13.

13.02  Access to Work

A. Owner, Engineer, their consultants and other
representatives and personnel of Owner, independent
testing laboratories, and governmental agencies with
jurisdictional interests will have access to the Site and the
Work at reasonable times for their observation,
inspecting, and testing. Contractor shall provide them
proper and safe conditions for such access and advise
them of Contractor’s Site safety procedures and programs
so that they may comply therewith as applicable.

13.03  Tests and Inspections

A. Contractor shall give Engineer timely notice
of readiness of the Work for all required inspections,
tests, or approvals and shall cooperate with inspection and
testing personnel to facilitate required inspections or tests.

B. Owner shall employ and pay for the services
of an independent testing laboratory to perform all
inspections, tests, or approvals required by the Contract
Documents except:

1. for inspections, tests, or approvals covered by
Paragraphs 13.03.C and 13.03.D below;

2. that costs incurred in connection with tests or
inspections conducted pursuant to Paragraph 13.04.B
shall be paid as provided in said Paragraph 13.04.C; and

3. as otherwise specifically provided in the Con-
tract Documents.

C. If Laws or Regulations of any public body
having jurisdiction require any Work (or part thereof)
specifically to be inspected, tested, or approved by an
employee or other representative of such public body,
Contractor shall assume full responsibility for arranging
and obtaining such inspections, tests, or approvals, pay all
costs in connection therewith, and furnish Engineer the
required certificates of inspection or approval.

D. Contractor shall be responsible for arranging
and obtaining and shall pay all costs in connection with
any inspections, tests, or approvals required for Owner’s
and Engineer’s acceptance of materials or equipment to
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be incorporated in the Work; or acceptance of materials,
mix designs, or equipment submitted for approval prior to
Contractor’s purchase thereof for incorporation in the
Work. Such inspections, tests, or approvals shall be
performed by organizations acceptable to Owner and
Engineer.

E. If any Work (or the work of others) that is to
be inspected, tested, or approved is covered by Contractor
without written concurrence of Engineer, it must, if
requested by Engineer, be uncovered for observation.

F. Uncovering Work as provided in Paragraph
13.03.E shall be at Contractor’s expense unless
Contractor has given Engineer timely notice of
Contractor’s intention to cover the same and Engineer has
not acted with reasonable promptness in response to such
notice.

13.04  Uncovering Work

A. If any Work is covered contrary to the written
request of Engineer, it must, if requested by Engineer, be
uncovered for Engineer’s observation and replaced at
Contractor’s expense.

B. If Engineer considers it necessary or advisable
that covered Work be observed by Engineer or inspected
or tested by others, Contractor, at Engineer’s request,
shall uncover, expose, or otherwise make available for
observation, inspection, or testing as Engineer may
require, that portion of the Work in question, furnishing
all necessary labor, material, and equipment.

C. If it is found that the uncovered Work is
defective, Contractor shall pay all claims, costs, losses,
and damages (including but not limited to all fees and
charges of engineers, architects, attorneys, and other
professionals and all court or arbitration or other dispute
resolution costs) arising out of or relating to such
uncovering, exposure, observation, inspection, and
testing, and of satisfactory replacement or reconstruction
(including but not limited to all costs of repair or
replacement of work of others); and Owner shall be
entitled to an appropriate decrease in the Contract Price. If
the parties are unable to agree as to the amount thereof,
Owner may make a Claim therefor as provided in
Paragraph 10.05.

D. If, the uncovered Work is not found to be
defective, Contractor shall be allowed an increase in the
Contract Price or an extension of the Contract Times, or
both, directly attributable to such uncovering, exposure,
observation, inspection, testing, replacement, and
reconstruction. If the parties are unable to agree as to the
amount or extent thereof, Contractor may make a Claim
therefor as provided in Paragraph 10.05.

13.05  Owner May Stop the Work

A. If the Work is defective, or Contractor fails to
supply sufficient skilled workers or suitable materials or
equipment, or fails to perform the Work in such a way
that the completed Work will conform to the Contract
Documents, Owner may order Contractor to stop the
Work, or any portion thereof, until the cause for such
order has been eliminated; however, this right of Owner
to stop the Work shall not give rise to any duty on the part
of Owner to exercise this right for the benefit of
Contractor, any Subcontractor, any Supplier, any other
individual or entity, or any surety for, or employee or
agent of any of them.

13.06  Correction or Removal of Defective Work

A. Promptly after receipt of notice, Contractor
shall correct all defective Work, whether or not
fabricated, installed, or completed, or, if the Work has
been rejected by Engineer, remove it from the Project and
replace it with Work that is not defective. Contractor shall
pay all claims, costs, losses, and damages (including but
not limited to all fees and charges of engineers, architects,
attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) arising out of
or relating to such correction or removal (including but
not limited to all costs of repair or replacement of work of
others).

B. When correcting defective Work under the
terms of this Paragraph 13.06 or Paragraph 13.07,
Contractor shall take no action that would void or
otherwise impair Owner’s special warranty and guarantee,
if any, on said Work.

13.07  Correction Period

A. If within one year after the date of Substantial
Completion (ot such longer period of time as may be
prescribed by the terms of any applicable special
guarantee required by the Contract Documents) or by any
specific provision of the Contract Documents, any Work
is found to be defective, or if the repair of any damages to
the land or areas made available for Contractor’s use by
Owner or permitted by Laws and Regulations as
contemplated in Paragraph 6.11.A is found to be
defective, Contractor shall promptly, without cost to
Owner and in accordance with Owner’s written
instructions:

1. repair such defective land or areas; or

2. correct such defective Work; or

3. if the defective Work has been rejected by
Owner, remove it from the Project and replace it with
Work that is not defective, and

4. satisfactorily correct or repair or remove and

replace any damage to other Work, to the work of others
or other land or areas resulting therefrom.
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B. If Contractor does not promptly comply with
the terms of Owner’s written instructions, or in an
emergency where delay would cause serious risk of loss
or damage, Owner may have the defective Work
corrected or repaired or may have the rejected Work re-
moved and replaced. All claims, costs, losses, and
damages (including but not limited to all fees and charges
of engineers, architects, attorneys, and other professionals
and all court or arbitration or other dispute resolution
costs) arising out of or relating to such correction or repair
or such removal and replacement (including but not
limited to all costs of repair or replacement of work of
others) will be paid by Contractor.

C. In special circumstances where a particular
item of equipment is placed in continuous service before
Substantial Completion of all the Work, the correction
period for that item may start to run from an earlier date if
so provided in the Specifications .

D. Where defective Work (and damage to other
Work resulting therefrom) has been corrected or removed
and replaced under this Paragraph 13.07, the correction
period hereunder with respect to such Work will be
extended for an additional period of one year after such
correction or removal and replacement has been
satisfactorily completed.

E. Contractor’s obligations under this Paragraph
13.07 are in addition to any other obligation or warranty.
The provisions of this Paragraph 13.07 shall not be
construed as a substitute for or a waiver of the provisions
of any applicable statute of limitation or repose.

13.08  Acceptance of Defective Work

A. If, instead of requiring correction or removal
and replacement of defective Work, Owner (and, prior to
Engineer’s recommendation of final payment, Engineer)
prefers to accept it, Owner may do so. Contractor shall
pay all claims, costs, losses, and damages (including but
not limited to all fees and charges of engineers, architects,
attorneys, and other professionals and all court or
arbitration or other dispute resolution costs) attributable to
Owner’s evaluation of and determination to accept such
defective Work (such costs to be approved by Engineer as
to reasonableness) and the diminished value of the Work
to the extent not otherwise paid by Contractor pursuant to
this sentence. If any such acceptance occurs prior to
Engineer’s recommendation of final payment, a Change
Order will be issued incorporating the necessary revisions
in the Contract Documents with respect to the Work, and
Owner shall be entitled to an appropriate decrease in the
Contract Price, reflecting the diminished value of Work
so accepted. If the parties are unable to agree as to the
amount thereof, Owner may make a Claim therefor as
provided in Paragraph 10.05. If the acceptance occurs
after such recommendation, an appropriate amount will be
paid by Contractor to Owner.

13.09  Owner May Correct Defective Work

A. If Contractor fails within a reasonable time
after written notice from Engineer to correct defective
Work or to remove and replace rejected Work as required
by Engineer in accordance with Paragraph 13.06.A, or if
Contractor fails to perform the Work in accordance with
the Contract Documents, or if Contractor fails to comply
with any other provision of the Contract Documents,
Owner may, after seven days written notice to Contractor,
correct or remedy any such deficiency.

B. In exercising the rights and remedies under
this Paragraph 13.09, Owner shall proceed expeditiously.
In connection with such corrective or remedial action,
Owner may exclude Contractor from all or part of the
Site, take possession of all or part of the Work and
suspend Contractor’s services related thereto, take posses-
sion of Contractor’s tools, appliances, construction
equipment and machinery at the Site, and incorporate in
the Work all materials and equipment stored at the Site or
for which Owner has paid Contractor but which are stored
elsewhere. Contractor shall allow Owner, Owner’s
representatives, agents and employees, Owner’s other
contractors, and Engineer and Engineer’s consultants
access to the Site to enable Owner to exercise the rights
and remedies under this Paragraph.

C. All claims, costs, losses, and damages
(including but not limited to all fees and charges of
engineers, architects, attorneys, and other professionals
and all court or arbitration or other dispute resolution
costs) incurred or sustained by Owner in exercising the
rights and remedies under this Paragraph 13.09 will be
charged against Contractor, and a Change Order will be
issued incorporating the necessary revisions in the
Contract Documents with respect to the Work; and Owner
shall be entitled to an appropriate decrease in the Contract
Price. If the parties are unable to agree as to the amount of
the adjustment, Owner may make a Claim therefor as
provided in Paragraph 10.05. Such claims, costs, losses
and damages will include but not be limited to all costs of
repair, or replacement of work of others destroyed or
damaged by correction, removal, or replacement of
Contractor’s defective Work.

D. Contractor shall not be allowed an extension
of the Contract Times because of any delay in the
performance of the Work attributable to the exercise by
Owner of Owner’s rights and remedies under this
Paragraph 13.09.

ARTICLE 14 - PAYMENTS TO CONTRACTOR AND
COMPLETION

14.01  Schedule of Values

A. The Schedule of Values established as provid-
ed in Paragraph 2.07.A will serve as the basis for progress
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payments and will be incorporated into a form of Applica-
tion for Payment acceptable to Engineer. Progress
payments on account of Unit Price Work will be based on
the number of units completed.

14.02  Progress Payments

A. Applications for Payments

1. At least 20 days before the date established in
the Agreement for each progress payment (but not more
often than once a month), Contractor shall submit to
Engineer for review an Application for Payment filled out
and signed by Contractor covering the Work completed as
of the date of the Application and accompanied by such
supporting documentation as is required by the Contract
Documents. If payment is requested on the basis of
materials and equipment not incorporated in the Work but
delivered and suitably stored at the Site or at another
location agreed to in writing, the Application for Payment
shall also be accompanied by a bill of sale, invoice, or
other documentation warranting that Owner has received
the materials and equipment free and clear of all Liens
and evidence that the materials and equipment are
covered by appropriate property insurance or other
arrangements to protect Owner’s interest therein, all of
which must be satisfactory to Owner.

2. Beginning with the second Application for
Payment, each Application shall include an affidavit of
Contractor stating that all previous progress payments
received on account of the Work have been applied on
account to discharge Contractor’s legitimate obligations
associated with prior Applications for Payment.

3. The amount of retainage with respect to
progress payments will be as stipulated in the Agreement.

B. Review of Applications

1. Engineer will, within 10 days after receipt of
each Application for Payment, either indicate in writing a
recommendation of payment and present the Application
to Owner or return the Application to Contractor
indicating in writing Engineer’s reasons for refusing to
recommend payment. In the latter case, Contractor may
make the necessary corrections and resubmit the
Application.

2. Engineer’s recommendation of any payment
requested in an Application for Payment will constitute a
representation by Engineer to Owner, based on Engineer’s
observations on the Site of the executed Work as an
experienced and qualified design professional and on
Engineer's review of the Application for Payment and the
accompanying data and schedules, that to the best of
Engineer’s knowledge, information and belief:

a. the Work has progressed to the point indicat-
ed;

b. the quality of the Work is generally in accor-
dance with the Contract Documents (subject to
an evaluation of the Work as a functioning whole
prior to or upon Substantial Completion, to the
results of any subsequent tests called for in the
Contract Documents, to a final determination of
quantities and classifications for Unit Price Work
under Paragraph 9.07, and to any other
qualifications stated in the recommendation); and

c. the conditions precedent to Contractor’s being
entitled to such payment appear to have been
fulfilled in so far as it is Engineer’s
responsibility to observe the Work.

3. By recommending any such payment Engineer
will not thereby be deemed to have represented that:

a. inspections made to check the quality or the
quantity of the Work as it has been performed
have been exhaustive, extended to every aspect
of the Work in progress, or involved detailed
inspections of the Work beyond the responsi-
bilities specifically assigned to Engineer in the
Contract Documents; or

b. that there may not be other matters or issues
between the parties that might entitle Contractor
to be paid additionally by Owner or entitle
Owner to withhold payment to Contractor.

4. Neither Engineer’s review of Contractor’s
Work for the purposes of recommending payments nor
Engineet’s recommendation of any payment, including
final payment, will impose responsibility on Engineer:

a. to supervise, direct, or control the Work, or

b. for the means, methods, techniques,
sequences, or procedures of construction, or the
safety precautions and programs incident thereto,
or

¢. for Contractor’s failure to comply with Laws
and Regulations applicable to Contractor’s
performance of the Work, or

d. to make any examination to ascertain how or
for what purposes Contractor has used the
moneys paid on account of the Contract Price, or

e. to determine that title to any of the Work,
materials, or equipment has passed to Owner free
and clear of any Liens.

5. Engineer may refuse to recommend the whole
or any part of any payment if, in Engineer’s opinion, it
would be incorrect to make the representations to Owner
stated in Paragraph 14.02.B.2. Engineer may also refuse
to recommend any such payment or, because of subse-
quently discovered evidence or the results of subsequent
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inspections or tests, revise or revoke any such payment
recommendation previously made, to such extent as may
be necessary in Engineer’s opinion to protect Owner from
loss because:

a. the Work is defective, or completed Work has
been damaged, requiring correction or replace-
ment;

b. the Contract Price has been reduced by
Change Orders;

c. Owner has been required to correct defective
Work or complete Work in accordance with
Paragraph 13.09; or

d. Engineer has actual knowledge of the
occurrence of any of the events enumerated in
Paragraph 15.02.A.

C. Payment Becomes Due

1. Ten days after presentation of the Application
for Payment to Owner with Engineer’s recommendation,
the amount recommended will (subject to the provisions
of Paragraph 14.02.D) become due, and when due will be
paid by Owner to Contractor.

D. Reduction in Payment

1. Owner may refuse to make payment of the full
amount recommended by Engineer because:

a. claims have been made against Owner on
account of Contractor’s performance or furnish-
ing of the Work;

b. Liens have been filed in connection with the
Work, except where Contractor has delivered a
specific bond satisfactory to Owner to secure the
satisfaction and discharge of such Liens;

c. there are other items entitling Owner to a
set-off against the amount recommended; or

d. Owner has actual knowledge of the occurrence
of any of the events enumerated in Paragraphs
14.02.B.5.a through 14.02.B.5.c or Paragraph
15.02.A.

2. If Owner refuses to make payment of the full
amount recommended by Engineer, Owner will give
Contractor immediate written notice (with a copy to
Engineer) stating the reasons for such action and promptly
pay Contractor any amount remaining after deduction of
the amount so withheld. Owner shall promptly pay
Contractor the amount so withheld, or any adjustment
thereto agreed to by Owner and Contractor, when
Contractor corrects to Owner’s satisfaction the reasons for
such action.

3. If it is subsequently determined that Owner’s
refusal of payment was not justified, the amount
wrongfully withheld shall be treated as an amount due as
determined by Paragraph 14.02.C.1.

14.03  Contractor's Warranty of Title

A. Contractor warrants and guarantees that title
to all Work, materials, and equipment covered by any
Application for Payment, whether incorporated in the
Project ot not, will pass to Owner no later than the time of
payment free and clear of all Liens.

14.04  Substantial Completion

A. When Contractor considers the entire Work
ready for its intended use Contractor shall notify Owner
and Engineer in writing that the entire Work is
substantially complete (except for items specifically listed
by Contractor as incomplete) and request that Engineer
issue a certificate of Substantial Completion.

B. Promptly after Contractor’s notification, ,
Owner, Contractor, and Engineer shall make an
inspection of the Work to determine the status of
completion. If Engineer does not consider the Work
substantially complete, Engineer will notify Contractor in
writing giving the reasons therefor.

C. If Engineer considers the Work substantially
complete, Engineer will deliver to Owner a tentative
certificate of Substantial Completion which shall fix the
date of Substantial Completion. There shall be attached to
the certificate a tentative list of items to be completed or
corrected before final payment. Owner shall have seven
days after receipt of the tentative certificate during which
to make written objection to Engineer as to any provisions
of the certificate or attached list. If, after considering such
objections, Engineer concludes that the Work is not
substantially complete, Engineer will within 14 days after
submission of the tentative certificate to Owner notify
Contractor in writing, stating the reasons therefor. If, after
consideration of Owner’s objections, Engineer considers
the Work substantially complete, Engineer will within
said 14 days execute and deliver to Owner and Contractor
a definitive certificate of Substantial Completion (with a
revised tentative list of items to be completed or correct-
ed) reflecting such changes from the tentative certificate
as Engineer believes justified after consideration of any
objections from Owner.

D. At the time of delivery of the tentative
certificate of Substantial Completion, Engineer will
deliver to Owner and Contractor a written recommen-
dation as to division of responsibilities pending final
payment between Owner and Contractor with respect to
security, operation, safety, and protection of the Work,
maintenance, heat, utilities, insurance, and warranties and
guarantees. Unless Owner and Contractor agree otherwise
in writing and so inform Engineer in writing prior to
Engineer’s issuing the definitive certificate of Substantial
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Completion, Engineer’s aforesaid recommendation will
be binding on Owner and Contractor until final payment.

E. Owner shall have the right to exclude
Contractor from the Site after the date of Substantial
Completion subject to allowing Contractor reasonable
access to complete or correct items on the tentative list.
14.05  Partial Utilization
A. Prior to Substantial Completion of all the
Work, Owner may use or occupy any substantially
completed part of the Work which has specifically been
identified in the Contract Documents, or which Owner,
Engineer, and Contractor agree constitutes a separately
functioning and usable part of the Work that can be used
by Owner for its intended purpose without significant
interference with Contractor’s performance of the
remainder of the Work, subject to the following condi-
tions.

1. Owner at any time may request Contractor in
writing to permit Owner to use or occupy any such part of
the Work which Owner believes to be ready for its
intended use and substantially complete. If and when
Contractor agrees that such part of the Work is
substantially complete, Contractor will certify to Owner
and Engineer that such part of the Work is substantially
complete and request Engineer to issue a certificate of
Substantial Completion for that part of the Work.

2. Contractor at any time may notify Owner and
Engineer in writing that Contractor considers any such
part of the Work ready for its intended use and substan-
tially complete and request Engineer to issuc a certificate
of Substantial Completion for that part of the Work.

3. Within a reasonable time after either such
request, Owner, Contractor, and Engineer shall make an
inspection of that part of the Work to determine its status
of completion. If Engineer does not consider that part of
the Work to be substantially complete, Engineer will
notify Owner and Contractor in writing giving the reasons
therefor. If Engineer considers that part of the Work to be
substantially complete, the provisions of Paragraph 14.04
will apply with respect to certification of Substantial
Completion of that part of the Work and the division of
responsibility in respect thereof and access thereto.

4. No use or occupancy or separate operation of
part of the Work may occur prior to compliance with the
requirements of Paragraph 5.10 regarding property
insurance.

14.06  Final Inspection

A. Upon written notice from Contractor that the
entire Work or an agreed portion thereof is complete,
Engineer will promptly make a final inspection with
Owner and Contractor and will notify Contractor in
writing of all particulars in which this inspection reveals

that the Work is incomplete or defective. Contractor shall
immediately take such measures as are necessary to
complete such Work or remedy such deficiencies.

14.07  Final Payment

A. Application for Payment

1. After Contractor has, in the opinion of
Engineer, satisfactorily completed all corrections

identified during the final inspection and has delivered, in
accordance with the Contract Documents, all maintenance
and operating instructions, schedules, guarantees, bonds,
certificates or other evidence of insurance certificates of
inspection, marked-up record documents (as provided in
Paragraph 6.12), and other documents, Contractor may
make application for final payment following the
procedure for progress payments.

2. The final Application for Payment shall be
accompanied (except as previously delivered) by:

a. all documentation called for in the Contract
Documents, including but not limited to the
evidence of insurance required by Paragraph
5.04.B.7,

b. consent of the surety, if any, to final payment;

c. a list of all Claims against Owner that
Contractor believes are unsettled; and

d. complete and legally effective releases or
waivers (satisfactory to Owner) of all Lien rights
arising out of or Liens filed in connection with
the Work.

3. In licu of the releases or waivers of Liens
specified in Paragraph 14.07.A.2 and as approved by
Owner, Contractor may furnish receipts or releases in full
and an affidavit of Contractor that: (i) the releases and
receipts include all labor, services, material, and
equipment for which a Lien could be filed; and (ii) all
payrolls, material and equipment bills, and other
indebtedness connected with the Work for which Owner
or Owner's property might in any way be responsible have
been paid or otherwise satisfied. If any Subcontractor or
Supplier fails to furnish such a release or receipt in full,
Contractor may furnish a bond or other collateral
satisfactory to Owner to indemnify Owner against any
Lien.

B. Engineer's Review of Application and
Acceptance

1. If, on the basis of Engineer’s observation of
the Work during construction and final inspection, and
Engineer’s review of the final Application for Payment
and accompanying documentation as required by the
Contract Documents, Engineer is satisfied that the Work
has been completed and Contractor’s other obligations

EJCDC C-700 Standard General Conditions of the Construction Contract.
Copyright © 2002 National Society of Professional Engineers for EJCDC. All rights reserved.

00700 - 38




under the Contract Documents have been fulfilled,
Engineer will, within ten days after receipt of the final
Application for Payment, indicate in writing Engineer’s
recommendation of payment and present the Application
for Payment to Owner for payment. At the same time
Engineer will also give written notice to Owner and
Contractor that the Work is acceptable subject to the
provisions of Paragraph 14.09. Otherwise, Engineer will
return the Application for Payment to Contractor, indicat-
ing in writing the reasons for refusing to recommend final
payment, in which case Contractor shall make the
necessary corrections and resubmit the Application for
Payment.

C. Payment Becomes Due

1. Thirty days after the presentation to Owner of
the Application for Payment and accompanying docu-
mentation, the amount recommended by Engineer, less
any sum Owner is entitled to set off against Engineer’s
recommendation, including but not limited to liquidated
damages, will become due and , will be paid by Owner to
Contractor.

14.08  Final Completion Delayed

A. If, through no fault of Contractor, final
completion of the Work is significantly delayed, and if
Engineer so confirms, Owner shall, upon receipt of
Contractor’s final Application for Payment (for Work
fully completed and accepted) and recommendation of
Engineer, and without terminating the Contract, make
payment of the balance due for that portion of the Work
fully completed and accepted. If the remaining balance to
be held by Owner for Work not fully completed or
corrected is less than the retainage stipulated in the
Agreement, and if bonds have been furnished as required
in Paragraph 5.01, the written consent of the surety to the
payment of the balance due for that portion of the Work
fully completed and accepted shall be submitted by
Contractor to Engineer with the Application for such
payment. Such payment shall be made under the terms
and conditions governing final payment, except that it
shall not constitute a waiver of Claims.

14.09  Waiver of Claims

A. The making and acceptance of final payment
will constitute:

1. a waiver of all Claims by Owner against
Contractor, except Claims arising from unsettied Liens,
from defective Work appearing after final inspection
pursuant to Paragraph 14.06, from failure to comply with
the Contract Documents or the terms of any special
guarantees specified therein, or from Contractor’s
continuing obligations under the Contract Documents;
and

2. a waiver of all Claims by Contractor against
Owner other than those previously made in accordance

with the requirements herein and expressly acknowledged
by Owner in writing as still unsettled.

ARTICLE 15 - SUSPENSION OF WORK AND
TERMINATION
15.01  Owner May Suspend Work

A. At any time and without cause, Owner may
suspend the Work or any portion thereof for a period of
not more than 90 consecutive days by notice in writing to
Contractor and Engineer which will fix the date on which
Work will be resumed. Contractor shall resume the Work
on the date so fixed. Contractor shall be granted an adjust-
ment in the Contract Price or an extension of the Contract
Times, or both, directly attributable to any such
suspension if Contractor makes a Claim therefor as
provided in Paragraph 10.05.

15.02  Owner May Terminate for Cause
A. The occurrence of any one or more of the
following events will justify termination for cause:

1. Contractor’s persistent failure to perform the
Work in accordance with the Contract Documents
(including, but not limited to, failure to supply sufficient
skilled workers or suitable materials or equipment or
failure to adhere to the Progress Schedule established
under Paragraph 2.07 as adjusted from time to time
pursuant to Paragraph 6.04);

2. Contractor’s disregard of Laws or Regulations
of any public body having jurisdiction;

3. Contractor’s disregard of the authority of
Engineer; or

4. Contractor’s violation in any substantial way
of any provisions of the Contract Documents.

B. If one or more of the events identified in
Paragraph 15.02.A occur, Owner may, after giving
Contractor (and surety ) seven days written notice of its
intent to terminate the services of Contractor:

1. exclude Contractor from the Site, and take
possession of the Work and of all Contractor’s tools,
appliances, construction equipment, and machinery at the
Site, and use the same to the full extent they could be
used by Contractor (without liability to Contractor for
trespass or conversion),

2. incorporate in the Work all materials and
equipment stored at the Site or for which Owner has paid
Contractor but which are stored elsewhere, and
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3. complete the Work as Owner may deem
expedient.

C. If Owner proceeds as provided in Paragraph
15.02.B, Contractor shall not be entitled to receive any
further payment until the Work is completed. If the
unpaid balance of the Contract Price exceeds all claims,
costs, losses, and damages (including but not limited to all
fees and charges of engineers, architects, attorneys, and
other professionals and all court or arbitration or other
dispute resolution costs) sustained by Owner arising out
of or relating to completing the Work, such excess will be
paid to Contractor. If such claims, costs, losses, and
damages exceed such unpaid balance, Contractor shall
pay the difference to Owner. Such claims, costs, losses,
and damages incurred by Owner will be reviewed by
Engineer as to their reasonableness and, when so
approved by Engineer, incorporated in a Change Order.
When exercising any rights or remedies under this
Paragraph Owner shall not be required to obtain the
lowest price for the Work performed.

D. Notwithstanding Paragraphs 15.02.8 and
15.02.C, Contractor’s services will not be terminated if
Contractor begins within seven days of receipt of notice
of intent to terminate to correct its failure to perform and
proceeds diligently to cure such failure within no more
than 30 days of receipt of said notice.

E. Where Contractor’s services have been so
terminated by Owner, the termination will not affect any
rights or remedies of Owner against Contractor then
existing or which may thereafter accrue. Any retention or
payment of moneys due Contractor by Owner will not
release Contractor from liability.

F. If and to the extent that Contractor has
provided a performance bond under the provisions of
Paragraph 5.01.A, the termination procedures of that bond
shall supersede the provisions of Paragraphs 15.02.B, and
15.02.C.
15.03  Owner May Terminate For Convenience
A. Upon seven days written notice to Contractor
and Engineer, Owner may, without cause and without
prejudice to any other right or remedy of Owner,

terminate the Contract. In such case, Contractor shall be
paid for (without duplication of any items):

1. completed and acceptable Work executed in
accordance with the Contract Documents prior to the
effective date of termination, including fair and
reasonable sums for overhead and profit on such Work;

2. expenses sustained prior to the effective date
of termination in performing services and furnishing
labor, materials, or equipment as required by the Contract
Documents in connection with uncompleted Work, plus
fair and reasonable sums for overhead and profit on such
expenses;

3. all claims, costs, losses, and damages
(including but not limited to all fees and charges of
engineers, architects, attorneys, and other professionals
and all court or arbitration or other dispute resolution
costs) incurred in settlement of terminated contracts with
Subcontractors, Suppliers, and others; and

4. reasonable expenses directly attributable to
termination.

B. Contractor shall not be paid on account of loss
of anticipated profits or revenue or other economic loss
arising out of or resulting from such termination.

15.04  Contractor May Stop Work or Terminate

A. If, through no act or fault of Contractor, (i)
the Work is suspended for more than 90 consecutive days
by Owner or under an order of court or other public
authority, or (ii) Engineer fails to act on any Application
for Payment within 30 days after it is submitted, or (iii)
Owner fails for 30 days to pay Contractor any sum finally
determined to be due, then Contractor may, upon seven
days written notice to Owner and Engineer, and provided
Owner or Engineer do not remedy such suspension or
failure within that time, terminate the Contract and
recover from Owner payment on the same terms as
provided in Paragraph 15.03.

B. In lieu of terminating the Contract and
without prejudice to any other right or remedy, if
Engineer has failed to act on an Application for Payment
within 30 days after it is submitted, or Owner has failed
for 30 days to pay Contractor any sum finally determined
to be due, Contractor may, seven days after written notice
to Owner and Engineer, stop the Work until payment is
made of all such amounts due Contractor, including
interest thereon. The provisions of this Paragraph 15.04
are not intended to preclude Contractor from making a
Claim under Paragraph 10.05 for an adjustment in
Contract Price or Contract Times or otherwise for
expenses or damage directly attributable to Contractor’s
stopping the Work as permitted by this Paragraph.

ARTICLE 16 - DISPUTE RESOLUTION

16.01  Methods and Procedures

A. Either Owner or Contractor may request
mediation of any Claim submitted to Engineer for a
decision under Paragraph 10.05 before such decision
becomes final and binding. The mediation will be
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governed by the Construction Industry Mediation Rules
of the American Arbitration Association in effect as of the
Effective Date of the Agreement. The request for
mediation shall be submitted in writing to the American
Arbitration Association and the other party to the
Contract. Timely submission of the request shall stay the
effect of Paragraph 10.05.E.

B. Owner and Contractor shall participate in the
mediation process in good faith. The process shall be
concluded within 60 days of filing of the request. The
date of termination of the mediation shall be determined
by application of the mediation rules referenced above.

C. If the Claim is not resolved by mediation,
Engineer’s action under Paragraph 10.05.C or a denial
pursuant to Paragraphs 10.05.C.3 or 10.05.D shall become
final and binding 30 days after termination of the
mediation unless, within that time period, Owner or
Contractor:

1. elects in writing to invoke any dispute
resolution process provided for in the Supplementary
Conditions, or

2. agrees with the other party to submit the
Claim to another dispute resolution process, or

3. gives written notice to the other party of their

intent to submit the Claim to a court of competent
jurisdiction.

ARTICLE 17 - MISCELLANEOUS

17.01  Giving Notice

A. Whenever any provision of the Contract
Documents requires the giving of written notice, it will be
deemed to have been validly given if:

1. delivered in person to the individual or to a
member of the firm or to an officer of the corporation for
whom it is intended, or

2. delivered at or sent by registered or certified
mail, postage prepaid, to the last business address known
to the giver of the notice.

17.02  Computation of Times

A. When any period of time is referred to in the
Contract Documents by days, it will be computed to
exclude the first and include the last day of such period. If
the last day of any such period falls on a Saturday or
Sunday or on a day made a legal holiday by the law of the
applicable jurisdiction, such day will be omitted from the
computation.

17.03  Cumulative Remedies

A. The duties and obligations imposed by these
General Conditions and the rights and remedies available
hereunder to the parties hereto are in addition to, and are
not to be construed in any way as a limitation of, any
rights and remedies available to any or all of them which
are otherwise imposed or available by Laws or Regula-
tions, by special warranty or guarantee, or by other
provisions of the Contract Documents. The provisions of
this Paragraph will be as effective as if repeated
specifically in the Contract Documents in connection with
each particular duty, obligation, right, and remedy to
which they apply.

17.04  Survival of Obligations

A. All representations, indemnifications, warran-
ties, and guarantees made in, required by, or given in
accordance with the Contract Documents, as well as all
continuing obligations indicated in the Contract Docu-
ments, will survive final payment, completion, and
acceptance of the Work or termination or completion of
the Contract or termination of the services of Contractor.
17.05  Controlling Law

A. This Contract is to be governed by the law of
the state in which the Project is located.

17.06  Headings

A. Article and paragraph headings are inserted

for convenience only and do not constitute parts
of these General Conditions.
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SECTION 00800

SUPPLEMENTARY CONDITIONS

These Supplementary Conditions amend or supplement the Standard General
conditions of the Construction Contract (C-700, 2002 Edition) and other provisions of the
Contract Documents as indicated below. All provisions which are not so amended or
supplemented remain in full force and effect.

The terms used in these Supplementary Conditions will have the meanings indicated in
the General Conditions. Additional terms used in these supplementary Conditions have
the meanings indicated below, which are applicable to both the singular and plural

thereof.

. SC-2.03 - Delete Paragraph 2.03.A in its entirety and insert the following in its
place:

A.

The Contract Times will commence to run upon receipt of the notice to
proceed or upon a date specified in the notice to proceed.

II. SC-4.02 - Add the following new paragraph immediately after Paragraph 4.02.A.2:

3.

Contractor shall only use the reports and drawings pertaining to the subsurface
and physical conditions developed by geotechnical consultants for the intended
use of design purpose only. These documents were not developed to quantify
rock or a give a detailed investigation of all subsurface conditions.

. SC-4.06 — Delete Paragraph 4.06.G in its entirety.

V. SC-5.01— Delete Section 5.01 in its entirety.

V. SC-5.04 - Add the following new paragraph immediately after Paragraph 5.04.B:

C.

K12003

The limits of liability for the insurance required by Paragraph 5.04 of the
General Conditions shall provide coverage for not less than the following
amounts or greater where required by Laws and Regulations:

1.

Workers’ Compensation and related coverages under paragraphs
5.04.A.1 and A.2 of the General Conditions:

a. State: Statutory
b. Applicable Federal (e.g., Longshoreman’s) Statutory
c. Employer’s Liability $1,000.000

Contractor's General Liability under paragraphs 5.04.A.3 through A.6 of
the General Conditions which shall include completed operations and
product liability coverages and eliminate the exclusion with respect to
property under the care, custody and control of Contractor:

00800 - 1.1 K15008
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a. General Aggregate $2,000,000
b. Products — Completed Operations Aggregate $2,000,000
c. Personal and Advertising Injury $1,000,000
d.

Each Occurrence
(1) Bodily Injury and Property Damage $1,000,000
e. Property Damage liability insurance will provide Explosion,

collapse, and Underground coverages where applicable.
f. Excess or Umbrella Liability

(1) General Aggregate $1,000,000
(2) Each Occurrence $1,000,000

3. Automobile Liability under paragraph 5.04.A.6 of the General
Conditions:

a. Bodily Injury:

(1) Each Person $ 500,000
(2) Each Accident $ 500,000

b.  Property Damage:
(1) Each Accident $ 500,000
c. Combined Single Limit of: $1,000,000
4. The Contractual Liability coverage required by paragraph 5.04.B.4 of the
General Conditions shall provide coverage for not less than the following
amounts:

a. Bodily Injury:

(1) Each Accident $1,000,000
(2) Annual Aggregate $1,000,000

b. Property Damage:

(1) Each Accident $1,000,000
(2) Annual Aggregate $1,000,000

5. The Contractor shall furnish the Owner with a Certificate of Insurance
naming Owner as an additional insured on all casualty policies.

VI. SC-5.06 - Delete Paragraph 5.06.A in its entirety and insert the following in its
place:

A. CONTRACTOR shall purchase and maintain property insurance upon the
work at the Site in the amount of full replacement cost thereof. This
insurance shall:

K12003 00800 - 2.1 K15008
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1. Include the interests of OWNER, CONTRACTOR, Subcontractors,
ENGINEER, ENGINEER’'S Consultants and any other individuals or
entities identified in the Supplementary Conditions, and the officers,
directors, partners, employees, agents and other consultants and
subcontractors of any of them each of whom is deemed to have an
insurable interest and shall be listed as an insured or additional insured;

2. Be written on a Builder's Risk “all-risk” or open peril or special causes of
loss policy form that shall at least include insurance for physical loss and
damage to the work, temporary buildings, falsework, and materials and
equipment in transit and shall insure against at least the following perils or
causes of loss: fire, lightning, extended coverage, theft, vandalism and
malicious mischief, earthquake, collapse, debris removal, demolition
occasioned by enforcement of Laws and Regulations, water damage, and
such other perils or causes of loss as may be specifically required by the
Supplementary Conditions.

3. Include expenses incurred in the repair or replacement of any insured
property (including but not limited to fees and charges of Engineers and
Architects);

4. Cover materials and equipment stored at the Site or at another location
that was agreed to in writing by OWNER prior to being incorporated in the
Work, provided that such materials and equipment have been included in
an Application for Payment recommended by ENGINEER; and

5. Allow for partial utilization of the Work by OWNER,;

6. Include testing and startup; and

7. Be maintained in effect until final payment is made unless otherwise
agreed to in writing by OWNER, CONTRACTOR, and ENGINEER with 30
days written notice to each other additional insured to whom a certificate
of insurance has been issued.

CONTRACTOR shall be responsible for any deductible or self-insured
retention.

The policies of insurance required to be purchased and maintained by
CONTRACTOR in accordance with this paragraph SC-5.06 shall comply with
the requirements of paragraph 5.06.C of the General Conditions.

VIl. SC-5.07 - Delete Paragraph 5.07 in its entirety.

VIll. SC-6.08 - Add the following new paragraph immediately after Paragraph 6.08.A:

B.

Contractor shall abide by all conditions of permits obtained including any
additional insurance requirements requested by the permitting agency(s).

IX. SC-10.01 - Add the following new paragraph immediately after Paragraph 10.01.B:

C.

K12003

Changes in Scope of Work:

1. The Contract Documents outline a Scope of Work that reflects the
intended size of the Project based on the best information available at the
time of document preparation and Advertisement for Bids.

00800 - 3.1 K15008
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XI.

XIl.

2. The actual Scope of Work may vary once actual field conditions are
encountered and addressed as the Work progresses.

3. The Owner reserves the right to increase up to ten (10%) percent or
decrease up to twenty-five (25%) percent the Scope of Work without
obligation to receive or to pay additional compensation from or to the
Contractor beyond the contract unit prices, or to adjust the Contract Time
as a penalty for the change in the Scope of Work.

4. All terms, conditions, Unit Prices and Schedule of Values in the Contract
for Work within the original Scope of Work shall apply to all Work and to
determine the value of all Work added to or deleted from the original
Scope of Work.

5. Changes outside the stated limits for the revised Scope of Work shall be
subject to applicable revisions of Article 10, 11, and 12 of Section 00700,
General Conditions of the Construction Contract.

SC-14.02 — Delete Paragraph 14.02.C.1 in its entirety and insert the following in its
place:

C. Payment Becomes Due

1. Thirty days after presentation of the Application for Payment to OWNER
with ENGINEER’S recommendation, the amount recommended will
(subject to the provisions of paragraph 14.02.D) become due, and when
due will be paid by OWNER to CONTRACTOR.

SC-16 - Delete Article 16 from General Conditions in its entirety.
T.C.A. 66-11-144, Portion of Contract Price Held in Escrow

A. Whenever, in any contract for the improvement of real property, a certain
amount or percentage of the contract price is held back by the owner or
contractor, that retained amount shall be deposited in a separate escrow
account with a third party giving proper security for the performance of the
obligation of the owner or contractor.

B. As of the time of the deposit of the retained funds, such funds shall become
the sole and separate property of the contractor, subcontractor, material man,
or laborer to whom they are owed.

C. Upon satisfactory completion of the contract, to be evidenced by a written
release by the owner or contractor, all funds accumulated in the escrow
account together with any interest thereon shall be paid immediately to the
contractor, subcontractor, material man, or laborer to whom such funds and
interest are owed.

D. In the event the owner or contractor fails or refuses to execute the release
provided for in subsection C, then the contractor, subcontractor, material
man, or laborer shall seek any remedy in a court of proper jurisdiction and the
person holding the fund as escrow agent shall bear no liability for the
nonpayment thereof to the contractor, subcontractor, material man, or
laborer.
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In contracts to which the State of Tennessee or any department, board or
agency thereof, including the University of Tennessee, is a party, interest
shall be paid on such retained amounts at the same rate interest is paid on
the funds of local governments participating in the local government
investment pool established pursuant to § 9-4-704, for the contract period.

The provisions of this section shall be applicable to the State of Tennessee,
any department, board or agency thereof, including the University of
Tennessee, and all counties and municipalities and all departments, boards
or agencies thereof, including all school and education boards, and any other
subdivision of the state.

For all contracts for the improvement of real property where the contract
amount equals or exceeds $500,000.00 and the City of Oak Ridge,
Tennessee has determined to retain a certain amount of percentage of the
contract price, said retained amount will be deposited in a separate escrow
account with TN Bank, 401 South lllinois Avenue, Oak Ridge, Tennessee
37830.

Compliance with this section shall be mandatory, and may not be waived by
contract.

XNI1. Independent Contractors:

A

The parties acknowledge that the relationship created under this Contract is
that of independent contracting parties and this Contract does not create a
general agency, joint venture, partnership, employment relationship, or
franchise between the parties. Neither party shall represent itself to be an
agent of the other, nor shall in execute any documents or make any
commitments to any contractual or other obligations with third parties.

XIV. Anti-Discrimination

A.

K12003

The CONTRACTOR, in performing the work or furnishing the services
covered by this Contract, shall not discriminate against any person because
of race, creed, color, national origin, age, sex, sexual orientation, disability,
religion or other legally protected status. The City of Oak Ridge encourages
the utilization of minority and women-owned businesses in its contracting and
subcontracting projects and the CONTRACTOR is encouraged to actively
solicit the participation of these businesses. The CONTRACTOR shall inform
all of its subcontractors and vendors providing work or services under this
Contract of this requirement and shall ensure compliance therewith.

END OF SECTION
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SECTION 00900

SUPPLEMENTAL SPECIAL CONDITIONS

I PERMITS, LICENSES, EASEMENTS, AND REGULATIONS

A.

K12003

GENERAL

1.

2.

Permits and licenses shall be obtained from the appropriate authorities
having jurisdiction prior to beginning and Work on the project.

Contractor shall have copies of each specific permit and license at the job
site prior to initiating construction of Work associated with the permit or
license.

Copies of all permits and licenses obtained by the Contractor shall be
supplied to the Owner prior to beginning any Work on the project.

Copies of permits and easements obtained by the Owner shall be supplied
to the Contractor prior to beginning any Work on the project.

Contractor shall strictly adhere to all requirements, stipulations, and
conditions of each permit, license and/or easement.

Contractor shall comply with all permits, regulations and ordinances
governing employee safety and health, hazardous materials and
environmental protection.

Any problem noted in compliance with the permits, license and/or
easement, or any proposed amendments by the Contractor shall be
reported to the Engineer in writing before initiating or continuing with the
Work.

REGULATIONS AND ORDINANCES

1.

Contractor shall strictly adhere to all regulations and ordinances governing
Work included in the construction of this Project, employee safety and
health, hazardous materials and environmental protection for all activities
associated with the project.

The enclosed list of applicable regulations and ordinances is included for
general reference and should not be considered complete until verified by
the Contractor to assure strict compliance.

The regulations and ordinances governing the Project shall include, but
not necessarily be limited to:

a. Tennessee Department of Environment and Conservation, Division
of Water Supply;

b. Tennessee Department of Environment and Conservation, Division
of Water Pollution Control, Wastewater and Stormwater
Regulations;

C. Tennessee Department of Environment and Conservation, Division

of Air Pollution Control, all Air Quality Regulations, with specific
reference to all Sections dealing with lead based coatings removal,
painting operations and to Chapter 1200-3/Chapters 1 - 26, with
general attention to Chapter 8 — “Fugitive Dust”;

d. Tennessee Department of Environment and Conservation, Division
of Solid Waste Management, all solid waste and hazardous
materials regulations;

e. The Tennessee Valley Authority;
f. Tennessee Occupational Safety and Health Act, (TOSHA),
Regulations;
00900 - 1.1 K15008
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K12003

g. The U.S. Army Corps of Engineers; and

h. The Resident County, City and/or Utility District for the Project,
regulations and ordinances governing air quality, wastewater,
stormwater and solid waste, employee safety and health,
hazardous materials and environmental protection.

PERMITS AND EASEMENTS SECURED BY THE OWNER (Only permits
specifically applicable to the project will be supplied)

1.

2.

3.

9.
10.

11.
12.

Tennessee Department of Environment and Conservation — Water System
Construction Permit;

Tennessee Department of Environment and Conservation — Wastewater
System Construction Permit;

Tennessee Department of Environment and Conservation — Stormwater
Construction Permi;

Tennessee Department of Environment and Conservation — Aquatic
Resource Alteration Permit (ARAP)

U.S. Army Corps of Engineers — 404 Permit

Tennessee Valley Authority — 26A Permit

Resident County, City and/or Utility District Permits governing air pollution,
potable water, wastewater, stormwater and erosion control, solid waste,
and roadway — encroachment and crossings.

Tennessee Department of Transportation — Roadway Encroachment and
Crossings;

Rail Road Right-of-way Encroachments and Crossings;

Boiler and Machinery Insurance and other such coverage as may be
required to be maintained by the Owner.

Easements for Encroachments on Private Property; and

Other Permits and Easements specifically required and listed for this
Project.

PERMITS AND LICENSES TO BE SECURED AND PAID FOR BY THE
CONTRACTOR (Only Permits specifically applicable to the Project are
required)

1.

N

Tennessee Department of Commerce and insurance Licenses for working
as a Contractor in the State with applicable classifications(s) for the
specific work task(s) associated with this Project;

Resident county, City and/or Utility District, Business and/or Contractors
Licenses;

U.S. Government; State of Tennessee; Resident County, City and/or Utility
District Permit to transport or dispose of solid waste;

State of Tennessee; Resident County, City and/or Utility District Permits
and Licenses for Contractor’s job site office, yard and utilities;

Easements and other Agreements between the contractor and other
parties for use of property or utilities for the job site office, yard and other
materials or equipment lay down or storage areas;

Labor Unions, all applicable agreements;

Tennessee Department of Transportation Permits and Licenses to
transport materials and equipment to and from the job site(s); and

Any and all other permits and/or licenses required of the Contractor for the
complete and successful construction of the Project.

END OF SECTION
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SECTION 01 1100

SUMMARY OF WORK

PART 1 - GENERAL

1.1

SUMMARY

The work described in these Contract Documents consists of furnishing, delivering, and
installing all materials, equipment, and products for the rehabilitation and repainting of
the 75,000-gallon steel tank as specified herein.

Furnish all materials, power, equipment, tools, labor, transportation, and other items
necessary or convenient to the Contractor for the installation of the equipment,
materials, and products specified or described in these Contract Documents and for the
completion of all work to be performed by the Contractor as specified herein.

PROJECT COORDINATION

The Contractor shall be responsible for project coordination, which includes but is not
limited to the following:

1. Work of employees and subcontractors under contract to him. Conduct work to
ensure compliance with schedules.

2. Submission of all invoices, progress schedules, progress repotts, progress
estimates, and other data needed in support of requests for payment.

3\ Product and equipment deliveries adequate to maintain the schedule of
construction. Report noncompliance to Owner with a recommendation for remedy.

4, Obtaining and use of all temporary structures, offices, storage sheds, and utilities.

5. Obtaining any required building permits, special permits, and approvals from all
authorities having jurisdiction.

6. Testing laboratory activities associated with Contractor's scope of work.
7. Check-out of systems and equipment and start-up operations.

8. Work and operations between the Contractor and all trades in such a manner that
no union labor dispute of jurisdiction arises regarding unloading, handling,
installations, and connections to utilities and otherwise of the various items in the
various trades.

9. Obtaining security passes for Contractor personnel.
SUBSTANTIAL COMPLETION

The work will not be considered to be fully functional and usable by the Owner for its
intended purposes and will not be considered substantially complete until the following
items are submitted.
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4.
5.

The tank coatings are completed and cured, all tank interior surfaces and
associated piping are disinfected and the tank is ready to be placed into service.

Copies of specified inspection and test reports, including Contractor's Daily
Reports are submitted.

Copies of written warranties on equipment and products in accordance with
Contract requirements.

Other information as specified in other sections is submitted.

Executed project close-out documents.

1.4 FINAL COMPLETION

A. The work under these Contract Documents will not be considered for final acceptance as
complete until all of the following items have been completed or submitted:

1.

STD 3-02W

Any items not completed at the time of substantial completion, including all
remaining punch list items.

Final cleanup.

Restoration of all disturbed or damaged properties.

END OF SECTION
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SECTION 01 2200

MEASUREMENT AND PAYMENT

PART 1 - GENERAL

1.1

A.

1.2

RELATED DOCUMENTS
Technical specifications and other provisions of the Contract apply to this section.
LUMP SUM PRICES

Lump sum prices shall include alt items of work shown on the Drawings, specified, or
otherwise required or necessary for complete, working systems including work, services,
fees, equipment or material not specifically listed, overhead, profit, and applicable taxes.

SCHEDULE OF VALUES

A “Schedule of Values” is required to facilitate payment for partial completion of lump
sum items as the project progresses.

At a minimum, the schedule of values for the lump sum items for repainting the existing
tank shall consist of the following:

1. Interior
a) Surface Preparation
b) Painting

2. Exterior
a) Surface Preparation
b) Painting

PART 2 - PARTIAL PAYMENT

A

No partial payment will be allowed for stored materials.

PART 3 - MEASUREMENT AND PAYMENT

3.1 MEASUREMENT AND PAYMENT
A. Measurement and payment for all items of work specified or otherwise required or
necessary for complete, working systems shall be made at the lump sum prices listed in
the Bid Schedule. No separate payment shall be made for items of work, services, fees,
or equipment not specifically listed, but payment for those items shall be included in the
payment for items listed.
END OF SECTION
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SECTION 01 2976

APPLICATIONS FOR PAYMENT

PART 1 - GENERAL

—
—_

REQUIREMENTS INCLUDED

A.  Submit Applications for Payment to the Engineer.
1.2  RELATED DOCUMENTS
A. Contract between Owner and Contractor.
B. General Conditions: Progress Payments, Retainages and Final Payment.
C. Section 01 7800, Project Closeout.
1.3  FORMAT AND INFORMATION REQUIRED
A. Review preliminary application with resident project representative.
B. Submit applications typed on forms acceptable to the Owner.
C. Provide itemized data on application:

1. Format, schedules, line items, unit prices, units completed by month and project-
to-date, and values.

2. Project photographs illustrating progress of work during the period.

1.4  PREPARATION OF APPLICATION FOR EACH PROGRESS PAYMENT
A. Application Form

1. Fill in required information, including that for Change Orders executed prior to date
of submittal of application.

2. Fill in summary of dollar values to agree with respective totals indicated.

3. Execute certification with signature of a responsible officer.

B. Continuation Sheets

1. Fill in total list of all scheduled component items of work, with item number and
scheduled dollar value for each item.

2. Fill in dollar value in each column for each scheduled line item when work has
been performed or products stored. Round off values to nearest dollar, or as
specified for the Bid Schedule.

3. List each Change Order executed prior to date of submission. List by Change
Order number and description, as for an original component item of work.
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1.5  SUBSTANTIATING DATA FOR PROGRESS PAYMENTS

A. Substantiating Data. When the Owner or the Engineer requires substantiating data,
submit suitable information, with a cover letter identifying:

1. Project.
2, Application number and date.
3. Detailed list of enclosures.
B. Submit one copy of data and cover letter for each copy of application.
1.6  PREPARATION OF APPLICATION FOR FINAL PAYMENT
A. Fill in application form as specified for progress payments.
1.7  SUBMITTAL PROCEDURE
A.  Submit Applications for Payment to the Engineer at the times stipulated in the Contract.
B. Number: Four copies of each application.
1.8  PROCESSING OF PERIODIC APPLICATIONS FOR PAYMENT

A. No applications for payment for work under this Contract will be processed until the
Contractor's Preliminary Schedule and Schedule of Values are submitted in accordance
with the requirements of Section 01 3200, Schedules and Reports.

B. No further applications for payment will be processed after the expiration of the Contract
Time, including approved extensions thereof, until the date of Substantial Completion as
described in these Contract Documents.

PART 2 - PRODUCTS (NOT USED)

PART 3 - EXECUTION (NOT USED)

END OF SECTION
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SECTION 01 3119

PROJECT MEETINGS

PART 1 - GENERAL
1.1 SUMMARY

A. This section includes administrative and procedural requirements for project related
meetings including but not limited to:

1. Pre-Construction Conference.
2. Coordination Meetings.
3 Progress Meetings.

1.2 RELATED DOCUMENTS
A. Technical specifications and other provisions of the Contract apply to this section.
1.3 PRE-CONSTRUCTION CONFERENCE

A. Attend and participate in a pre-construction conference and organizational meeting at
the project site or other convenient location no later than 15 days after execution of the
Agreement and prior to commencement of construction activities. Conduct the meeting
to review responsibilities and personnel assignments.

B. Attendees. The Owner, Engineer, the Contractor and its superintendent, major
subcontractors, manufacturers, suppliers and other concerned parties shall each be
represented at the conference by persons familiar with and authorized to conclude
matters relating to the work.

C. Agenda. Discuss items of significance that could affect progress including such topics
as:

Tentative construction schedule.

Critical work sequencing.

Designation of responsible personnel.

Procedures for processing field decisions and Change Orders.
Procedures for processing Applications for Payment.
Distribution of Contract Documents.

Submittal of shop drawings, product data and samples.
Preparation of record documents.

Use of the premises.

10. Office, work and storage areas.

11. Equipment deliveries and priorities.

12. Safety procedures.

13. First aid.

14. Security.

15. Housekeeping.

16. Working hours.

N~ WN =
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COORDINATION MEETINGS

Conduct project coordination meetings at regularly scheduled times convenient for all
parties involved. Project coordination meetings are in addition to specific meetings held
for other purposes, such as regular progress meetings.

Request representation at each meeting by every party currently involved in coordination
or planning for the construction activities involved.

Record meeting results and distribute copies to everyone in attendance and to others
affected by decisions or actions resulting from each meeting.

PROGRESS MEETINGS

Conduct progress meetings at the project site at regularly scheduled intervals but not
less than monthly. Notify the Owner and Engineer of scheduled meeting dates.
Coordinate dates of meetings with preparation of the payment request.

Attendees. In addition to representatives of the Owner and Engineer, each
subcontractor, supplier or other entity concerned with current progress or involved in
planning, coordination or performance of future activities shall be represented at these
meetings by persons familiar with the Project and authorized to conclude matters
relating to progress.

Agenda. Review and correct or approve minutes of the previous progress meeting.
Review other items of significance that could affect progress. Include topics for
discussion as appropriate to the current status of the project.

1. Contractor's Construction Schedule: Review progress since the last meeting.
Determine where each activity is in relation to the Contractor's Construction
Schedule, whether on time or ahead or behind schedule. Determine how
construction behind schedule will be expedited; secure commitments from parties
involved to do so. Discuss whether schedule revisions are required to ensure that
current and subsequent activities will be completed within the contract time.

2. Contractor's Submittal Schedule: Review progress since the last meeting.
Determine where each activity is in relation to the Contractor's Submittal Schedule,
whether on time or ahead or behind schedule. Determine how submittals behind
schedule will be expedited; secure commitments from parties involved to do so.
Discuss whether schedule revisions are required to ensure that current and
subsequent activities will be completed within the contract time.

3. Review the present and future needs of each entity present, including such items
as:

Interface requirements.

Time.

Sequences.

Deliveries.

Off-site fabrication problems.
Access.

Site utilization.

Temporary facilities and services.
Hours of work.

Hazards and risks.
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Housekeeping.

Quality and work standards.

Change Orders.

Documentation of information for payment requests.

S3— =

D. Reporting. No later than 3 days after each progress meeting date, distribute copies of
minutes of the meeting to each party present and to other parties who should have been
present. Include a brief summary, in narrative form, of progress since the previous
meeting and report.

1. Schedule Updating: Revise the construction schedule after each progress meeting
where revisions to the schedule have been made or recognized. Issue the revised
schedule concurrently with the report of each meeting.

PART 2 - PRODUCTS (NOT APPLICABLE)

PART 3 - EXECUTION (NOT APPLICABLE)
END OF SECTION
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SECTION 01 3200

SCHEDULES AND REPORTS

PART 1 - GENERAL

1.1 SUMMARY
A. General. This section specifies administrative and procedural requirements for
schedules and reports required for proper performance of the work.
B. Coordination. The Contractor shall closely coordinate scheduling and reporting of work
by subcontractors.
C. Schedules required include:
1. Preliminary Construction Schedule, including Submittals Tabulation.
2. Contractor's Construction Schedule.
3. Submittal Schedule.
4. Schedule of Values.
D. Reports required include:
1. Daily Construction Reports.
2. Field Correction Reports.
E. Project meeting minutes are included in Section 01 3119, Project Meetings.
F. Inspection and test reports are included in Section 01 4000, Quality Control Services.
1.2 RELATED DOCUMENTS
A. Technical specifications and other provisions of the Contract apply to this section.
1.3 PRELIMINARY SCHEDULE
A. Bar Chart Schedule. Submit a preliminary horizontal bar chart type construction
schedule within seven days of the date established for commencement of the work.
1.4 CONTRACTOR'S CONSTRUCTION SCHEDULE
A. Bar Chart Schedule. Prepare a comprehensive, fully developed, horizontal bar chart type
Contractor's construction schedule based on the preliminary construction schedule and
on whatever updating and feedback was received since the start of the project. Provide
an updated schedule to the Engineer monthly.
1.5 SCHEDULE OF VALUES
A. Prepare and submit a schedule of values established in the Agreement within 15 days of
the date established for commencement of the work.
1. Refer to Section 01 2200, Measurement and Payment, for a listing of categories of
work where unit prices are required.
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2. Refer to individual specification sections for portions of the work where the
establishment of unit prices is required. Methods of measurement and pricing are
specified in these sections.

B. Prepare the schedule in tabular form, including the following items:

1. Name of the part of the work.

2. Related specification section.

3. Name of subcontractor assigned.
4, Unit of measurement.

5. Price per unit.

C. Following review by the Engineer, revise the schedule of values to correct any elements
which the Engineer finds unacceptable. After revision, the schedule of values shall be
submitted for further review.

1.6 REPORTS

A. Daily Construction Reports. Prepare a daily construction report, recording the following
information concerning events at the site; and submit duplicate copies to the Engineer at
weekly intervals:

1. List of subcontractors at the site.

2. Approximate count of personnel at the site.

3. High and low temperature, general weather conditions.
4, Accidents (refer to accident reports).

5. Meetings and significant decisions.

6. Unusual events (refer to special reports).

7. Stoppages, delays, shortages, losses.

8. Emergency procedures.

9. Orders and requests of governing authorities.
10. Change Orders received, implemented.

11. Services connected, disconnected.

B. Field Correction Report. When the need to take corrective action that requires a
departure from the Contract Documents arises, prepare a detailed report including a
statement describing the problem and recommended changes. Indicate reasons the
Contract Documents cannot be followed. Submit a copy to the Engineer immediately.

1.7 LOGS

A. RFI Log. Maintain a tabular log of all Requests for Information (RFI). Number RFls in a
sequential manner. Note date of request and date of response for each. Update the RFI
log monthly and distribute at the monthly progress meeting.

B. Shop Drawing and Product Data Submittal Log. Maintain a tabular log of all shop
drawing and product data submittals. Number submittals in a sequential manner. Note
dates of initial submittal, first return, resubmittal, second or final return along with
Engineer’s action noted for each submittal. Update the shop drawing submittal log
monthly and distribute at the monthly progress meeting.

C. Change Order Request/Proposal Log. Maintain a tabular log of all change order
requests/proposals. Number change order requests/proposals in a sequential manner.
Note date of submittal, brief description of covered work, proposed price, requested
number of days (if applicable), and status (denied/approved/pending). For those that are
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approved, indicate in which change order they are included. Update the log monthly and
distribute at the monthly progress meeting.

PART 2 - PRODUCTS (NOT APPLICABLE)

PART 3 - EXECUTION
3.1 PAYMENT

A. No requests for payment for work under this Contract will be processed until the
Contractor's Preliminary Schedule and Schedule of Values are submitted in
conformance with the requirements of this section.

END OF SECTION
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SECTION 01 3233

CONSTRUCTION PHOTOGRAPHS

PART 1 - GENERAL

1.1

1.2

1.3

SUMMARY

General. This section specifies administrative and procedural requirements for
construction photographs.

Costs. Costs for photographs, album pages, and album shall be included in the lump
sum bid price or unit prices contained for other items of work. No separate payment shall
be allowed, with the exception of additional photographs, which is addressed elsewhere
in this section.

RELATED DOCUMENTS
Technical specifications and other provisions of the Contract apply to this section.
SUBMITTALS

Photos. Submit 1 photo of at least 4 views but not more than 8 views in album form (see
below), directly to the Engineer prior to each monthly Application for Payment.

Digitally Stored Photographs. Contractor shall provide digital photographs stored in
standard format on standard CDs or diskettes or submit electronically.

Photograph Albums. Digital album shall contain a cover page which includes the
following:

Project Name

Owner's Name and Contract Number
Engineer's Name and Project Number
Volume Number

Contractor's Name

oRrwON =

QUALITY ASSURANCE
Engage a qualified, experienced photographer to take photographs during construction.

Associated Services. Cooperate with the photographer's work. Provide reasonable
auxiliary services as requested, including access to and use of temporary facilities.

PART 2 - PRODUCTS

2.1 PHOTOGRAPHIC COPIES
A. Provide up to two 4- by 6-inch or 3- by 5-inch color photos per album page in Adobe
(.pdf) format. The photographs shall be taken with digital camera capable of being
programmed to show the date the photo was taken on the front of the photograph.
B. Identification. Provide date on front of the photo per the previous paragraph.
K12003 01 3233 -1 K15008
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PART 3 - EXECUTION
3.1 PHOTOGRAPHIC REQUIREMENTS

A. Take at least 4 but no more than 8 color photographs in accordance with requirements
indicated, to best show the status of construction and progress since taking the previous

photographs.
1. Frequency: Take photographs as needed to depict various stages of construction.

2.  Vantage Points: The photographer shall select the vantage points for each shot to
best show the status of construction and progress since the last photographs were
taken.

3l Description: A description of each photograph shall be noted below or to the side
of the photograph on the album page.

END OF SECTION
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SECTION 01 3323

SHOP DRAWINGS AND PRODUCT DATA

PART 1 - GENERAL

1.1 SUMMARY

A. This section includes administrative and procedural requirements for submittal of shop
drawings and product data to verify that use complies with provisions of the Contract
Documents.

1. Submittals are required for all materials and products, and/or equipment
furnished on this project, unless otherwise specified.
2. Product data include, but are not limited to, the following:
a. Manufacturer's product specifications.
b Manufacturer's installation instructions.
C. Standard color charts (if applicable).
d. Catalog cuts.
e Roughing-in diagrams and templates.
1.2 RELATED DOCUMENTS
A. Technical specifications and other provisions of the Contract apply to this section.
1.3 CONTRACTOR'S RESPONSIBILITY

A. The Contractor shall check all product data prepared by or for him before submitting
them to the Engineer for review. Each and every copy of the data shall bear Contractor's
stamp showing that they have been so checked. Submittals sent to the Engineer without
the Contractor's stamp will be returned to the Contractor for conformance with this
requirement. Contractor shall indicate any deviations in the submittal from requirements
of the Contract Documents.

B. The Contractor shall determine and verify:

1. Field measurements.

2. Field construction criteria.

3 Catalog numbers and similar data.
4. Conformance with Specifications.

C. Do not begin any of the work covered by a submittal returned for correction until a
revision or correction thereof has been reviewed and accepted by the Engineer.

D. Submit three copies for the Engineer plus the number of copies the Contractor requires
of descriptive or product data submittals (up to a maximum of six copies). The Engineer
will retain three sets.

E. Contractor shall be responsible for and bear all cost of damages which may result from
the ordering of any material or from proceeding with any part of the work prior to the
review by Engineer of the necessary submittals.
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ENGINEER'S REVIEW OF SUBMITTALS

The Engineer's review of data and/or materials submitted by the Contractor is for general
conformance with the project and for general compliance with the information given in
the Contract Documents. The Engineer's review and exception, if any, will not constitute
an approval of quantities and details of the material, equipment, or item shown.

The review of drawings and schedules shall not be construed:

1. As permitting any departure from the Contract requirements;
As relieving the Contractor of responsibility for any errors, including details,
dimensions, and materials;

3. As approving departures from details furnished by the Engineer, except as
otherwise provided herein.

When reviewed by the Engineer, each of the submittals will be identified as having
received such review, being so stamped and dated. Submittals stamped "REVISE AND
RESUBMIT" and with required corrections shown will be returned to the Contractor for
correction and resubmittal.

Resubmittals will be handled in the same manner as first submittals. On resubmittals the
Contractor shall direct specific attention, in writing or on resubmittals, to revisions other
than the corrections requested by the Engineer on previous submissions. Make any
corrections required by the Engineer.

The Engineer will review a submittal/resubmittal a maximum of 3 times, after which the
cost of review will be borne by the Contractor. The cost of engineering will be equal to
the Engineer's charges to the Owner under the terms of the Engineer's agreement with
the Owner.

When the submittals have been completed to the satisfaction of the Engineer, the
Contractor shall carry out the construction in accordance therewith and shall make no
further changes therein except upon written instructions from the Engineer.

No partial submittals will be reviewed. Submittals not complete will be returned to the
Contractor, and will be considered "Rejected" until resubmitted.

Color. Only the Engineer will utilize the color "red" in marking submittals.
SUBMITTAL PROCEDURES

Coordination. Coordinate preparation and processing of submittals with performance of
the work. Transmit each submittal to the Engineer sufficiently in advance of scheduled
performance of related construction activities to avoid delay.

Submittal Preparation. Prepare and submit shop drawings and product data in
accordance with the following:

1.  Attach a submittal cover sheet, as provided by the Engineer, to each copy of a
product data or materials. Where Contractor elects to use a different cover sheet,
submit to Engineer in .doc format for approval. The submittal cover sheet shall
contain the following information:

a. Project name and Owner’'s name.
b. Contractor's name and address.
C. Engineer's name and address.
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Specification section and title.

Drawing reference number.

Submittal number.

Space to indicate the results of the Contractor’s review.

Space to indicate any deviations from the Contract Documents or comments

by the Contractor.

Space approximately 8 inches wide and 4 inches high for the Engineer to

indicate the results of his review and any comments. Where Contractor uses

a different cover sheet (see above) approved by Engineer, include

Engineer’'s action stamp block (to be provided by Engineer).

2. Each shop drawing submittal shall be assigned a sequential number, beginning
with the number 1. Resubmittals shall be identified by a letter suffix (i.e., 1A, 1B,
etc.).

Se oo

Submittal Transmittal. Package each submittal appropriately for transmittal and handling.
Transmit each submittal from Contractor to Engineer, and to other destinations, as
indicated, by use of a transmittal form. Submittals received from sources other than the
Contractor will be returned to the sender without action. A separate transmittal shall be
used for each submittal.

SHOP DRAWINGS

The term "shop drawings," when used in the Contract Documents, shall be considered to
mean Contractor's plans for material and equipment which become an integral part of
the Project. These drawings shall be complete and detailed. Shop drawings shall consist
of fabrication, erection and setting drawings and schedule drawings, manufacturer's
scale drawings, and wiring and control diagrams. Cuts, catalogs, pamphlets, descriptive
literature, and performance and test data, shall be considered only as support to
required shop drawings as defined above.

Drawings shall be checked and coordinated with the work involved before they are
submitted for review by the Engineer. Contractor shall indicate whether the shop drawing
complies with or deviates from the requirement of the Contract Documents.

If drawings show deviations from Contract requirements because of standard shop
practice or for other reasons, the Contractor shall clearly mark and describe such
deviation in his letter of transmittal. If the Contractor fails to describe such variations, he
shall not be relieved of the responsibility for executing the Work in accordance with the
Contract, even though such drawings have been reviewed.

Installation List. When requested by the Engineer, manufacturers or equipment suppliers
who propose to furnish equipment or products shall submit an installation list to the
Engineer along with the required shop drawings. The installation list shall include at least
five installations where identical equipment has been installed and has been in operation
for a period of at least 1 year.

PRODUCT DATA

Collect product data into a single submittal for each element of construction or system.
Mark each copy to show which choices and options are applicable to the Project.

Where product data have been printed to include information on several similar
products, some of which are not required for use on the project, or are not included in
this submittal, mark copies to clearly indicate which information is applicable.
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C. Include the following information in product data:

ORrON=

Manufacturer's printed recommendations.

Compliance with recognized trade association standards.
Compliance with recognized testing agency standards.
Application of testing agency labels and seals.

Notation of coordination requirements.

1.8 ENGINEER'S ACTION

A. Action Stamp: The Engineer will stamp each submittal with a uniform, self-explanatory
action stamp. The stamp will be appropriately marked, as follows, to indicate the action
taken:

1.

Final Unrestricted Release: Where submittals are marked "NO EXCEPTIONS,"
that part of the work covered by the submittal may proceed, provided it complies
with requirements of the Contract Documents; final acceptance will depend upon
that compliance.
Final-But-Restricted Release: When submittals are marked "EXCEPTIONS AS
NOTED," that part of the work covered by the submittal may proceed, provided it
complies with both the Engineer's notations or corrections on the submittal and
requirements of the Contract Documents; final acceptance will depend on that
compliance.
Returned for Resubmittal: When submittal is marked "REVISE AND RESUBMIT,"
do not proceed with that part of the work covered by the submittal, including
purchasing, delivery, or other activity. Revise or prepare a new submittal in
accordance with the Engineer's notations; resubmit without delay. Repeat if
necessary to obtain a different action mark.
a. Do not permit submittals marked "REVISE AND RESUBMIT" to be used at
the project site, or elsewhere where construction is in progress.
Rejected: When submittal is marked "REJECTED," the materials, equipment,
and/or methods identified in the submittal do not comply with the Contract
requirements and shall not be incorporated into the work. No resubmittal of the
same materials, equipment, and/or methods shall be made.
Other Action: Where a submittal is primarily for information or record purposes, for
special processing or other Contractor activity, the submittal will be returned,
marked "Action Not Required."

PART 2 - PRODUCTS (NOT APPLICABLE)

PART 3 - EXECUTION (NOT APPLICABLE)
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SECTION 01 4000

QUALITY CONTROL SERVICES

PART 1 - GENERAL

1.1

1.2

1.3

SCOPE OF WORK

This section specifies administrative and procedural requirements for quality control
services.

Quality control services include inspections and tests and related actions including
reports, performed by independent agencies, governing authorities, and the Contractor.
They do not include contract enforcement activities performed by the Engineer.

Inspection and testing services are required to verify compliance with requirements
specified or indicated. These services do not relieve the Contractor of responsibility for
compliance with Contract Document requirements.

1. Specific quality control requirements for individual construction activities are
specified in the sections that specify those activities. Those requirements,
including inspections and tests, cover production of standard products as well as
customized fabrication and installation procedures.

2. Inspections, tests, and related actions specified are not intended to limit the
Contractor's quality control procedures that facilitate compliance with Contract
Document requirements.

3. Requirements for the Contractor to provide quality control services required by the
authorities having jurisdiction are not limited by provisions of this section.

RELATED DOCUMENTS
Technical specifications and other provisions of the Contract apply to this section.
RESPONSIBILITIES

Contractor Responsibilities. Provide inspections, tests, and similar quality control
services, specified in individual specification sections and required by governing
authorities, except where they are specifically indicated to be the Owner's responsibility,
or are provided by another identified entity; these services include those specified to be
performed by an independent agency and not by the Contractor. Costs for these
services shall be included in the contract sum.

1. Employ and pay an independent agency to perform specified quality control
services.

2. The Owner will engage and pay for the services of an independent agency to
perform inspections and tests specified as the Owner's responsibility.

3. Retesting: The Contractor is responsible for retesting where results of required
inspections, tests, or similar services prove unsatisfactory and do not indicate
compliance with Contract Document requirements, regardless of whether the
original test was the Contractor's responsibility.
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a. Cost of retesting construction revised or replaced by the Contractor is the
Contractor's responsibility, where required tests were performed on original
construction.

4. Associated Services: Cooperate with agencies performing required inspections,
tests, and similar services and provide reasonable auxiliary services as requested.
Notify the agency sufficiently in advance of operations to permit assignment of
personnel. Auxiliary services required include but are not limited to:

a. Providing access to the Work and furnishing incidental labor and facilities
necessary to facilitate inspections and tests.

b. Taking adequate quantities of representative samples of materials that
require testing or assisting the agency in taking samples.

C. Providing facilities for storage and curing of test samples, and delivery of
samples to testing laboratories.

d. Providing the agency with a preliminary design mix proposed for use for
materials mixes that require control by the testing agency.

e. Security and protection of samples and test equipment at the project site.

Owner Responsibilities. The Owner will employ and pay for the services of an
independent agency, testing laboratory, or other qualified firm to perform services which
are the Owner's responsibility.

Duties of the Testing Agency. The independent testing agency engaged to perform
inspections, sampling, and testing of materials and construction specified in individual
specification sections shall cooperate with the Engineer and Contractor in performance
of its duties, and shall provide qualified personnel to perform required inspections and
tests.

1. The agency shall notify the Engineer and Contractor promptly of irregularities or
deficiencies observed in the work during performance of its services.

2. The agency is not authorized to release, revoke, alter, or enlarge requirements of
the Contract Documents, or approve or accept any portion of the work.

3. The agency shall not perform any duties of the Contractor.

Coordination. The Contractor and each agency engaged to perform inspections, tests,
and similar services shall coordinate the sequence of activities to accommodate required
services with a minimum of delay. In addition, the Contractor and each agency shall
coordinate activities to avoid the necessity of removing and replacing construction to
accommodate inspections and tests.

1. The Contractor is responsible for scheduling times for inspections, tests, taking
samples, and similar activities.

SUBMITTALS

The independent testing agency shall submit to the Engineer, in duplicate, a certified
written report of each inspection, test, or similar service.
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1. Submit additional copies of each written report directly to the governing authority,
when the authority so directs.

2. Report Data: Written reports of each inspection, test, or similar service shall
include, but not be limited to:

Date of issue.

Project title and number.

Name, address, and telephone number of testing agency.
Dates and locations of samples and tests or inspections.
Names of individuals making the inspection or test.
Designation of the work and test method.

Identification of product and specification section.

Complete inspection or test data.

Test results and an interpretation of test results.

Ambient conditions at the time of sample-taking and testing.
Comments or professional opinion as to whether inspected or tested work
complies with Contract Document requirements.

l. Name and signature of laboratory inspector.

m. Recommendations on retesting.

AT T SQ@Tm0a0 T

1.5  QUALITY ASSURANCE

A. Qualification for Service Agencies. Engage inspection and testing service agencies,
including independent testing laboratories, which are prequalified as complying with
"Recommended Requirements for Independent Laboratory Qualification" by the
American Council of Independent Laboratories, and which specialize in the types of
inspections and tests to be performed.

1. Each independent inspection and testing agency engaged on the Project shall be
authorized by authorities having jurisdiction to operate in the state in which the
project is located.

PART 2 - PRODUCTS (NOT APPLICABLE)

PART 3 - EXECUTION
3.1 REPAIR AND PROTECTION

A. General. Upon completion of inspection, testing, sample-taking, and similar services,
repair damaged construction and restore substrates and finishes to eliminate
deficiencies, including deficiencies in visual qualities of exposed finishes.

B. Protect construction exposed by or for quality control service activities, and protect
repaired construction.

C. Repair and protection is the Contractor's responsibility, regardless of the assignment of
responsibility for inspection, testing, or similar services.

END OF SECTION
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SECTION 01 4219

APPLICABLE CODES AND STANDARDS

PART 1 - GENERAL
1.1 GENERAL

A. All materials, equipment, fabrication, and installation practices shall comply with the
following applicable codes and standards, unless the Contractor's quality standards
establish more stringent quality requirements, as determined by the Engineer.

1. Pressure Piping and Tubing

ANSI American National Standards Institute
ASME American Society of Mechanical Engineers
AWWA  American Water Works Association

NAPF National Association of Piping Fabricators
NSF NSF International

2. Materials

ANSI American National Standards Institute
ASTM American Society for Testing and Materials

3l Painting and Surface Preparation

NACE National Association of Corrosion Engineers
SSPC SSPC: The Society for Protective Coatings

4, Electrical and Instrumentation

NEMA National Electrical Manufacturers Association
NFPA National Fire Protection Association
UL Underwriter's Laboratories

5. Steel Structures

AISC American Institute of Steel Construction
AWWA  American Water Works Association

6. Concrete Structures
ACI American Concrete Institute
7.  Welding

ASME American Society of Mechanical Engineers
AWS American Welding Society

8. Safety
OSHA Occupational Safety and Health Act
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B. In addition, all work shall comply with the applicable requirements of local codes, utilities,
and other authorities having jurisdiction.

C. All material and equipment, for which a UL Standard or an ASME requirement is
established, shall be so approved and labeled or stamped. Label or stamp shall be
conspicuous and not covered, painted, or otherwise obscured from visual inspection.

END OF SECTION
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SECTION 1 7800

PROJECT CLOSEOQUT

PART 1 - GENERAL

1.1 SUMMARY

A. This section specifies administrative and procedural requirements for project closeout,

including but not limited to:

1. Inspection procedures.

2. Project record document submittal.
3. Submittal of warranties.

4. Final cleaning.

B. Closeout requirements for specific construction activities are included in the appropriate

technical specification sections.
1.2 RELATED DOCUMENTS
A. Technical specifications and other provisions of the Contract apply to this section.
1.3 SUBSTANTIAL COMPLETION

A. Preliminary Procedures. Before requesting inspection for certification of substantial

completion, complete the following. List exceptions in the request.

1. Advise Owner of pending insurance change-over requirements.

2. Discontinue or change over and remove temporary facilities from the site, along
with construction tools, mock-ups, and similar elements.

3. Complete final clean up requirements, including touch-up painting. Touch-up and
otherwise repair and restore marred exposed finishes.

B. Inspection Procedures. On receipt of a request for inspection, the Engineer will either
proceed with inspection or advise the Contractor of unfulfiled requirements. The
Engineer will prepare the Certificate of Substantial Completion following inspection, or
advise the Contractor of construction that must be completed or corrected before the
certificate will be issued.

1. The Engineer will repeat inspection when requested and assured that the work has
been substantially completed.

2. Results of the completed inspection will form the basis of requirements for
substantial completion.

C. Reinspection Procedure. The Engineer will reinspect the work upon receipt of notice that
the work, including inspection list items from earlier inspections, has been completed,
except items whose completion has been delayed because of circumstances acceptable
to the Engineer.
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2.

Upon completion of reinspection, the Engineer will prepare a certificate of final
acceptance or advise the Contractor of work that is incomplete or of obligations
that have not been fulfilled but are required for final acceptance.

If necessary, reinspection will be repeated.

1.4 FINAL ACCEPTANCE

A. Preliminary Procedures. Before requesting final inspection for certification of final
acceptance and final payment, complete the following. List exceptions in the request.

1.

10.
11.

Submit the final payment request with releases and supporting documentation not
previously submitted and accepted. Include certificates of insurance for products
and completed operations where required.

Submit an updated final statement, accounting for final additional changes to the
contract sum.

Submit a certified copy of the Engineer's final inspection list of items to be
completed or corrected, stating that each item has been completed or otherwise
resolved for acceptance, and the list has been endorsed and dated by the
Engineer.

Submit specific warranties, workmanship bonds, maintenance agreements, final
certifications, and similar documents.

Obtain and submit releases enabling the Owner unrestricted use of the work and
access to services and utilities.

Submit final project photographs, damage or settlement survey, property survey,
and similar final record information.

Deliver any specified tools, extra stock, and similar items.

Make final change-over of permanent locks and transmit keys to the Owner.
Advise the Owner's personnel of change-over in security provisions.

Submit all project close out forms completed and executed.
Submit a final liquidated damages settlement statement, if required.

Submit evidence of final, continuing insurance coverage complying with insurance
requirements.

PART 2 - PRODUCTS (NOT APPLICABLE)

PART 3 - EXECUTION

3.1 FINAL CLEANING

A. General. General cleaning during construction is required by the General Conditions.

Cleaning. Employ experienced workers or professional cleaners for final cleaning. Clean
all work areas to original condition or to satisfaction of Owner and Engineer.
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1. Complete the following cleaning operations before requesting inspection for
Certification of Substantial Completion.

2. Clean the site, including landscape development areas, of rubbish, litter, and other
foreign substances. Sweep paved areas broom clean; remove stains, spills, and
other foreign deposits. Rake grounds that are neither paved nor planted, to a
smooth even-textured surface.

C. Removal of Protection. Remove temporary protection and facilities installed for
protection of the work or existing facilities during construction.

D. Compliance. Comply with regulations of authorities having jurisdiction and safety
standards for cleaning. Do not burn waste materials. Do not bury debris or excess
materials on the Owner's property. Do not discharge volatile, harmful, or dangerous
materials into drainage systems. Remove waste materials from the site and dispose of in
a lawful manner.

END OF SECTION
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SECTION 01 7839

PROJECT RECORD DOCUMENTS

PART 1 - GENERAL

1.1 SUMMARY

A. This section specifies administrative and procedural requirements for project record
documents.

B. Project record documents required include:

Marked-up copies of Drawings.

Marked-up copies of approved shop drawings.

Newly prepared drawings.

Marked-up copies of Specifications, Addenda, and Change Orders.
Marked-up product data submittals.

Construction photographs.

Daily reports.

NoahkwN =

C. Specific record copy requirements that expand requirements of this section are included
in the individual sections.

D. General project closeout requirements are included in Section 01 7800, Project
Closeout.

E. Maintenance of Documents. Store record documents in the field office apart from
Contract Documents used for construction. Do not permit project record documents to
be used for construction purposes. Maintain record documents in good order, and in a
clean, dry, legible condition. Make documents available at all times for inspection by the
Engineer.

1.2 RELATED DOCUMENTS

A. Drawings and general provisions of Contract, including General and Supplemental
Conditions or General Provisions and other Division 1 specification sections, apply to
this section.

1.3 RECORD SPECIFICATIONS

A. Maintain one copy of the project Specifications, including addenda and modifications
issued, for project record document purposes during the construction period.

1. Mark the Specifications to indicate the actual installation where the installation
varies substantially from that indicated in Specifications and modifications issued.
Note related project record drawings information, where applicable. Give particular
attention to substitutions, selection of product options, and information on
concealed installations that would be difficult to identify or measure and record
later.
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RECORD PRODUCT DATA

Maintain one copy of each product data submittal for project record document purposes
during the construction period.

1. Mark project data to indicate the actual product installation where the installation
varies substantially from that indicated in product data submitted. Include
significant changes in the product delivered to the site, and changes in
manufacturer's instructions and recommendations for installation.

2. Give particular attention to information on concealed products and installations that
cannot be readily identified and recorded later.

3. Note related Change Orders and mark-up of record drawings, where applicable.

4, Upon completion of mark-up, submit a complete set of record product data to the
Engineer for the Owner's records.

5. Where record product data are required as part of maintenance manuals, submit
marked-up product data as an insert in the manual, instead of submittal as record
product data.

MISCELLANEOUS RECORD SUBMITTALS

Refer to other specification sections for miscellaneous record-keeping requirements and
submittals in connection with various construction activities. Immediately prior to final
acceptance, complete miscellaneous records and place in good order, properly identified
and bound or filed, ready for use and reference. Submit to the Engineer for the Owner's
records.

1. Categories of requirements resulting in miscellaneous records include, but are not
limited to the following:

Authorized measurements utilizing unit prices or allowances.
Inspections and certifications by governing authorities.
Disinfection test results.

Final inspection and correction procedures.

cooTw

PART 2 - PRODUCTS (NOT APPLICABLE)

PART 3 - EXECUTION

3.1 RECORDING
A. Post changes and modifications to the documents as they occur. Do not wait until the
end of the project. The Engineer will periodically review record documents to ensure
compliance with this requirement.
END OF SECTION
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SECTION 09 9714.10

REHABILITATION AND REPAINTING OF STEEL TANK
WITH LEAD-BASED PAINT ABATEMENT

PART 1 - GENERAL

1.1

1.2

JS

SUMMARY

The work covered by this section consists of furnishing all labor, equipment, and
materials required to rehabilitate, repair, modify, and repaint the existing approximate
30-foot diameter by 19-foot tall, open top steel, West Surge Tank. Work to be
performed shall include abrasive blast cleaning and painting of all interior and exterior
steel surfaces, and various piping and other components in accordance with the
requirements of these Specifications.

Special Site Conditions

1. The surge tank is located at the Water Treatment Plant, 1515 Bear Creek Road,
Oak Ridge, Tennessee 37311 (see Figure 1, inside back cover).

2. The tank is critical to the operation of the water treatment plant. The allowed
contract time and liquidated damages will be enforced. Work shall be
performed in a manner to protect and not interfere with the treatment plant's
operation.

3. Access to the Water Treatment Plant is through Department of Energy (DOE)
security. All personnel accessing and/or performing work will be required to
obtain a DOE security pass.

REFERENCES

The publications listed below form a part of this specification to the extent referenced.
The publications are referred to in the text by the basic designation only.

American Welding Society (AWS)
1. AWS D1.1 Structural Welding Code — Steel

American Society for Testing and Materials (ASTM) Publications

1. ASTMD 16-08 Terminology Relating to Paint, Varnish, Lacquer, and
Related Products

2. ASTM D 4417-03 Standard Test Methods for Field Measurement of
Surface Profile of Blast Cleaned Steel

3. ASTM D 5402-06 Standard Practice for Assessing the Solvent

Resistance of Organic Coatings Using Solvent Rubs

Code of Federal Regulations (CFR)

1. 29 CFR Part 1910 Occupational Safety and Health Act (OSHA)
2. 29CFR 1910.134 Respiratory Protection
09 9714.10-1 K15008
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10.

29 CFR 1910.1000
29 CFR 1910.1020
29 CFR Part 1926
29 CFR 1926.62
40 CFR

40 CFR 50

40 CFR 261
40 CFR 268

Subpart Z - Toxic and Hazardous Substances — 1500
Access to Employee Exposure and Medical Records
Safety and Health Regulations for Construction

Lead

Environmental Protection Agency (EPA)

National Primary and Secondary Ambient Air Quality
Standards

Identification and Listing of Hazardous Waste

Land Disposal Restrictions

SSPC: The Society for Protective Coatings (SSPC) and National Association of
Corrosion Engineering (NACE) Publications

1.
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11.

12.

13.

14.
15.
16.
17.
18.

NACE SP0188-2006
SSPC-AB 1
SSPC-AB 2
SSPC-AB 3
SSPC-Guide 6
SSPC-PA Guide 10

SSPC-Guide 12
SSPC-Guide 15

SSPC-PA 1
SSPC-PA 2

SSPC-PA Guide 10
SSPC-PA Guide 11
SSPC-SP COM

SSPC-SP 1

Discontinuity (Holiday) Testing of New Protective
Coatings on Conductive Substrates

Mineral and Slag Abrasives

Cleanliness of Recycled Ferrous Metallic Abrasives
Ferrous Metallic Abrasive

Guide for Containing Surface Preparation Debris
Generated During Paint Removal Operations

Guide to Safety and Health Requirement for Industrial
Painting Projects

Guide for lllumination of Industrial Painting Projects
Field Methods for Extraction and Analysis of Soluble
Salts on Steel and Other Nonporous Substrates
Shop, Field, and Maintenance Painting of Steel
Procedure for Determining Conformance to Dry
Coating Thickness Requirements

Guide to Safety and Health Requirement for Industrial
Painting Projects

Protecting Edges, Crevices, and Irregular Steel
Surfaces by Stripe Coating

Surface Preparation Commentary for Steel and
Concrete Substrates

Solvent Cleaning

SSPC-SP 6/NACE No. 3 Commercial Blast Cleaning
SSPC-SP 10/NACE No. 2 Near-White Metal Blast Cleaning

SSPC-SP 11
SSPC-VIS 1

Power Tool Cleaning to Bare Metal
Visual Standard for Abrasive Blast Cleaned Steel
(Standard Reference Photographs)

American Water Works Association (AWWA) Publications

1.
2.
3.

AWWA C652-02
AWWA D100-05

AWWA D102-06

Disinfection of Water-Storage Facilities
Welded Carbon Steel Tanks for Water Storage
Coating Steel Water-Storage Tanks

National Sanitation Foundation (NSF)/American National Standards Institute (ANSI)
Publications

1.

NSF/ANSI Standard 61

(NSF 61)

Drinking Water System Components - Health Effects
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International Concrete Repair Institute (ICRI)

1. Guideline No. 03732 Selecting and Specifying Concrete Surface
Preparation for Sealers, Coatings, and Polymer
Overlays

National Association of Pipe Fabricators (NAPF), Inc. Surface Preparation Standards

1. NAPF 500-03-01 “Solvent Cleaning”

2. NAPF 500-03-02 “Hand Tool Cleaning”

3.  NAPF 500-03-03 “Power Tool Cleaning”

4. NAPF 500-03-04 “Abrasive Blast Cleaning of Ductile Iron Pipe”
DEFINITIONS

Definition of Painting Terms: ASTM D 16, unless otherwise specified.
Dry Film Thickness (DFT): Thickness of a coat of cured paint measured in mils.

Wet Film Thickness (WFT): Thickness of a coat of freshly applied, uncured paint as
measured in mils by a notched gauge.

Mil: One mil equals 0.001 inch (25.4 micrometers).

Stain; Shadows, streaks, discolorations from paints, rust, etc. that have no volume,
do not leave surface residue, and cannot be removed my dry or wet wiping.

Non-conforming work: Work that does not meet contract conditions or specifications.
Reports with missing or incorrect information and coating defects are examples of
hon-conforming work.

SUBMITTALS

Provide complete shop drawings and engineering data to the Engineer in accordance
with the requirements of Section 33 3323 - Shop Drawings, Product Data, and
Samples and as follows:

1. Environmental and worker protection plan, including OSHA required measures
for lead exposure protection.

2. Abrasives, paints, and surface repair materials.

3. Surface preparation methods proposed including containment or use of vapor
blast cleaning, etc.

4. Air filtration, forced air ventilation methods, interior lighting, etc.

5. Debris collection, storage, and disposal.

6. List of inspection equipment and test kits to be used.

Product data sheets for paints must contain the following information:

Manufacturer's name

Type of paint or other generic identification
Manufacturer’'s product number

Color (if any)

Type of gloss

o~ wN =
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6. Minimum flash point

7. Percent solids by volume

8. Recommended dry film thickness range per coat

9. Theoretical coverage rates

10. Instructions for mixing, thinning, or reducing (as applicable)

11. Manufacturer's application recommendations and restrictions

12. Safety and storage information

13. Viscosity at ambient temperature

14. Average dry times (dry to touch, dry to recoat) and pot life at ambient
temperature

15. Recommended thinner(s) and maximum thinning permissible

16. Recommended primer (if applicable)

17. Application method (brush, roller, conventional or airless spray, etc.)

18. VOC level of coating

19. Instructions for mixing multiple component materials

Welder certificates for work involving modifications and/or weld repairs (i.e. new
manhole, ladders, etc.).

DELIVERY, STORAGE, AND HANDLING
Coating Materials.

1. Delivery. Deliver coating materials in properly sealed and labeled containers
bearing manufacturer's name and distinctive product name and number, batch
number, color, date of manufacture, mixing and thinning instruction, and all
safety requirements.

2. Storage and Handling. Store and handle coating materials, solvents, cleaning
agents, and abrasives in accordance with SSPC-PA 1 and the manufacturer’s
written  instructions. Protect materials to prevent damage or contamination.
Keep coating containers sealed until ready for use. Reject all damaged, leaking,
or unlabeled containers. Do not use materials beyond coating manufacturer’s
shelf life limits.

Metal Fabrications.

1. Delivery, Storage, and Handling. Deliver, storage, and handle fabrications in
such a manner as to prevent damage, warping, etc.

LAWS AND REGULATIONS

Confined Space Entry

1. Provide Owner with certification, signed by an officer of the contracting company,
that an OSHA-compliant confined space entry program has been developed and

implemented.

2. Provide Owner with a copy of the Contractor's confined space entry program for
this project.

3. Advise the Owner of any permit space hazard encountered.
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4. Ensure that all manways and other tank openings remain open during interior
cleaning, painting, and curing.

Volatile Organic Compounds (VOC)

1. VOC ratings in pounds per gallon or grams per liter for coatings specified are
believed to be in compliance with requirements set forth by the air pollution
control agency governing the project work area.

2. Do not thin coatings in excess of the paint manufacturer's recommendations.

Potable Water. Interior tank coatings specified herein are believed to be in
compliance with NSF/ANSI standards for potable water. Notify Owner and Engineer if
information is found to the contrary.

Safety - General

1. Comply with all applicable health and safety requirements of OSHA, SSPC-PA
Guide 10, and the paint and abrasive manufacturers. Any rigging attachments or
any other modification to the tank required to meet safety standards are the
responsibility of the Contractor.

2. Carefully inspect all rigging attachments present on the tank prior to use. The
Contractor assumes all responsibility for use of any existing or added
attachments.

Clean Air Act

1. Conduct all activities in such a way that the release of lead into the atmosphere
complies with the limitations of the National Ambient Air Quality Standards,
including the following:

a. Not more than 1.5 ug/m® of lead may be released into the atmosphere
averaged over a 90-day period.

b. Notmore than 450 ug/m?® of particulate matter less than 10 um in size can be
released into the atmosphere during an 8-hour workday, as measured at the
face of the tank or at the discharge of the filtration system.

c. Contractor shall provide necessary monitoring and testing for compliance
with the Clean Air Act as described herein. Cost shall be included in the
lump sum price for appropriate bid items.

2. Submit detailed work method plan, enclosure plan, ventilation plan, and air
filtration plan for work area. These plans will vary in scope according to the
proposed blasting and material recovery technique.

a. In the event a totally enclosed blasting area with negative air pressure
ventilation is selected for material containment, the enclosure shall be
attached to the steel tank with magnetic strips or other devices to ensure a
tight seal.

b. Maintain air flow through the enclosed blasting area at a minimum linear flow
velocity of 100 feet per minute, or 50 feet per minute is acceptable in a
downdraft mode. Size air filters to handle the volumetric air flow rate
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associated with the enclosure geometry and the 100 feet per minute
minimum required air flow velocity. Submit drawings and calculations for the
proposed containment area with the shop drawings.

F. Worker Safety Relative to Lead Abatement

1. Dangers of Lead: It is recognized that lead is a poison and when ingested by
humans can result in severe consequences. The activities involved with lead
paint removal can contribute significantly to lead poisoning if these activities are
not handled properly. The following guidelines are stipulated in an effort to
mitigate the conditions which may result in lead poisoning of workers involved
with lead paint removal activities.

2. Information and Training: Provide information and training to each employee
involved in lead paint removal activities. Such training shall conform to the
requirements of 29 CFR 1926.62(1). A summary of the information and training
provided to employees (or to be provided) is to be submitted with the bid
package. In general, the employee is to be advised of the contents of 29 CFR
1926.62, operations that could cause lead poisoning, respirator protection,
medical symptoms of lead poisoning, measures to prevent lead ingestion, and
access to information and training.

3. Respirators and Protective Clothing

a. Supply respirator protection and protective work clothing and equipment.
Protective clothing to include disposable coveralls or full body work clothing,
gloves, hats, disposable shoe covers, face shields, goggles, or other
appropriate protective equipment. Respiratory protection shall conform to
Table | - Respiratory Protection for Lead Aerosols, under 29 CFR
1926.62(f).

b. Provide for cleaning or laundering of protective clothing and equipment
required hereunder, and conform to Paragraph iv through vii under 29 CFR
1926.62(9).

4. Housekeeping: All lead-contaminated surfaces are to be cleaned daily and
maintained as free as practicable of accumulations of leaded debris.

5. Hygiene Facilities and Practices:

a. No food, beverages, tobacco, or cosmetics are to be consumed, used or
applied until after employee has been cleaned of dust, relocated to a
decontamination facility, and has washed hands and face. High efficiency
particulate air-filtered (HEPA) vacuum equipment is to be used for removing
dust from workers before equipment and clothing is removed.

b. Provide a decontamination facility where employee can wash hands and
face before eating, drinking, smoking, or applying cosmetics, and for
changing clothes and showering at end of work shift.

c. Assure that employees shower at end of work shift and do not leave the
work place wearing clothing or equipment used during the work shift.

d. Effluent shower and wash water from decontamination facility is to be
collected in contractor-furnished storage containers and held for testing and
disposal by contractor.
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6. Medical Monitoring and Records:

a. Provide a laboratory testing report from each employee assigned to job
indicating level of lead in blood (expressed in ug/100g) from test performed
within the 30 days prior to start work date.

b. Provide a laboratory testing report for each employee assigned to job
indicating level of lead in blood (expressed in pg/100g) from test performed
two weeks after start of job, each month after start of job, and within one
month after completion of job.

c. No employee shall be allowed to remain on the job whose level of lead in
blood exceeds 30 ug/100g.

d. Records shall reflect the lead abatement training courses and number of
hours of instruction provided to each employee.

e. Maintain a daily check list and log reflecting the issuance of clean gear and
clothing, that specific hygiene practices were followed, and that showers
were taken at end of day.

7. Warning Signs: Post the following warning sign at each entrance to tank site
where lead removal activities are taking place and at the decontamination facility:

Warning
Lead Work Area
Poison
No Smoking or Eating

8. Hazardous Waste: Accumulate in contractor-furnished containers all lead paint
chips and debris from dust filters, vacuum systems, blasting abrasive cleanings,
used work clothes and equipment, blasting abrasive left at end of job, or any
other lead containing or contaminated materials.

9. Provisions for Employees of Owner and Engineer. Contractor shall provide
access and use of decontamination facilities, equipment, and services required
by employees of the Owner and Engineer in the conduct of their work on this
project.

Disposal of Lead-Contaminated Surface Preparation Debris.

1. Dispose of paint and/or spent blasting media containing lead as a hazardous
waste at the Base Bid price unless Toxicity Characteristic Leaching Procedure
(TCLP) tests indicate that the material is nonhazardous.

2. Comply with the SSPC-Guide 7, the Resource Conservation and Recovery Act
(RCRA) (40 CFR 261, 262, and 264), and any applicable rules by the State of
Tennessee.

3. Clean up debris daily. Store debris in watertight, covered containers. No debris
shall be allowed to fall directly on the ground.

4. Utilize additives to render the paint debris nonhazardous and/or reduce the
volume of debris and spent blasting media.

5. Collect two samples of the debris from the exterior surface and have those
samples tested by the TCLP test for leachable lead prior to disposal.
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a. Ifthe tests indicate the debris has less than 5 mg/l (ppm) leachable lead, the
debris may be disposed in an industrial waste facility or, with special waste
approval, in a sanitary landfill.

b. If the tests indicate the debris has more than 5 mg/l of leachable lead, the
debris must be handled and disposed of as a hazardous waste.

Contractor shall obtain hazardous waste generator identification number for this
project for the lead waste generated during coating removal operations of the
exterior tank surfaces, as required. Contractor shall obtain the necessary
manifests to transport and dispose of any hazardous waste paint debris from this
project. If applicable, Contractor shall obtain special waste approval for disposal
in a sanitary landfill. Compensation for these services shall be included in the
lump sum price bids in the Bid Schedule.

Bear all costs for disposal of the spent debris. Submit documentation and
hazardous waste manifests (where required) to the Owner at the end of the
project.

Dust Control and Contaminant

1.

Conduct all activities in such a way that the release of lead into the atmosphere
complies with the limitations of the 40 CFR 50.

Contractor shall provide necessary monitoring and testing for compliance with
the Clean Air Act. Cost shall be included in the prices for the appropriate bid
items.

Dust from abrasive blast cleaning operations shall not leave the project site nor
interfere with other operations, including the production of potable water.

Full or partial containment of interior and exterior surface preparation shall
comply with the SSPC-Guide 6, Class 2A where open abrasive blast cleaning is
used.

Provide dust collection during interior and exterior dry abrasive blast cleaning.
Approved methods of surface preparation to control dust:

Vacuum blast cleaning with recyclable steel grit.
Wet abrasive blasting.

Vapor abrasive blast cleaning with EcoQuip.

Dry abrasive blast cleaning with full containment.
Alternative methods require pre-bid approval.

®Pooow

Bear all costs for disposal of spent debris. Submit documentation to the
Engineer at the project completion.

PROJECT/SITE CONDITIONS

All surface preparation and painting operations, procedures, safety precautions, and
other work shall be in strict conformance to requirements of these Specifications,
AWWA, SSPC, OSHA, and the paint and abrasive manufacturers.
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B. Paint samples tested in September 2014 indicate that the interior coating system is
considered “lead-based paint” and the exterior coating system is not considered
“lead-based paint.” Paints that contain lead quantities in excess of the 0.50 percent
by weight (5,000 ug/g) limit are considered “lead-based paint” by the OSHA. The
Contractor should take samples to verify lead contents for use in eliminating any lead
hazards. The Contractor shall protect workers, others, and the environment from
“lead-hazards.” Test results are in Appendix A.

C. Field Measurements. Where possible, check actual locations on tank to which metal
fabrications must fit by accurate field measurements before fabrication; show
recorded measurements on final shop drawings. Coordinate fabrication schedule
with construction progress to avoid delay of work.

1. Where field measurements cannot be made without delaying the work,
guarantee dimensions and proceed with fabrication of products without field
measurements. Coordinate construction to ensure that actual dimensions
correspond to guaranteed dimensions. Allow for trimming and fitting.

1.2  WARRANTY

A. Provide a warranty against defective materials and workmanship for a period of one
year after acceptance of work.

B. Repair/restore in accordance with this specification any visible coating deterioration
or other defects that occur within the one year after acceptance of work.
PART 2 - PRODUCTS
2.1 MATERIALS AND COATINGS
A. Abrasives. Use abrasives conforming to SSPC-AB 1, Type Il Class B, and/or
SSPC-AB 3, Class 1, grit or grit/shot combination and sized to produce required

angular surface (anchor) profile for the selected coating system.

B. Interior Paint System. NSF-approved interior paint systems and approved dry film
thickness (DFT) for each coat shall be as follows:

1. Tnemec Field Primer  Series 94-H,0 Hydro-Zinc at 2.5 to 3.5 mils
Stripcoat Series 20 Pota-Pox at 2.0 to 4.0 mils
Intermediate  Series 141 Epoxoline at 6.0 to 9.0 mils
Finish Series 141 Epoxoline at 6.0 to 9.0 mils

2. Sherwin Williams Primer Corothane | Galvapac at 2.0 to 4.0 mils
Stripcoat Macropoxy 646 PW at 2.0 to 4.0 mils
Intermediate  Macropoxy 5500 at 6.0 to 9.0 mils
Finish Macropoxy 5500 at 6.0 to 9.0 mils

C. Exterior Paint System. Approved exterior paint systems and approved DFT for each
coat shall be as follows:
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1. Tnemec Primer Series N69 Hi-Build Epoxoline Il at 4.0 to 6.0

mils
Intermediate  Series N69 Hi-Build Epoxoline Il at 4.0 to 6.0
mils
Finish Series 1075 Endura-Shield Il at 3.0 to 4.0
mils
2. Sherwin Williams Primer Macropoxy 646 PW at 4.0 to 6.0 mils
Intermediate  Macropoxy 646 PW at 4.0 to 6.0 mils
Finish Hi-Solids Acrylic Polyurethane at 3.0 to 4.0
mils

Exterior Concrete System. Approved exterior paint system and DFT range for each
coat shall be as follows:

1. Tnemec Primer 151-1051 Elasto-Grip FC at 0.7 to 1.5 mils
Intermediate 156 Enviro-Crete at 4.0 to 8.0 mils
Finish 156 Enviro-Crete at 4.0 to 8.0 mils
2. Sherwin Williams Primer Loxon Concrete & Masonry Primer at 2.0 to
3.0 mils
Intermediate  Loxon Acrylic Coating at 4.0 to 8.0 mils
Finish Loxon Acrylic Coating at 4.0 to 8.0 mils

Sealer/Surfacer.

1.  Tnemec Series 215 Surfacing Epoxy

2.  Sherwin Williams Steel - Seam FT910

3. Orapproved equal.

Sealant.

1. Sikaflex-1a one part polyurethane, elastomeric sealant/adhesive and/or
Sikaflex-2c NS two-component, non-sag, polyurethane elastomeric sealant, or
approved equals, and closed cell backer rod to seal between foundation and
bottom angle.

Surface Crack Repair

1. Tneme-Tape Series 152 flexible, polyester fabric, or approved equal.

Salt Removal, Degreasing, and Flash Rust Prevention

1. HoldTight Solutions, LLC - HoldTight®102 or approved equal.

Container Labeling. The manufacturer of the painting materials for each distinctive

product shall provide product information printed on the container label and an

accompanying instruction sheet. See Item 1.4, B.

Lead-based Paint Abatement

1. Lead Neutralizing
a. Enviro-Prep System by Hoffers, Inc. or approved equal.
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b. Materials when used in accordance with the manufacturer’s
recommendations for “lead” paint removal shall produce a nonhazardous
waste.

2. Containers

a. Use air and water-tight containers, suitable to receive and retain any
lead-containing or contaminated materials until TCLP analysis and
subsequent disposal at an approved site.

b. All containers shall be labeled in accordance with OSHA 29 CFR 1926.62
and 1910.145, and/or DOT 49 CFR 172, 173, and 178.

c. Three types of acceptable containers.

1)  Six-mil plastic bags/sheet sized to fit into a drum or waste dumpster.
2) Metal or fiber drums with tight fitting lids.
3) Waste dumpsters with lids.

3.  Warning Labels and Signs
a. Will conform to OSHA 29 CFR 1926.62 (Lead); DOT 49 CFR 172, 173, and
178 (Hazardous Waste Transporting); and/or EPA 40 CFR 262 Subpart C
(Pre-Transport Requirements)

4. Containment

a. Polyethylene (poly) sheeting, tarpaulins, tape, and/or other materials used
to prevent exposure above the Permissible Exposure Limits (PELs) outside
of the area where lead-based paint abatement occurs.

Metal Fabrications and Accessories:

1. Platform and Ladders: Replace existing interior and exterior ladders with new
new A-36 steel ladders. Modify existing platform by removing grating and LLI
components and installing a new fiberglass grating and to meet OSHA
requirements for ladders and platforms.

2.  Manway Openings: Install new 30-inch A-36 steel manway including davit arm.
Provide with new stainless steel nuts, bolts, and washers and new rubber or
rubber over fiber FDA/NSF approved gasket material. Provide anti-seizing
compound for nut/bolt installation.

PART 3 - EXECUTION

3.1

3.2

JS

GENERAL

Perform surface preparation and application of coating materials and installation of
metal fabrications and accessories as specified herein and in accordance with the
approved safety plan.

SURFACES NOT TO BE PAINTED

Protect surrounding areas, surfaces, and appurtenances not scheduled to be coated
from damage during surface preparation and application of coatings. Such surfaces
and appurtenances include galvanized, aluminum or stainless steel, concrete, and
other surfaces. Protect the concrete foundation from coatings applied to steel
surfaces.
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Immediately remove coatings that fall on surrounding areas and surfaces not
scheduled to be coated.

ABRASIVE AND PAINTING DEBRIS

Provide necessary measures and equipment to collect and store blasting and painting
debris. Schedule and conduct blasting in such a manner as to avoid blasting dust from
contaminating freshly painted surfaces.

ENVIRONMENTAL CONDITIONS

Conduct blasting and coating operations only when the following conditions are met:

1.

Atmospheric and Surface Temperatures: Prepare surface and apply and cure
coatings within air and surface temperature range in accordance with coating
manufacturer’s instructions

Surface Temperature: Minimum of 5 °F above dewpoint.

Relative Humidity: Prepare surfaces and apply and cure coatings within relative
humidity range in accordance with coating manufacturer’s instructions.

Visible Emissions. Assessment as to adequate containment and control of dust
emissions shall be in accordance with SSPC-Guide 6, Method A — Visible
Emissions. Visible emissions shall not exceed Level 2.

Interior lllumination: Tank interior (immediate working areas) and containment
areas shall be illuminated by natural and/or artificial lighting to the recommended
levels as measured in foot candles per SSPC-Guide 12, Table 1, and measured
per SSPC-Guide 12, Section 6.1. All artificial lighting shall be explosion proof.

SURFACE PREPARATION

Repair of Metal Surfaces

1.

Abrasive blast clean and reseal with epoxy sealer/surfacer areas which are
inaccessible to painting.

Remove all new and existing weld splatter prior to coatings application. Where
splatter is removing following abrasive blast or other mechanical cleaning
method, reclean by mechanical cleaning prior to coatings application.

Round all sharp metal edges to a minimum 1/8-inch radius prior to coatings
application. A sharp edge is any edge less than 1/8-inch radius.

Fill pits, irregular corrosion passages, etc. whose depths are greater than
1/32-inch but less than 50% of the plate thickness with epoxy sealer/surfacer.
Finish smooth with steel surface.

Fill pits and seams, etc. whose depths are 50% or greater of the plate thickness
by welding. Grind smooth all weld repairs.
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b.  Surface Crack and Concrete Repairs
1) Cracks less than 1/16-inch wide.
a) Apply brush coat(s) of exterior coating to fill cracks.
2) Cracks greater than 1/16-inch wide.
a) Repair using Tnemec Series 152 Theme-Tape as recommended
by manufacturer.

MIXING, APPLICATION, AND CURING OF COATINGS

General: Mix and apply coating systems in accordance with SSPC-PA 1, except as
modified by the manufacturer’'s recommendations or this specification. Apply primers
as soon as possible after blast cleaning steel surfaces, in no case exceeding 8 hours.
If any visible degradation or contamination occurs before priming, regardless of the
time period, restore the surface to the specified condition before priming. Apply
additional coatings after area to be painted is completely cleaned to remove all
contaminants such as dust or paint overspray. All finish colors will be selected by the
Owner or Engineer.

Mixing: Mix coatings per are SSPC-PA 1, 5.4, except “56.4.2.1 Manual Mixing,”
(manual hand mixing is not permitted) or per manufacturer's recommendations.
Manufacturer's recommendations take priority. Vhere partial kits are mixed, provide
method of accurate measurement.

Striping: Brush stripe all bolts, edges, and other irregular surfaces, and all interior
seams, welds, pitted surfaces, etc. as described in SSPC-PA 1, 6.6 and 7.2, after
applying full prime coat to all surfaces. Stripe coat shall be same coating used for
intermediate coat.

Interior Coating System: Apply each coat at the thickness specified in Section 2.1.
The total DFT range for the three-coat system shall be 12.0 to 18.0 mils after 5 days
drying time (at 70°F). All coats shall be applied by airless spray as described in
SSPC-PA 1, 7.4 and 7.6, except for striping.

Holidays and Other Coating Repairs: Apply each coat at the thickness specified in
Section 2.1 and in accordance with Section 3.6, D. Brush application of spot repairs is
acceptable. However, additional applications by brush may be required to achieve
specified coating thickness(es).

Exterior Coating System: Apply each coat at the thickness specified in Section 2.1.
The total DFT range for the three-coat system shall be 11.0 to 16.0 mils after 5 days
drying time (at 70°F). All coats shall be applied by airless spray as described in
SSPC-PA 1, 7.4 and 7.6, or roller as described in SSPC-PA 1, 7.3. However, each
coat shall be applied by one method to ensure uniform appearance.

Overcoating: Follow the manufacturer’s or paint specification requirements for
overcoating times between each coat of each coating system. Make sure that no
coating becomes contaminated with dirt, grease, oil, or other material/contaminants
before overcoating.
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Ventilation: Provide ventilation during curing of interior coating system in accordance
with AWWA D102-06, Section A.7.5. Forced air ventilation shall be maintained for a
minimum of seven (7) days following interior coating application.

Final Curing of Coating Systems

1. Cure completed interior epoxy coating system a minimum of 10 days at an
atmospheric temperature of 60°F or higher before filling tank with water.

2. Cure completed exterior epoxy/polyurethane coating system a minimum of 4
days at an atmospheric temperature of 60°F or higher before filling tank with
water.

Finished Surfaces: Provide finished surfaces that are free from such paint defects as

skips, runs, sags, pinholes, brush marks, inclusions (i.e. abrasives, grit, etc.), and

variations in color or texture. Weld seams shall be free of dry fall and overspray.

Protection of Coating System: Wear clean, soft-soled shoes and protective shoe

covers on floor or roof surfaces after application of finish coat to prevent damage to

the coating.

Sealant:

1. Install backer rod and sealant between grout/mortar and chime per
manufacturer's recommendations. Apply sealant per manufacturer's PDS.

Concrete Foundation:

1. Apply each coat at the thickness specified in Section 2.1.

2. All coats shall be applied by manufacturer's recommendations.
3. Each separate coat shall be applied by the same method.

4.  Where roller application is used, two applications may be required to meet DFT
requirements of each coat.

TESTING
Ambient Conditions: Prior to, during, and following abrasive blasting and/or paint
application, measure ambient conditions to confirm that all conditions are within

specified limits. Measure following conditions:

1. Airtemperature and relative humidity in the vicinity where work is conducted (i.e.
tank interior when work is on inside of tank).

2. Surface temperature.
3. Paint temperature (to be measured in container after mixing of components).
Surface Preparation:

1. Prior to blast cleaning:
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Check abrasive for chlorides prior to use (2 tests per shipment).

Verify surface to be blast cleaned is free of contaminants.

c. Interior Only. Check surfaces for chlorides especially in areas of corrosion
(minimum of 2 tests on floor and 2 tests on walis).

d. Check pressure at blast nozzle to confirm appropriate pressure (to be

measured with a needle gauge).

o

2. After abrasive blast cleaning and prior to paint application::

a. Verify surface to be painted is free of contaminants.

b. Interior Only. Check surfaces for chlorides especially in areas of corrosion
(minimum 2 tests on floor and 4 tests on walls).

c. Check the surface in accordance with ASTM D 4417 using surface profile
tape and SSPC-VIS 1 to determine if the specified profile depth and degree
of blast cleaning are achieved.

Wet Film Thickness (WFT): Measure WFT with notched gauge that provides
measurements in mils. Provide a minimum of one WFT measurement for each 100
square feet of surface painted.

Dry Film Thickness (DFT): Measure DFT in accordance with SSPC-PA 2 using an
“electronic” gauge that will measure the DFT within an accuracy of +0.25 mil. Apply
additional coat of paint in order to attain the minimum DFT specified for each coating
layer type. Remove excess paint that exceeds the maximum DFT of each coating
layer type by sanding.

Chiloride Testing: Test interior surfaces for chloride ion concentration in accordance
with SSPC-Guide 15, 4.1.1. Method A: Sleeve Retrieval Method and 5.4 Field
Detection of Chloride lon by lon Detection Tube. Test abrasives for chloride ion
concentration.

Holiday Testing: Holiday test all interior painted immersion surfaces and accessories
with a wet-sponge low-voltage holiday detector after the paint has cured for at least 5
days in accordance with NACE Standard SP0188. Wetting solution shall contain
low-sudsing photographic wetting agent. Clean surfaces prior to testing. Mark holiday
locations for repair and repair as specified in Sections 3.5, B. and 3.6, E. Retest after
repaired coating has cured.

Solvent Rub Test: After seven (7) days of curing with forced air ventilation, verify that
the interior coating system has cured by use of ASTM D 5402. Visual detection of
coating pick-up by the solvent-soaked cloth shall constitute test failure.

PREPARATION AND INSTALLATION, GENERAL

Coordinate and furnish metal fabrications, setting drawings, diagrams, templates,
instructions, and directions for installation of metal fabrications and accessories
including supports and miscellaneous items. Coordinate delivery of such items to
the project site.

Fastening to In-Place Construction: Provide anchorage devices and fasteners
where necessary for securing metal fabrications to in-place construction.

09 9714.10-16 K15008
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Cutting, Fitting, and Placement: Perform cutting, drilling, fitting and welding required
for installation of miscellaneous metal fabrications. Set metal fabrication accurately in
location, alignment, and elevation; with edges and surfaces level, plumb, true, and
free of rack; and measured from established lines and levels.

Fit exposed connections accurately together to form hairline joints. Weld or bolt, as
indicated, connections that are not to be left as exposed joints, but cannot be shop
welded because of shipping size limitations. Do not weld, cut, or abrade the surfaces
of exterior units which have been hot-dip galvanized after fabrication, and are
intended for bolted or screwed field connections.

Field Welding: Comply with AWS Code for procedures of manual shielded metal-arc
welding, appearance and quality of welds made, methods used in correcting welding
work, and the use of materials and methods that minimize distortion and develop
strength and corrosion resistance of base metals.

Metal Fabrications and Accessories
1. Platform and Ladder Modifications:

a. Platform
1) Remove liquid level indicator system, conduit, and grating.
2) Install new fiberglass grating per manufacturer’s instructions. Includes
stainless steel clips, anchors, etc.
3) Modify handrails to meet OSHA requirements (includes 42-inch height).

b. Ladder

1) Replace interior and exterior ladders with OSHA compliant ladders.

2) Extend side rails a minimum of 36 inches above platform to allow side
step-off at platform and within 1-foot of bottom tank (interior) and
ground level (exterior).

3) Connect extended side rails to ladder openings.

c. Platform Gates: Install new platform gates per manufacturer’s instructions
after coatings have properly cured.

2. Manhole: Install new 30-inch diameter manhole opening at location to be
determined by Owner. Provide 100% weld connections (inside and outside).
Install new gasket and stainless steel nuts and bolts at new manhole cover and
at existing 12-inch flanged opening.

QUALITY CONTROL AND QUALITY ASSURANCE
Engineer or other representative of the Owner.

1. Provide quality assurance through observation, testing and/or inspection of work
described above on a part-time or as-needed basis. Contractor to provide all
equipment necessary to conduct testing. Provide access to the Engineer or his
representative to conduct observation and testing during progress of the work,
including scaffolding, ladders, etc., as required to access all areas of work.
Coordinate with Engineer so observation and testing may be conducted in a
timely and efficient manner.
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B. Applicator's Field Quality Control
1.  Required applicator testing, inspections and documentation:

a. Verify coatings and other materials are as specified.

b. Verify environmental conditions are as specified.

c. Verify existing surface is contaminant free prior to abrasive blast cleaning.
Includes testing for chlorides.

d. Verify surface preparation, surface cleanliness, coating mixing and
applications are as specified.

e. Verify DFT of each coat and total DFT of each coating system is as specified
using wet film and dry film gauges. DFT’s shall be measured in accordance
with SSPC-PA 2.

f. Coating Defects:

1) Check coatings for film characteristics or defects that could adversely
affect performance of coating systems.

2) Check exterior finish for film characteristics or defects that adversely
affect appearance.

3) Check for holidays on steel immersion surfaces using a low-voltage
holiday detector.

4) Check proper cure of interior coating by solvent rub test.

g. Reports:

1) Prepare inspection reports daily using reports as provided in Appendix

B or in a format approved by the Engineer.

a) Required report information: abrasive type/size, nozzle size and
pressure, paint namef/type, thinner used, batch numbers,
thickness applied (wet film and dry film thickness) and areas to
which it was applied; environmental conditions including
temperature, dewpoint, relative humidity and wind conditions;
surface conditions including degree of cleanliness (SP-10, etc.),
temperature, surface profile, and other information pertinent to
documenting proper cleaning and paint application.

2) Record and report nonconforming (defects/deficiencies) work not
corrected that day.

3) Submit written reports describing inspection made and actions taken to
correct current and/or previously noted nonconforming work.

4) Maintain copies of completed reports on-site for review by Engineer.

5) Submit copies of reports to Engineer weekly.

h. Rework Log:

1) Maintain a rework log containing non-conforming/defective work not
corrected each day (see g., 2) above).

a) Required log information: date of defective work, description of
defective work, specific information regarding date and inspection
report number, and date defective work is corrected.

2) Maintain copy of log on-site for review by Engineer.
3) Submit copy of latest edition of log to Engineer weekly.

2. Coating Manufacturer’'s Field Services: Coating Manufacturer's representative
shall provide technical assistance and guidance for surface preparation,
application, and repair of coating systems.

C. Afinal field review of the interior and exterior cleaning and coating systems shall be
conducted by representatives of the Contractor, Coating Manufacturer, Engineer, and

JS 09 9714.10-18 K15008
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Owner prior to final acceptance of the job. The Contractor shall correct any work
found defective and not in conformance with these Specifications.

DISINFECTION

Upon completion of cleaning, painting, inspection, and testing, disinfect all interior
surfaces, appurtenances, and piping in accordance with AWWA C652: Chlorination
Method 2 or 3. Perform sampling and testing in accordance with AWWA C652.

The tank shall not be placed into service until disinfection has been completed and
approved by the Engineer. Work pertaining to effective disinfection of the tank and
appurtenances shall be the responsibility of the Contractor except that water required
to fill the tank one time will be furnished by the Owner on an as-available basis and
from a source determined by the Owner. Where the tank is drained and refilled due
to unacceptable test results, the Contractor shall pay for the water.

WARRANTY INSPECTION

Prior to one year after substantial completion, inspect the interior and exterior
surfaces for rusting of steel and deterioration of the coating systems, such as by
erosion, blistering, cracking, peeling, and discoloration. Inspection shall include
representatives of the Contractor, Paint Manufacturer, Engineer, and Owner. The
Owner shall remove the tank from service and drain the tank. The Contractor shall
remove any standing water and sediments from the tank interior and provide required
equipment for tank access for inspection purposes. The Contractor shall be
responsible for disinfection of the tank interior following inspection and/or after
approved repairs, except that water required will be furnished by the Owner.

Repair any failed coatings and/or rust areas in accordance with Parts 2 and 3. Furnish
warranty for repaired areas in accordance with Part 1.

After inspection and any repairs, disinfect the tank in accordance with Part 3.10.

END OF SECTION
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APPENDIX B

Contractor’s Daily Reports



CONTRACTOR’S DAILY REPORT

SURFACE PREPARATION AND PAINTING - EXTERIOR STEEL

Owner _ City of Oak Ridge FY2016-XXX

Tank Name _West Surge Tank

Contractor

Weather Conditions - Morning:

Afternoon:

Ambient Condition Observations:

Engineer/QA

CTI Project No.
Contractor Report No.

K15008

SSMTWTF

CTl| Engineers

Contractor’'s PM

Contractor's Foreman/QC

TIME

Dry Bulb (°F)

Wet Bulb (°F)

RH (%)

Surface (°F)

Dewpoint (°F)

Paint (°F)

Where Measured

ATTACH PROFILE TAPE BELOW

Surface Profile (mil): Req.:2.0-3.5 Actual: Range - Average -
Coating Manufacturer/System Used: TBD - Epoxy/Urethane
Coatingﬂformation:

Description Primer Intermediate Finish
Coating System TBD TBD TBD
Dry Mils Req’d 4.0-6.0 40-6.0 3.0-4.0
(min. 11.0 total)

% Solids Paint System TBD TBD TBD
Wet Mils Required TBD TBD TBD
Wet Mils Actual
Dry Mils Actual (Total)
Paint Manuf. (A)
Batch Nos. (B)
Thinner No.

Amount Added
Color TBD TBD TBD
Application Method: Airless Spray / Airless Spray / Airless Spray /
(roller, airless, etc.) Roller Roller Roller




CTI Project No. K15008

Contractor Report No.

Date
SSMTWTF
Conforming (C) Non conforming (NC) Not applicable (NA)
Inspection Items C N | N || Remarks
C|A
Air Source NC if oil or moisture present.
Blast Media Type and size: TBD
Blast Nozzle & Velocity Specify:
Surface Preparation SP 6 minimum.  Start Time: Finish Time:
Surface Profile NC if not within specified range.
Surface Cleanliness
Coating Mixing NC if not per manufacturer's data sheet.
Paint Application Equipment Specify:
Painting Start Time: Finish Time:
Coating DFT NC if not within specified range(s).
Cured Coating Appearance NC if runs, sags, pinholes, etc.
Forced Air/Heat Equipment Specify (if used):
Paint Storage
(Check)

Discussion/Problems/Instructions: (Identify all non conforming items and provide general description of work.)

Additional Work (i.e. welding, sealer, etc.): (Describe)

Contractor’s Foreman/QC




CTI Project No. K15008

Contractor Report No.
Date

SSMTWTF

CONTRACTOR’S DAILY REPORT
SURFACE PREPARATION AND PAINTING - INTERIOR

Owner _ City of Oak Ridge FY2016-XXX

Tank Name _West Surge Tank

Contractor

Weather Conditions - Morning: Afternoon:

Engineer/QA

CT! Engineers

Contractor's PM

Contractor's Foreman/QC

Evening:

Ambient Condition Observations:

TIME

Dry Bulb (°F)

Wet Bulb (°F)

RH (%)

Surface (°F)

Dewpoint (°F)

Paint (°F)

Where Measured

Surface Profile (mil): Req..2.0-3.5 Actual: Range - Average -

Coating Manufacturer/System Used: TBD - Zinc/Epoxy System

Coating Information:

ATTACH PROFILE TAPE BELOW

Description Primer Stripe Intermediate Finish
Coat

Coating System TBD TBD TBD TBD
4

Dry Mils Req’d TBD TBD TBD

(min. 12.0 total) /

% Solids Paint System TBD TBD TBD
4

Wet Mils Required TBD / TBD TBD
W

Wet Mils Actual

Dry Mils Actual (Total) A

Paint Manuf. (A)

Batch Nos. (B)

Thinner No.

Amount Added

Color Gray TBD TBD TBD

Application Method: Airless Spray Brush Airless Spray Airless Spray

(roller, airless, etc.)




CTI Project No. K15008

Contractor Report No.

Date
SSMTWTF
Conforming (C) Non conforming (NC)  Not applicable (NA)
Inspection ltems C N [N Remarks
C|A
Air Source NC if oil or moisture present.
Blast Media Type and size: TBD
Blast Nozzle & Velocity Specify:
Surface Preparation SP 10 minimum.  Start Time: Finish Time:

Surface Profile

Surface Cleanliness

Coating Mixing NC if not per manufacturer's data sheet.

Paint Application Equipment Specify:

Painting Start Time: Finish Time:
Coating DFT NC if not within specified range(s).

Cured Coating Appearance

NC if runs, sags, pinholes, etc.

Forced Air/Heat Equipment

Specify:

Paint Storage

(Check)

Discussion/Problems/Instructions: (Identify all non conforming items and general description of work performed.)

Additional Work (i.e. welding, sealer, etc.): (Describe)

Contractor's Foreman/QC




APPENDIX C
Laboratory Results



EHS®

Laboralories Lead Paint Chip
Analysis Report

Environmental Hazards Services, L.L.C.
7469 Whitepine Rd
Richmond, VA 23237

Telephone: 800.347.4010 Report Number: 14-09-02078

Client: CTI Engineers Inc. Received Date:  09/17/2014
112 Durwood Rd., Ste. A Analyzed Date: 09/17/2014
Knoxville, TN 37922 Reported Date: 09/22/2014

Project/Test Address: COR-WTP Surge Tanks; East and West; Oak Ridge, TN
Collection Date:  09/15/2014

Client Number: Fax Number:
44-6753 Laborato ry Results 865-246-2755
Lab Sample Client Sample Collection Location Pb (ug/g) % Pb by  Narrative
Number Number ppm WWit. ID
14-09-02078-001 EAST-INT 420000 42
14-09-02078-002 WEST-INT 280000 28
14-09-02078-003 WEST-EXT 3000 0.30

Page 1 of 2



Environmental Hazards Services, L.L.C

Client Number: 44-6753 Report Number: 14-09-02078
Project/Test Address: COR-WTP Surge Tanks; East and West;, Oak Ridge, TN

Lab Sample Client Sample Collection Location Pb (ug/g) % Pb by  Narrative
Number Number ppm Wt. ID
Method: EPA SW846 7000B

Reviewed By Authorized Signatory: %‘R )b l j

Deborah Britt
QA/QC Clerk

The HUD lead guidelines for lead paint chips are 0.50% by Weight, 5000 ppm, or 1.0 mg/cm?. The Reporting Limit (RL) is 10.0 ug Total Pb.
Paint chip area and results are calculated based on area measurements determined by the client. All internal quality control requirements
associated with this batch were met, unless otherwise noted.

The condition of the samples analyzed was acceptable upon receipt per laboratory protocol unless otherwise noted on this report. Results
represent the analysis of samples submitted by the client. Sample location, description, area, etc., was provided by the client. Results
reported above in mg/cm3 are calculated based on area supplied by client. This report shall not be reproduced except in full, without the
written consent of the Environmental Hazards Service, L.L.C. California Certification #2319 NY ELAP #11714.

LEGEND Pb= lead ug = microgram ppm = parts per million
ug/g = micrograms per gram Wi. = weight

Page 2 of 2
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